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FORORD 

This feasibility study presents the recommended plan for the 
upgrading and expansion of the water supply system of the San 
Fernando Water District (FER.WD). This study was made by the Local 
Water Utilities Administration (LUA), with the technical assistance 
of Camp Dresser and McKee International Inc. This study is the result 
of many months of work in the municipality of San Fernando in Pampanga 
PNoVince, and is supported by extensive experience with other water 
districts in the Philippines during the First Ten Provincial Urban 
Areas Feasibility Studiese 

This study was prepared in two volumes: Volume 1, the main 
report, which contains the recommended plan and the methodology memo­
randa; and Volume II, which contains detailed background information 
relating to specific seotions of Volume I. A complete understanding 
of the two volumes would require reading the previously published 
Water Supply Feasibility Studies Itjthodology Manual (Volumes I and II), 
a compilation of the handouts used in the six-month long training 
seminar conducted in 1975 by CDM during the First Ten-Area Feasibility 
Studies.
 

The recommended plan is a technically and economically feasible 
program for providing the FER-WD adequate water supply up to the year 
2000. The plan should not be viewed as a rigid plan; every attempt 
was made to develop a plan compatible with the needs and desires of 
the water district and of the people. However, during the final 
engineering design of the recommended facilities, ohanges could still 
be made. Design changes mould be baced on more recent field dala, 
changing priorities of the water district and more economical methods 
of providing the recommended facilities. Any changes considered in 
the final design should help to further reduce the expected financial 
impact of the project. 

While the main objective of the Second Ten Provincial Urban Areas 
Feasibility Studies was the preparation of feasibility reports, 
another important objective was the training of Filipino counterpart 
engineers in water supply project planning. The training program 
which included lectures and on-the-job training aimed to develop 
local planning capability for water supply projeots. The Filipino 
engineers learned by actually doing the work, with the CDM consultants 
providing the necessary expertise and guidance. 

The following have contributed significantly to the development 
Of the water supply feasibility studies for FER-WD: 
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CHAPTER I SUMMARY ANID RECOMMENDATIONS 

A.SUMMARY OF STEQDIES 

Desoriition 

The San Fernando Water District (FBR-WD) was formed on 16 December
 
1976 by virtue of Resolution No. 94 of the Sangguniang Bayan (municipal
 
council) of San Fernando. The FER-WD includes the entire municipality

of San Fernando in the Pampanga Province. Following it. formation, 

*FER-D ,acquired the ownership and management of the entire water system
in accordance with Presidential Decree No. 198 (The Provincial Water 
Utilities Act of 1973). 

San Fernando is situated in the southeastern portion of Pampanga
 
Province on the Central Plain of Luson. San Fernando consists of 34
 
barrios and its poblaoion with a total land area of 90 sqkn.
 

The population of San Fernando was 84,362 in 1970 and is consi­
dered 100 percent urban in composition.
 

Exist~inj Water System 

The existing water system of FIR-WD wac originally constructed
 
in 1929 with a well as its original ,source of supply. Four additional
 
wells were constructed in later years, The production of the five
 
wells was estimated to be 3,980 cumd in May 1977.
 

Storage facilities for FER-WD consist of two 380-oun concrete
 
elevated storage tanks looatea in barrios Lourdes and Dolores. The
 
tank in Barrio Lourdes is presently not used due to its poor struo­
tural condition. The tank in Barrio Dolores is being used on a
 
"fill-and-draw" basis.
 

The distribution system consists of about 13 km of 50, 75, 100, 
125 and 150-mm pipelines. Most of the pipelines are cast iron and 
were constructed in 1929. There are about 23 known valves and 54 fire 
hydrants in the system. 

Pro~eoticns
 

The present service area of FER-WD includes the more densely 
populated sections of the poblacion (which includes barrios Sta. 
Teresita and Lourdes) and the barrios of Sta. Lucia, San Pedro, 
Dolores, Juliana, Del Pilar, San Jose t San Juan and Sto. Nio. The 
service area is expected to include the barrios of San Nioplas, San 
Agustin, San Felipe, Quebiauan, Sap Isidro and Del Rosario.by the 
year 2000. 

The population in the FER-WD service area was 76,549 in 1975 and 
is projected to increase to 165,210 by the year 2000. During the same 
period the population served by the FER-WD .s expected to increase 
from 8,715 to 109,580.
 

I-I 

/ 

http:Rosario.by


The per capita demand of water is expeoted to be 230 lpod

in 1980 with a total average daily demand of 3,910 cumd. The per

capita demand is expected to decrease to 220 ipcd in 1990 due
 
to improved water accountability and then increase to 225 lpod in
 
2000. The estimated total average 
 daily demand is 12,020 cumd in
 
1990 and 24,660 cunad in 2000.
 

Water Resources 

San Fernando is located over a fairly good, widespread, rela­
tively uniform aquifer that probably can supply all its projected
 
water demands past the year 2000 from deep wells each producing

30 lps or more. The quality of the groundwater is expected to be

favorable with no treatment required other than disinfection. How­
ever, the regional drawdown effects of wells in FERM-D may become

critical. Overproduction of groundwater is inevitable and is al­
ready occurring. 
The static water level has declined over 8 meters
 
in about 20 years at the present rate of pumping. This overproduotion

will result not only in higher production costs but also in salini­
zation of the groundwater that will limit or destroy its usefulness.
 

Induced infiltration wells dilled in the sands and gravel of
 
local river floodplains were also considered. However, such wells
 
are not practical because: (i) the water of the smaller rivers and

of the lower reach of the Pampanga River is frequently saline, and
 
(2) all of the rivers are incised in narrow channels, consequently

lacking the broad sandy floodplain deposits necessary for the success­
ful operation of induced infiltration wells.
 

Three surface water sources were also evaluated as potential

sources for FER-WD. One potential surface source, using a number
 
of small rivers close to San Fernando, including the San Fernando
 
River which runs through the poblaoion, was discovered to be un­
desirable for water supply. The water is 
 too saline and the minimum

flows are too low for the FER-WD requirements in the year 2000. The
 
other two potential surface water sources, the Pampanga 
 River
and the rivers of the mountains 20 km to the west of San Fernando, 
are technically feasible but their use would require treatment and 
transmission facilities.
 

Alternative Studies
 

Present worth analyses show that groundwater from deep wells within 
the San Fernando service area is the most practical and economical 
water source for FER-WD over the project planning period. Surface 
water sources or induced infiltration wells from the Pampanga River 
were also analyzed and found not to be cost-effective for FER-WD. 

I­



An economic analysis of storage requirements versus supply
 
capacity shows that, in the FMR-WD9 providing additional pumping
 
capacity to meet hourly fluctuations in demand would be less costly
 
than providing extra storage volume. It is recommended therefore 
to provide source facilities capable of supplying peak-hour demands 
and minimize storage capacity* 

An analysis of pressure requirements in PER-WD indicates that
 
the system could be operated satisfactorily from one pressure zone.
 
The requirements for the distribution system were analyzed with the
 
aid of a computer and the recommended system is included in detail in 
Chapter IX
 

B. RECOMH0D4ATIONS 

General 

A water supply system utilizing wells located throughout the
 
FER-44D as the source is recommended for Fa"R-ID. Construction of new
 
wells and improvement of the distribution system and administrative
 
facilities will be implemented during an immediate improvement pro­
gram and a long-range construction program divided into four phases*
 
The salient features of the recommended long-term project for FER-O1I) 
are summarized in Table I-I and shown in Figure IX-1 (appended). 

Source
 

In the year 2000 a total of 14 wells have been constructed to 
meet most peak-hour demand conditions., Each wellwith a capacity 
of 2,725 cumd will be constructed, complete with pumphouse, miscellaneous 
mechanical equipment and chlorination facilities. Some wells will be 
equipped with dual driva facilities to meet average-day water demands
 
during power outages. Pumping levels should be carefully monitored
 
to determine the effects of future groundwater pumping in this region.
 

The FER-WD should file an application with the National Water
 
Resources Council to secure rights to water sources that they intend
 
to exploit in the future.
 

Distribution Facilities 

The existing distribution system will be largely replaced by the 
year 1990 and will be expanded to serve 6 barrios in addition to the 
poblacion and 8 currently served barrios. Approximately 41 Ian of 
pipelines varying from 100 to 250 mm indiameter will be constructed 
as replacement pipelines or new pipelines by 1990. By 2000 another 
12 km of distribution pipelines will be constructed. 

The FER-I'D will install internal network pipelines to cover about
 
660 hectares and add 18,700 new service connections to the existing
 
system by 2000. All of the existing and new services will be metered.
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TABLE I-1
 

SU)l4ARY OF PROFOSED WATER SUPPLY IMPROVEMENTS
 
SAN FERNAIhO WATMR DISTRICT
 

Construction Period 

Total Project Cost (P x 1000) 

Foreign Exchange Component* 

Source Development 


Distribution 


Storage 


Internal Network 


Service Connections 


Hydrants 


Miscellaneous 


Immediate 
Improvement 

PrIgrm 


1978-1979 

8,254 

3,965 

Obtain legal water 
rights, complete 
1 new well pump 
station.
 
See Table IX-1 

100 mm ­ 9.1 km 
150 mm- 5.2 km 
200 rm- 5.6 km
250mm- 0.15 km 


-

Leakage survey 

an" repair
 
Repair 125 

Add 1,250 

Repair existing 

hydrants
 
Administrative
 
facilities and
 
equipment, plumb­
ing shop and
 
equipment,
 
vehicles.
 

Construction Phase
 
I-A I-B I-A I-B
 

1980-1985 1986-1990 1991-1995 1996-2000
 
14,411 12,869 17,371 16,760
 
6,954 5,555 7,912 7,626
 

Construct 2 addi- Construct 3 addi- Construct 4 addi- Construct 4 addi­
tional well pump tional well pump tional well pump tional well pump

stations, stations, stations, stations.
 

See Table IX-3 See Table IX-5 See Table IX-7 See Table IX-9 
100 mm- 1.6 km iO0 mm- 1.2 km 200 mm - 5.6 km 200 mm- 2.8 km 
150 m- 4.0 km 150 mm - 2.1 km 250 mm - 1.0 km 250 mm - 2.2 k 
200 mm- 7.6 I= 200 mm- 4.1 km 
250 mm- 0.10 km 250 mm- 0.18 km
 

- Construct new ­
380 cum elevated 

storage tank. 
151 hectares 99 hectares 216 hotares 195 hectares
 

Repair 1,120 Add 3,015 Add 5,400 Add 5,410
 
Add 3,620
 
468 hectares 115 hectares 248 heotams 223 hectares
 

*All foreign exchange figures used in this report were synthesized from data based on actual costs in U.S. dollars.
 
To be ocnsistent with previous audies, these foreign exhchange costs were converted to R.P. pesos at a rate of U.S. 
S1.0 - R.P. P7.0. To obtain corect current foreign exchange costs, multiply those presented in this report by the 
ratio of the current exchange rate and 7.0. The actual local component of costs (in pesos) is as presented herein. 



Storage 

The existing 380-cum elevated storage tank in Barrio Lourdes 
will be completely abandoned while the other 380-cumn elevated 
storage tank in Barrio Dolores will be adequate through Phase I-A.
 
During Phase I-B, 380-cun of additional storage will have to be
 
constructed at the site of the Barrio Dolores elevated storage tank. 

Capital Cost Summary 

The capital costs for each phase of constructiong including the 
immediate improvement program, are summarized in Table 1-2. A more 
detailed breakdown of costs for the immediate improvement program 
and Phase I-A is given in Table 1-3 (July 1978 price levels). 

TABLE 1-2 

CAPITAL COST SUMMARY 

Construction Construction Construction Projeot Cost (P) 
Phase Period Cost (1) Loal FC* 

Immediate 
Improvement

Program

I-A 
1978-79 
1980-85 

6,577,700 
11,660,500 

4,288,900 
7,456,900 

3,965,000 
6,954,200 

8,253,900 
14,411,100 

I-B 
II-A 
II-B 

1986-90 
1991-95 
1996-2000 

10,312,100 
14,017,000 
154,800 

7,314,200 
9,458,900 
9.133.800 

5,594,900 
7,911,800 
7.625,900 

12,869,100 
17,370,700 
16.759.700 

Total 56,102,100 37,652,700 32,011,800 69,664,500 

Annual OPeration and Mintenance Costs 

Annual operation and maintenance costs are expenses incurred for 
personnel salaries and benefits, power, chemicals, maintenance and 
miscellaneous expenses. Estimates of the annual operation and main­
tenance costs of the water district (based on July 1978 price levels) 
are given inTable I-4. 

Financial Feasibilit 

The financial t,aibility analysis made for the study establishes 
a detailed set of guidelines that the water district management may 
use inmaking decisions during the next few years. A plan has been 
developed to indicate the manner and time funds will be used to operate 

*US $1.00 = !'7.00
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TABLE 1-3
 

COST SUMMARY OF IMMDIATE IMPROVEJM
 
PROGRAM AND CONSTRUCTIOM!
 

STAGE I PASE A
 
Io em 

Immediate Improvemant Prorem
 

Source Facilities
 
Fell and Pumphouao 

Disinfeobion F1oilitios 

Distribution Facilities 
Leaka,-e Dotection and Repair 
Distribution Systom Pipolinoo 

Sorvico Connoctieno
 
Installation, Cevorsion end 
Ropair 


Administrativo vnd Nisoallaneous
 
Adminictrativo Building ts Equipment 

Laboratory Plumbing & 11aete
 
Repair Shop & Eaipmnt 

Vhiolos 
Mincellaneoue 

Total Construotion Cost 
Contingencies 
Enr inoorinC 
Le d Costs 

TOTAL PROJEV COST 


Sta', I Phaco A Construction
 
-"ouroe Paoilii o .
 

Pipolinors r-nd Valves 

Internal Notrok 

1iro yda 

Sorvioe Cnnoctiona 


Total Construction Cet 

Contingenoies 

Engineoring 

Lrmd Costs 


TOTAL PalOJEOT COST 


*US $1.00 = P7.00
 

Lcal 


431,000 

25t600 

74,700 

197489000 

523300 


400,600 

19,700 
60,000 


,000 


3,463,900 
490,300 
232,400 
102,300 

4,288,000 

1,835,600 

1,400;200 

912,500 

384,700 


1,622,600 


6,155,600 

842,200 

391,600 

67,500 


7,456,900 


it1S _, 1 

122,000 5539000 
69,200 94,800 

93,700 168,400 
19642,200 3,39Ot200 

882,300 1,405,600
 

55,800 456,40 

180,600 3769300 
60,000 10,000 
8t00 139000
 

3,113t800 6,577,700
 
419,500 909t800 
431,700 664,100
 

- 102,300 

3,965,000 8,253,900 

798,900 2,634,500
 
1,440,100 2,840,300
 
656,600 1,569,100 
532,000 916,700 

2,077,300 3,699,900 

5,504,900 11,660,500
 
721,900 1,564,100
 
727,400 1,119,000
 

- 67,500 

'6#954i200. 14,411,100
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BLE 1-4' 

ANNUAL OPERATION AND MAINTENANCE COSTS (P)
 

I t em 128.0 n 20 

Administration and Personnel 
Power and Fluel 
Chemioals 
Maintenance 
Miscellaneous 

102,300 
125,000 

-
51,000 
.!0.1000 

181,000 
176,000 
32,100 
67,500 

J59,200
P10,600 
91,300 
161t700 
- 0 

542,200
1,031,600 

184,000 
403,100 

,9.5.00, 

Total 288,400 469,900 1,157,300 2,250,400 

and maintain the system; implement the program; establish reserve funds; 
and retire the indebtedness. Water rates have been developed on the 
basis that the system will be financially self-supporting. These rates 
appear to be within the ability-to-pay of the average FER-WD householder. 

The recommended water rates by revenue unit are as follows:
 

Rate/RU
 

1978-198o P0.75 
1981-1984 1.10 
1985-1987 1.20 
1988-1993 1.30 
1991-1993 1.50 
1994-1996 
 1.70 
1997-2000 1.90 

It is recommended that the implementation of these rates follow 
a socialized pricing policy to make the financial burden on the con­
sumers proportionate to their ability-to-pay. A sample socialized
 
rate structure for 1978-1980 that would generate sufficient revenue
 
is as follows:
 

Uasge Cost 
(Der month) LEM cum) 

first 16 cum P0.85
 
from 17 to 24 cum 1.85
 
greater than 25 cum 2.45
 

Borrowing requirements will include P9.837 million from 1978 
to 1981 for the immediate improvement,program; P20.469 million from 
1979 to 1985 for Phase I-A improvements; and P21.298 million from 
1986 to 1990 for Phase I-B improvements.
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Economic Peasibility 

The recommended improvements to the FR-WD water supply system

will bring about numerous economic benefits to the study area. 
Eco­nomic feasibility studies show that the benefits will exceed the costs
associated with the development and operation of the water system.
 

Two approaches were adopted to determine economic feasibility:
the benefit-cost ratio and internal economic rate of return (IERR).

In both approaches, four benefits valued at 1978 prices were included
and discounted at 12 percent. The benefits considered are increase inland values, health, reduction in fire damage and beneficial value of 
water. Analysis shows a benefit-cost ratio of 1.52:1 and an IERR of 
42.72 percent. 
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supp! r plans for provinoial urban a.reas of the ~lJlpilnee. , 

-. During the first 10@re pro~jeot, training seminarw,,fo 'LWUA 
enineers wore conducte r,the 0DM ,staff. "T e. Netlwdolo i -Manual.r3	t Water 3upply Peasibili: Studien" was alno develoe& Ad printed.
odn 14 to t e '40 ar , profeasibiq i tudiee were made fo., 
x51,,ditiie/uihiolpaltieae/. As of Auguw- 976,, the feasibtyVq(studies were completed and submitted to LUUAdev, b x, ., 

-- 'he studies for five of the first 10 areas - Ce, Zamboana, 
Dee Osamwrand D~tuan - have been appraised l the Asian Develop­
,mit a (ADD). On the basis of the interim reports, the ADD e 
tended a 	 :Loan wUADecember 197pto provide$16.8 million to L in 
design engineering services to these 5 areas ad to implement Thase 
I- of the recompended lon-term oneruotion program (e-AepJ CebuAugut 1976,,B) thO bed 	 nternreotsa thevqlppien­asis Aofowhose share of the loan covered on 1e aineerig serviCes). In 
deineneigservicesan ina~p~ t o %htone a rean t mpemnt has$1618,a lllonto- with Decemte p19v5Qd signed i 	 ineering 

ltencrk 	 themoentseof seleoted 	 coveredly nginerngricy studies.Auut196~heU~ed4aesA q f onentional Z ev lop 

sic psenpv eomz,%t-p reinlnln five of the frsto'aro impp9pe(ptin4044 

-/A bckgecund on LwUA is given in Volume II, Appendix D. 

Y-/Refer to Appendix B for suamiar of first 10-area feasibility 
studies.Y-/efer to Appenmix C for summary of prefeibility eties 

of M itstdes/mUnicipaities. 



B. sum Tim PROMCIAL AAREAS 

On I0 August 1976, LULAand, CDM si~ned an aMendment to the 
original study contract, extending the fedainility studies to iq­
olude the Second Ten Provincial Urban Areas. h6 6 4e .Ui aii, 
Oap~n, Calamb~t Disligo Silay City Baaitcd I~ iRoz s:Ciiyv 
Cotabato City, San ]erndndo (P"ai2gt)L p C, and LoO 
ta-O (see Figure II-,). This tpbr ,nollu h Ibhnical, finan-
Oiai aa economio a Udida fot ++he provement of the Vater stpiply 
system in San Fernando, Pampanga. 

' The dollar component 'of the second 10-area feasibility studies 
bas, been finanmd' from proceeds of a loan to the Government of the 
Republic of the Philippines from the United States of America through 
the USAID, Loan No*- 492-404001 dated 9 September 1976. The peso com­
ponent of the studies, approximately 41 percent* has been'funded1I 
the Government of the Philippines. 

The etud~,contrat for the second 10 areas includes the fol­
lowing tasks: 

1. 	 Training of counterpart LWUA engineers through on-the-job 
assignments on various aspects of water supply feasi­
bility studies; 

2. 	 Preparing water supply feasibility studies for 5 prqyin­
oial urban areas, using the expatriate and' local. o01.­
tant personnel for conducting such studies;' 

3. 	 Preparing water supply i naloftility studies for a4 
5 urban areas, with the L A engineers taking a dominant 
role in the conduct of such studies. 

The studies began on 1 September 1976 for a period of 18 monthe. 
The project staff was composed of 6 US engineers and 26 Filipino 
personnel. The personnel of the respective water districts also 
assisted during the course of the studies. 

4/Although the inolusibn of 10"areas' iurvtipulated"in:the 
contract, feasibility studies for 12 areas have actually been 
made. 

Refer to Appendix A, Volume 1 for complete Terms of 
Referenoe.
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C. HISTORICAL BACKGROUND OF SAN MRNANDO WATER DISTRICT 

When constructed in 1929, the water oupply system of San Fer­
nando was owned and managed by the munioipal government. In 1956, 
however, the water system was placed under the National Waterworks 
and Sewerage Authority (currently Metropolitan Waterworks and 
Sewerage System) whioh was founded to take charge of provincial 
water utilities. NWASA turned over the system to the municipal 
government in 1964.
 

The FER-WD was established on 16 December 1976 by Resolution 
No. 94 of the Sangguniang Bayan (municipal council) of San Fernando 
to include the entire municipality. Subsequently, FER-D acquired 
the ownership and management of the water system from the municipal 
government in accordance with Presidential Decree (PD) 198 (The 
Provincial Water Utilities Act of 1973). 

The formation of the FER-WD was prompted by the need for
 
adequate water supply and an upgraded water system. Limited funding 
prevented substantial improvements to the system. Moreover# the 
local officials recognized the potential role of the water district
 
in providing sufficient, safe and potable water supply. 

The FER-41D was thus formed for the purposes of acquiring, 
installing, improving, maintaining and operating the water supply 
system, as well as the wastewater colleotion, treatment and disposal 
facilities. To perform these functions, the FER-WD an obtain fi­
nancial and technical assistance from LWUA. PD No. 198 provides 
that the water district shall operate eventually on a financially 
self-sufficient basis. 

The FER-WD is a quasi-publio corporation and is politically 
independent from the local government. As constituted, the water 
district is subject to the provision of PD No. 198 and the rules and 
regulations of LWUA. The FER-WD can promulgate its own operating 
laws through its 5-member board of directors who are appointed by 
the municipal mayor. The district can only be dissolved through the
 
act of this board.
 

On 6 May 19779 LWUA awarded the Conditional Certificate of Con­
formanoe to the FER-WD after it had complied with the minimum require­
ments of IJUA's certification program. This certificate entitles the 
FER-WD to rights and privileges authorized under PD No. 198. 
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CAR. IX MSORIPTXoN OF THE WATER DIaR#T/ 

A. PUrSICAL DE"OI tPTIU 

.Sernaidois located in the southeastern portion of Papanga
P ovinoed'on the Central Plain of Luson. S" Fernando t theApovin­
oial capital, is divided into the poblaoion and 34 barriosw , with 
a total land area of 90 sqkm. 

The present service area/(206 hectares) of the FER-MD is 
situated in the central part of ,the municipality. It covers the more 
densely populated sections of the :poblaoion (which includes barrios 
Sta. Teresita and Lourdes) and the barrios of Sta. Luoia, San Pedro t 
Dolores, Juliana, Del Pilar, San Joge, San Juan and Sto. Niffo. The 
service area by the year 2000 will extend to the barrios of San 
Nicolas, San Agustin, San Felipe, Quebiavwn San Isidro and Del 
Rosario (see Figures III-1 and VI-i). 

Pysical Features 

The municipal terrain is generially flat in the service area 
and gradually rises towards the northwestern portion of the municipality.
Elevations range from 4 meters above mean sea level (MSL) in Barrio 
San Nicolas to 30 meters above MSL in Barrio del Rosario* 

The main rivers are Pampanga River, one of the principal bodies 
of water in Luzon; and San Fernando River, a tributary of Pampaga
River* The San Fernando River traverses the municipality in a 
northeast-to-outhwest direction* 

.. The FE-WD covers all lands within the geographic boundaries 
of Sc%, Fernando. 
. Pampanga, one of the major development areas in the Philippines, 

is located on the central part of the Central Plain of IMon. Its 
boundaries include Zambales on the west; Bulaoan on the east; Tarlao 
on th/north; and Manila Bay on the south* 

~jown proper' 
1Abarrio is a political divisioni of a municipality.
The service area represents sections of the water district which 

are ourrenty served or intended to be served by the water syistem. 
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San Fernando is classified under the Type I climate, with two 
pronounced seasons (Figue 111-2). The wet season falls between the 
months o1 May and Ootoberl the dry season occurs during the rest of 
the year, The average annual rainfall for the period 1960-69 was
2,055 mm. For the same year, temperature ranged from 25.60 in 
January to 29°4 0C in May, with the average at 27.5 0C. The olimato-. 
logical data are listed in Table III-1. 

TABLE III-1 

CLMIATOWGICAL DATAV 
(1960-69) 

Rinfhall . (mepeatt s(00) 

January 10.0' 25.6 
February .6o6 25.9 
Maroh 8.5 27.4 
Apil 
Mar 

20.8 
151.2 

28.7 
29.4 

June 311*6. 28.8 
July 
August
September 

38A.6, 
448.9 
395.5 

28.0 
27.6 
27.5 

October 160.0 27.7 
November 113.5 27.4 
December 39.5 262 

Total 
Average 

2,05497 -

27.5 

B. POPULATION 

The population of San Fernando in 1970 was 84,362, an increase 
of 48 percent over the 1960 total of 56,861. In 1970 the munioi­
pality had a total of 12,172 households or an average of 6.9 members 
per household. The general oharacteristios of the population are 
listed in Table I11-2. 

'Souroe s PAGASA+station in Maila. , 
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TABLE 111e2 

MUNICIPAL POPULATION CHARACISTICSZ (1970) 

I. Total Population 	 84,362 
2. Growth Rate (1960-1970) 	 4.0%per annum 
3. Density 	 9.37persons per heotare 
4. Urban/Rural Composition 	 100% urban 
5. Sex Composition 	 male, 50%; female, 50% 
6. 	 Age Cwosition. 0-14 years, 46%; 15-64 years, 52%;
 

65 years and over, 2%
 
7. 	 &Dloyment 10 years and over, 56,698


(%of those 10 years employed, 41%; unemployed, 59%.
 
and 	over)
 

a) BY class of worker workforoe, 23,282(%of labor force) wage and salary, 73%; own business,19%; 
unpaid family workers, 8% 

b) BY industry 	 agriaiilturet foreatryt fishing, 10%;(%of labor force) 	 manufacturing 18, commeroeq 17%; 
services, 2Z; constructiont7%; utili­
ties, minor industries, 1Z 

8. 	 Eduoation (%ofthose 6 years and over, 66,819
6 years and over) literate, 87%; illiterate, 13% 
a) W attainment 25 years and overt 27,964

of those 25 years elementary grades, 57%; high school, 20%; 
and over),- college, 13%; no formal education, 10% 

b) 	 Number of Schools elementaryt 24; high school, 19; 
collegs, 4 

9. Dialects 	 Pampango, 93%; Tagalog, 4%q; others 3% 
10. Religion 	 Catholic, 97%; others, 3% 

Souroeo 1970 Census of Population and Housing, National Census 
and Statistics Office (NCso)

This information applies to the municipality of San Fernando as 
a whole 
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C. LIVING CONDITIONS 

Physical indicators showing the standard of living in San Fer­
nando are listed in Table I1-3. These indicators include types of
 
dwelling units t household facilities and utilities.
 

Health
 

Water-borne diseases occur particularly in the more densely po­
pulated sentions of the municipality. Public health authorities re­
oognize the correlation between the lack of safe water supply and 
sewerage facilities and the incidence of water-borne diseases. Table 
111-4 shows the recorded morbidity and mortality rates per 100,000/

population due to water-borne diseases in the province of Pampanga­
from 1964 to 1974. During this period, the average morbidity of
 
1,248.9 in this province was almost twice the national average of
 
666.5; however, the average mortality of 23.4 was lower than the
 
national average of 48.1. 

Medical services are provided by 4 hospitals, 5 clinics, pueri­
culture centers and rural health units located throughout the muni­
pality.
 

D. ECONOMY2/ 

P'amilv Income-10/ 

In 1975, the province of Pampanga was estimated to include 
152,072 families, with a combined annual income of P1.1 billion. The
 
average family income of P7,319 was higher than the country's average

of P5 840. The families were divided by income group as followst

below average (PI,000-3,999), 28 percent; average (P4,000-P,999),
 
54 percent; upper middle (P10,00-719,999), 14 percent; and high

(20,000 and over), 4 percent. 

Agiculture and. Commerce 

Agriculture is the most important economic activity in the 
municipality. The major crops are rice and sugar; the minor crops 
include corn and coconut.
 

§/The only records available are for the province. The morbidity
 
and mortal ity trends in San Fernando are assumed from these records
 
(see 	 Chapter XI). 

2/The Philippine economy from 1946 to 1976 is discussed in 
Appendix E, Volume II.
 

2/Only provincial data on family income are available at the NCSO.
 

111-4
 



CLASSIFICATION OF KUSMHOLDS 
BY TYPE OF FACILITIES31/(1970) 

1. 	 Total Households 12,172 

2. 	 Average Household Size 6.9 members per household 

3. 	 Water Facilities pipd. water, 26%; artesian well, 
(%of total households) 10%; pump, 63%; other sources, 1% 

:4e Toilet Facilities flush/water sealed, 32%; closed pit, 
(% of total households) 16%; open pit, 12%; publio toilet, 

2%; no failities, 38% 

5. 	 Lighting Facilities eleotrioity, 61%; kerosene, 38%;
 
(% of total households) others, 1%
 

6. 	 Appliances radio, 73%; TV, 15%; refrigerator, 10% 

(% of total households) 

7. 	Cooking Fuel electricity, 6%; kerosene, 28% 
(% of total households) LPG, 15%; wood, 50%; others, 1% 

8. 	 Total Dwelling Unite 12,151 

a) Type of Dwelling Unit 	 single type, 90%; duplex, 3%; 
apartment/aooessorias 5% barong­
barong (makeshift houses), oommer­
oial, etc., 2% 

b) 	Roofing Material durable materials (aluminum/ 
(%of total units) 	 galyanized iron, asbesto,, tile/ 

onorete), 83%; non-durable materials, 
(oogon, nipa, others), 17% 

* 1--/Source: 1970 Census of Population and Housing, NOSO 
This information applies to the munioipality of Ban Fernando 

a. a whole. 
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TABLE 111-4 

MIPRTED NORDIDITY ANDN ALW'TITY 
DMT WATER-BORNE DISRASE .(196-4

(PER 100,000 POPULATION) 

E=Bma Phililpgines 
e ~ &orbidt Mortality, xorbidity Xortalitr 

1964 736.3 26.9 846.3 60.2
1965 885.1 24.7 715.8 51.6 
1966 981.2 43.6 715.1 61.9
1967 871.8 26e8 572.1 47.6 
1968 964@8 25.1 564.8 46.5 
1969 1,675,0 17.1 706.9 46.0
 
1970 19161.2 .13.1 612.8 39.0
 
1971 Ii106.7 422.5
19.2 35.8
 
1972 2,114.2 '25.2 743.4 49.4
 
1973 1642.7 19.5 768.4 
 50.4
 
1974 1,598.7 663.8
16.6 40.4
 
Total 13,737.7 257.8 7,331.9 528.8
 
Average 1,248.9 23.4 
 666.5 48.1
 

San Fernando, being the capital of Pampanga Province is a lead­
ing oommeroial center in Luzon. In 1975, business establishments in
 
the municipality totalled 2,136, 70 percent of whioh were engaged in
 
the wholesale and retail trade and 9 peroent, inmanufacturing.
 

Publio Utilities 

San Fernando can be reached only by land. In 1971, it had about 
200 km of paved roads and about 9,000 or 1.9 peroent of the total num­
ber of registered vehicles in the country. There was a ratio of 107.6
vehicles to every 1,000 population. A railway system conneots the 
town to Metropolitan Manila and other provinoes of Luzon. 

Communioation facilities include 4 telegraph stations, a 
tele­
phone system and a post office. 

The power supply of San Fernando is provided by the privately
owned San Fernando Light and Power Company. It generates 665,400 kr 
of energy through facilities of the National Power Corporation. In
addition, the private company has its own stand-by diesel generating
units.
 

i--Souroet Disease Intelligence Center, Department of Health.
 
The water-borne diseases, of whioh records are available,*


include typhoid, cholera, dysentery, and gastro-entiritis.
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CKRTED. Ii XITING WATU SPPLY FACILITIMS 

A.* GE1NAL 

San Fernando is served by a water ytem originally constructed 
in 1929. The o:riginal source of supply was a well which supplied a 
distribution system covering the poblaoion core area. Four additional 
wells were oonstruoted in later years. Other watorworks facilities 
include two reinforced concrete elevated tanks, about 13 km of distri­
bution piping, and appurtenant valves and hydrants* Figure IV-1 is 
a schematic plim of the existing water esytem. 

B. WATORwom FACILITIES 

ater Source 11ailtles 

The existine FII-WD supply sources are five wells located in 
the poblaoion and nearby barrios. The original well constructed in 
1929 is the e:isting Barrio Lourdes well. It is located inside the 
San Fernando Elementary School oompound on 27th Street at the corner 
of P. Oomez Street in Barrio Lourdes. The well casing has a diameter 
of 200 am and a length of 183 meters; well depth is 183 meters. A 
turbine pump was installed also in 1929 and driven by an electric 
motor with a rated horsepower of 30 at 1,760 rpm. The disoharge was 
measured to be 6.4 lps at 0.58 kC/sqom. 

Pump station no, 2 is located along V. Tiomico Street corner 
ln.N, Hizon Stroot in the poblacion. The well which was constructed 
in 1974 has a oombination of casing pipes with respective diamfter 
an lengths of 250 mm and 91 meters, 200 mm and 61 meters; and 150 ­
an 61 meters. The depth of the wells is 213 meters. The turbine 
pump is run by an electric motor with a rated horsepower of 40 at 
1,800 rpm. Discharge was measured to be 27 Ips at 0.35 kc/sqm. 

Pump station no. 3 in located at the capitol building site in 
Barrio St. Nifo. The well was drilled in December 1954 to a depth
of 167 meters and redrilled in September 1960 to a depth of 246 meters. 
The casinC consists of two pipes with respective diameters and lengths
of 200 mm and 166 meters, and 150 mm and 62 meters. The turbine pump 
is run by an electric motor with a rated horsepower of 20 at 1,800 rpm. 
Measured discharge was 7.4 lps at 0.74 kC/om. 

Pump station no. 4 is located on P. Mendosa Street at the corner 
of Abad Santos Street in Barrio Dolores. The well was drilled by the 
Bureau of Public Works in April 1953 tU a depth of 220 meters. Its 
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casing consists of two pipes, with diameters and lengths of 200 
m 
and 120 meters, and 150 mm and 80 meters, respectively. The turbine
 
pump is 
run 1y an electric motor with a rated horsepower of 15 at

1,750 rpm. Discharge was measured to be 19.2 Ips at 0.56 kg/sqcm.
 

Pump station no. 5 is located along San Pedro Street in Barrio

San Pedro. The well was drilled in April 1958 to a depth of 213 meters.

The casing consists of three pipes, with diameters and lengths of 200
 
mm and 95 meters, 150 mm and 84 meters, and 100 mm and 32 meters, res­
pectively. The deep well turbine installed in 1958 was repaired in
 
1963o It is beltdriven by a 22-hp diesel engine. Discharge was measured
 
to be 10.8 ips at 0.77 kg/sqcm.
 

Total production of the existing wellsouroes was estimated to be
 
3,980 cumd in ay 1977.
 

Storage Facilities
 

The PER-WD has two reinforced conorete° elevated tanks, each with a oapacity of 380 cum. The first tank, constructed in 1929 in Barrio
 
Lourdes, has an overflow elevation of about 30 meters above MSL; the

second tank, constructed :n 1956 in Barrio Dolores, has an overflow
 
elevation of about 34 meters above 119L.
 

The tank in Barrio Lourdes was recently abandoned because of its

leaning position suspected to be a result of structural instability.

The tank in Barrio Dolores is used on a "fill-and-draw" basis. The

Barrio Dolores pump station pumps water into the tank for 6 hours
 
from 2100 hours to 0300 hourn every fourth day. Water from the tank
 
is then distributed for 5 hours from 1300 hours to 1800 hours on the

day of filling. About 150 cur 
of water in this reservoir is retained
 
as fire reserve,
 

Distribution System
 

The distribution system has undergone only minor expansion sinoe 
it was constructed in 1929. 

Cast iron mains, 150 mm in diameter, located along the primary
 
streets in the downstream area, serve as the backbone of the distribu­
tion grid. The remainder of the system conaists of 50 to 125 mm pipes.

The present distribution area has adequate water supply at night. 
A
 
diagram of the present distribution system is shown in Figure IV-2.
 

Pipe Sizes and Lengths. At present, the distribution system hasabout 12.83 km of piping ranging in size from 50 to 150,mmf,- Sixtaeen., 
percent of the piping is 150 mm in diameter and 45 percent, 75 mm in 
diameter. Forty-eight percent is galvanized iron piping; the remaining

52 percent is cast iron piping and about 48 years old. 
Table IV-1 is
 
a description of the distribution system by diameter, material length

and period of construction.
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DISTRIBUTION SYSTEM e TURBINE PUMP 
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APPURTENANCES RESERVOIR FOR I 
* DISTRIBUTES WATI 
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i 150MM 4 CONCRETE ROADWAYS *CASING DIAMETER 
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;i PBL~cFAUCTSN 0 F..I } •WELL DEPTH :246 

PUBLIC FAUCETS N0NL #DISCHARGE : 74 L 

* PUMPS TO DISTRI8 
2100 HRS 

SERVICE CONNECTIONS AS OF APRIL 1977 

TYPE 	 METERED FLAT- RATE TOTAL SYSTEM PRE: 
* VERY LOW PRESSI.DOMESTIC 902 9 02 	 DISTRIBUTION SY! 

COMMERCIAL /INSTITUTIONAL 	 3 4 3 343 

INDUSTRIAL 

T 0 TAL 	 1245 1245 
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PWELL, PUMP STATION NO. 4'(,1953) ­
''oP WITH A 15P . "
 
flOR.I
 
TER OF 200 MM, 120 MLONG ;
 

LONG, 

220 m 	 j 

19.2 LPS' AT 0.56 KG/SQ.CM.
 
;TRIBUTION FROM 0500 TO 2100 HRS 
 -
:CUTIVE DAYS: PUMPS TO
 

FROM 0500 TO 1300 HRS. AND FROM
 
H1RS. AND THEN PUMP TO STORAGE TANK
 
) 0300 HRS. FOR THE 3RD DAY.
 

ORAGE TANK ( 1956)-SO CUM 	 \\ \
 

LEVATION- 34 M MSL \ \ 
"ONCRETE
 
:UM OF WATER IS KEPT INTHIS
 
*OR FIRE RESERVE
 

WATER FROM 1300 HRS. TO
 
CE EVERY 3 DAYS
 

:PWELL PUMP .STATION NO. 3 (1954) .,
 

q 1960
 
P WITH A 20HP ELECTRIC MOTOR SAN PEDRO DEEPWELL PUMP STATION NO.5 (1958)
ETERS OF 200MM, 166 M ,LONG 9 TURBINE PUMP WITH A 22 HP DIESEL 
62 M LDNG , ENGINE DRIVE. 

:246 M o CASING DIAMETER OF 200 MM, 95M LONG 
74 LPS AT 0.74 KG/SQ.CM, 150MM, 84 M LONG, 100 MM, 32 M LONG. 

ISTRIBUTION SYSTEM, FROM 0530 TO 9 	 WELL DEPTHz 213 M 
* 	 DISCHARGE= 10.8 LPS AT 0.77KG/SQ.CM. 
* 	PUMPS TO DISTRIBUTION SYSTEM FROM 0530 

TO 1300 HRS. AND 1700 HRS. TO 2200 HRS. 

PRESSURE SERVICE AREA OPERATION 
RESSURE THROUGHOUT THE ' MOST CONSUMERS ARE LOCATED IN THE 
1 SYSTEM. POBLACION AND BARRIOS STA. LUCIA, 

• STO NINO AND SAN JOSE. 
9 WATER SERVICE IS 16 HRS. A DAY. 

http:0.77KG/SQ.CM
http:KG/SQ.CM
http:KG/SQ.CM
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NO. 2 (1974)-- POBLACION DEEPWELL PUMP STATION 

a TURBINE PUMPMOTORWITH A 40 HP\'\ELECTRIC 

OF 250 MM, 91 M LONG;s CASING DIAMETER 

200 MM, 61 M LONG, 150MM, 61M LONG. 

*WELL DEPTH : 213 M 
AT 035 KG So. CM.*DISCHARGE =27 LPS 

ePUMPS TO DISTRIBUTION SYSTEM FROM 

0500 TO 2100 HRS 

TANK (1929)-LOURDES STORAGE 
, CAPACITY: 380 CUM 
, OVERFLOW ELEVATION = 30M MSL 

a REINFORCED CONCRETEIN No.5 (1958) 
L ,.; •NOT USED PRESENTLY 

ELONG '' I 

DEEPWELL PUMP STATION NO.1 (1929)
1G. ,LOURDES 

A 30 HP , 	 TURBINE PUMP WITH 

ELECTRIC MOTOR).CM. 
o CASING DIAMETER: 200 MM, 183 M LONG 

)M 0530, " 
o WELL DEPTH : 183 M10 HRS. 


= 64 LPS AT 058 KG/SQ CM
 
s 	rISCHARGE 

PUMPS TO DISTRIBUTION SYSTEM AND 
HRS

/ 
FROM 0500 TO 2100STORAGE TANK 

I 	 THE 
'IA, 
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EXISTING PIPELI NE 

DEAD END 
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NOPERABLE FIRE HYDRANiINOPERABLE FIRE HYDR 
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21, ,,ATEVALVES NOT VERIFIED. 

FIGURE IV-2 
EXISTING WATER DISTRIBUTION SYSI 

SAN FERNANDO WATER DISTRICT 



Omstes 1 ensure Pressures are generally very low tbroughout
 
the entire distribution system. Table IV-2 is a summary of the re­
oordea 24-hour pressures throughout the system. 

Valves and yjLaLrt., There are 23 known valves in the distribmt­
tion system in sisms of 75 mm 100 mm and 150 rm. A total of 54
 
fire hydrants are all locally made, and consist of 75-m OS riser
 
pipes ("wet-barrel") and teen, each with a gate valve and nipple.
 
Most of the hydrants have broken valve stems while others have no
 
valve at all. Twenty of the 54 fire hydrants are not functioning.
 

Servioe Conneptio.g. As of April 1977, the FEM-WD had 1,245
 
registered conneotions t all ametered. The service connections are
 
divided by consumer ocateory into 9OD domestic and 343 commercial,
 
with no industrial users. The water system has no publio
 
faucets.
 

Operation ad Mantenance 

The FEVmWD operates and maintains the well sources and the distri­
bution system. Presea.t staffing includes a general manager, an admi-. 
nistrative division ohief, a production, operation and maintenance 
division chief, a commercial division chief, a treasurer, an account­
ant, 2 billing olerks, 12 production operators, 1 service forexan 
and I plumber.
 

The operation program consists mainly of operating the well pump­
ing stations and filling and emptying the elevated storage tank in 
Barrio Dolores. The poblaoion, Dolores, and Lourdes pump stations are 
operated 16 hours daily while the Sto. Nifio and San Pedro stations 
are operated daily for 15.5 hours and 12.5 hours, respootively. 

tank is Sp.mto 3:00 a.m.,b
 
the Dolores pump station every fourth day. Water from the tank is
 
released to the distribution system from 1:00 p..- 6:00pa. on the
 

The Dolores storage filled from 9:00 

day of filling.
 

The maintenance program consists mainly of servioing the pumping 
-unit and repairing leaking mains and service lines. 

C. WATER qJALITY 

Water samples were taken from the present well sources in the
 
-14blacion and the nearby barrios. Results of the laboratory analyses
 
of the water samples are listed and compared with the Philippine
 
National Standards for Drinking Water in Table 17-3. The water quality 
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TABWi' 111-1 

SUl,!lARY OF DISTRIBUTION J IPl, CslBY 3IZ, IATERIAL AND AaE 

Diameter (mw,) Material Length of' Pipe () Year Installed 

50 GI 
 330 
 No Record
 

75 GI 
 5,800 No Record 
100 CI 4,550 1929 
125' G1 40 1929
 
150 CI 2,110 1929
 

TABLE IV-2
 

24-HOUR PI"jlhJU1E l1ECO)DING 
ON DI3RIBIUTION SYTE1I Duration of 

i/ Dated Pressure
Number Piro ,rant Location Reoorded Pressure Range Reoording,(hr) 

1 Along M.entloza St. (infront 
of school) 23-24 May '77 0.07-0.32 kg/sqom 15
 

2 Along Tioinico St. (near
 
mar'ket) 
 25-26 May '77 0-0.21 kg/sqom 23
 

5 Along Consunji St. 23-24 May '77 
 0-0.14 kg/qom 23
 
6 Along Capitol Boulevard 21-22 May '77 0.02-0.2 kg/sqc 24
 
7 Alon, Gen. Nizon Ave. cor.
 

Consunji St. 19-20414w '77 0-0.16 kg/sqou 
 24
 
9 Along San Fernando ITE Div.
 

Road 24-25 May '77 0.06-0.21 kg/sqom 24
 
12 Along Limjoco St. 25-26 May '77 0.07-0.28 kg/eqom 12
 
13 Along Arellano St. 
 24-25 May '77 0.06-0.24 kg/oqom 24
 
14 Along Consunji St. (near


market 
 20-21 May '77 0.01-0.19 kg/qcm 24 
15 Bo. Sta. Lucia (near San 

Pedro Pump Station) 21-22 I.ay '77 0-0.28 kg/uqox 24 

-/see Figure IV-2 for location. 
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TetUiLimits 

Phlsical 
Color APHA 
Turbidity FIU 
Total Dissolved 

Solids** m/ 
Conductivity micromhos/on 

Chemical 

Total AlkalinityPa mg/l 
CaCO3 


Phenolphthalein mg/l
 
VI CaCO 3
 
Total Hardness mg/8
 

Calcium mg/1

Magnesium /I 
Total Iron 

Fe 
Fluoride m/l 

F 
Chloride zg/1 

Sulfate mg/i 

Nitrate mg, 

Manganese mg/i
 

n 


TABLE IT-3 

VATER ,UALITY TIEST RESULTS 
SAN FERJAIMO WATER DISTRICT 

FER-41 Well FER-ND Well 

Permissible Poblacion Bo.Sto. Niffo 


1 Mar 177 2 M~ar 177 


15 10 5 

5 3 1.5 


500 '7250 260 

385 .400 


7-8.5 J 7.70 7.80 

140 120 


,oo-340* 8 0 

75 2.4 00.48 0 

0.3 e.050 0,020 

1.5 0.50 0.50 

200 12.81 15.25 

200 25.84 3808 


50 10.3 9.8 

0.1 0 nil 


FM-WD Well 
Bo.San Pedro 

2 Mar 177 

10 

1.5 


276 

425 


7.70 


150 


8 

0.8
1.44 , 

0.530* 


0.50 
15.25 

39.44 

9.7 

nil 


FER-4D Well 
Bo. Dolores 

3 Mar '177 

10 

1.5 


221 

340 


T775 

120 


0o
 
0
0 

0.025 


0.50 
7.32 

25.16 

10.4 


nil 

FER-WD Well 
Bo. Lourdes 

Ma 

10
 
2
 

273
 
420
 

7.80 
150" 
150
 

1.6
0.48 

0.070
 

0.50 
15.25
 
29.92 

9.9 

nil 

* Exceeds the permissible limits set by the Philippine National Standards for Drinking Water# but less than 
the "excessive" limit established by the standards. 

Comruted as 65: of conductivity.
 
Limit inferred from limits of individual metals c.vusing hardness.
 



of the present sources %pears to be within the permissible l.mlits, 

except the iron content- in the San Pedro well. 

D. WATEtR1SE PROFILE 

general 

The ourrent water demands of San Fernando have been analysed
 
in order to predict future water requirements* Data on revenue pro­
duoed from the sale of water were obtained from the water districte
 
Other data were taken from fied measurements on water production
 
and from the pilot area study2/ conducted in Maroh 1977.
 

A pilot area was selected within the present service area where
 
a survey was made to establish the present water use profile. House­
hold members in the pilot area were interviewed oocerninC their
 
source of water supply, number of hours water is available, approxi.
 
mate daily or monthly water consumption, amount paid to the water
 
district per month, number of neighbors using water (borrowers) and
 
number of faucets. The number of persons for each household the
 
family income bracket and the amount each household is willing to pay

for improved water service were also determinede The sumary of the
 
pilot area study is presented in Annex IV-D.
 

Poulation Served 

The pilot area survey indicates that users of the FIS4WM water
 
supply can be classified generally into primary users (oonsumers
 
residing in the home of a registered concessionaire), and secondary 
users (non-resident consumers obtaining water from registered con­
cessionaires). The secondary users aie also termed "eorrowors."
 
From the pilot area survey, it is estimated that approximately
 
9,170 persons are entirely dependent on the ELR.WD for water supply,
 
from 1,245 registered service oonneotions. These figures inieate
 
that for every connection an average of 7.36 persons are served,7.0 
as primary users and 0.36 as seoondar7 users. 

2-/These limits are based 0ot upon physiological considerations,
 
for iron in trace amounts is essential for natritione Drinking water
 
containing iron in unpalatable and unaesthetic concentrations would
 
have little effect on the total daily intake. Instead of physiologisal
 
reasons, therefore t the limit is based, on aesthetic and taste consider.
 
ations. Iron tends to precipitate as kdroxides and stains laundry
 
and porcelain fixtures.
 

/See Methdolo& Memoranda No. 1 and 2. 
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Vat oC Consumption 

Water consumption in the FIf-WD was calculated on the basis of 
pilot area study data and information on the existing water supply 
system. The avqrage water oonsumption of oonoessionairs in the pilot 
area is about 15.3 aum/mo per household, The consumption of borrowers 
from the water system is about 8.4 uim/mo per household. 

The total oonsumption of all registered concessionaires is about 
19,100 oum/mo while consumption of borrowers is about 550 cum/Mo. 
Since all registered connections are flat-rate, it is assumed that 
consumption figares obtained in the pilot area survey do not include 
wastage at flat-rate connections. 

Total production of the existing deep well sources was estimat6d 
in Ke 1977 to be 3,980 cumd. Accounted-for-water is only 16 peroent 
of total production. Assuming wastagq as 40 peroent of the total 
production and leakage as 25 peroentV , present water aocountability 
in the FPA-WD is sumwised as follows: 

1,of PE&tuotto 

Flat-rate consumption 73 lpd 635 cumd . 
Borrowers40 lpod 20 eumd 0.50 
Uzderestimated flat-rate use 68 lpod 455 cumd. 11.5 
Wastage 
Leakage 
Other uses 

206 ipod 
129 lpod 

36 lped 

1,595 cumi 
995 umd 
280 cumd 

40.0 
25.0 

7.0 

Total Production 3,980 cumd 100% 

e. HDAULIC sUVi DATA 

Field measurements of the hydraulic oonditions of the FER-WD 
system were conducted during the period 12-27 Kay 1977. The pur­
pose of the field measurements is to provide data for a computer 
model of the existing system and to identify areas with major opera. 
tional problems. 

A/Water accountability for the First Ten Provincial Urban Areas in­

dicates that the weighted composites for the different oategoreas of water 
use are as follows: aoounted-for-water, 31 percent of production; un­
derestimated flat-rate use, 11 percent; wastage, 26 percent; liskageg 
25 percent; and other uses, 7 percent. 
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PuM Stations 

Pump tests were conducted at pump stations no. 1, 2, 3t 4t and 
5 to determine the head-capacity and efficiency curves for existing 
pumps (see Annex Figures IV-E-1 through IV-3-5). Pxrm these pump 
curves, the estimated production as of May 1977 was 3,980 cumd.
 
Annex Tables IV-E-1 through IV-E-5 show the recorded test data 
obtained. 

Pump no. I as tested has a very low operating efficiency, only 
about 18 percent as shown in Annex Figure IV-E-1. The pump was 
severely vibrating due to shaft misalignment, causing damage to the 
Cear head paokine. Entrained air was sometimes observed as a result 
of pumping water level exceeding pump setting. 

The operating efficiencies of pumps no. 2 and 4 as tested on 
14 NOW 1977 (Annex Figure IV-E-2) and 16 May 1977 (Annex Figure
IV-F-4), were very low. The reason is very low system pressures 
throughout the distribution lines. Both pumps were operating against 
very low disoharge heads. 

Pump no. 3 has a maximum efficiency of about 42 percent. It was 
operating at this efficiency when tested on 14 Nay 1977 (see Annex 
Figure IV-B.3). The FER-WD reportedly had one bowl of this pump re­
moved as it was rubbing against the inner surface of the slanted well 
casing. 

]ffioienoy curve for pump no. 5 could not be made since it is 
driven by a diesel engine. Pump speed as measured was 1,160 rpm,
much lower than its rated speed of 1,760 rpm. Its concrete founda. 
tion had been damaged and has risen about 20 om above the pumphouse 
floor level, probably contributing to the excessive vibration 
observed. 

System Pressures 

Two pressure recorders were installed at existing pump stations 
and at various hydrants in the distribution system to determine system 
pressure variation over a 24-hour period. 

Pressures varied from zero to 0.66 ke/aom at pump station no. I 
on 18-19 May. Pressures at pump stations no. 2 and 4 ranged (14-15 MY)
from zero to 0.41 kesqan and from zero to 0.64 k/aem=#respeotively. 
Pressures at pump station no. 3 varied from zero to 0.81 kjsqom
(16-17 May) while those at pump station n- 5 ranged from zero to 
1.23 k scn09-20 May). The pressure tests at 6 different locations 
within the distribution system show that pressures generally varied 
from zero to 0.28 kg/aqim over 24 hours1 indicating very low service 
pressures throughout the distribution system. Minimum pressures 
oocurred in the evening and early morning after all the pump stations 
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were shut off. Annex Figures 17--6 through IV-E-16 show the recorded 

24-hour pressures in the systom. 

Hydrant Flow Teats
 

Hydrant flow tests were conducted to determine how the San Fernando
 
distribution system operated under certain measured flow conditions.
 
Plows from fire hydrants no. 4, 6, 10, and 12 were measured during

separate flow tests while pressures were recorded at other locations
 
in the distribution system. The results of the flow tests are listed
 
in Annex Tables IV-E-6 through IV--9. The tests showed that for a
 
given hydrant flow, armas between the pump stations and the hydrant

where flow was being con idered had expected and acceptable pressure

decreases while those areas served by other pump stations at other

locations of the distribution system were virtually unaffected. 
Annex
 
Figures IV-E-17 through IV-E-20 show the location of hydrants where
 
flow measurements were made, and points wkere system pressures were
 
observed. 

F. OOMPUTER STUDIES
 

The purpose of conducting computer studies on the existing distri­
bution system is to duplicate, to the greatest extent practicable, the

hydraulic conditions observed in the field. By doing this, it is pos­
sible to evaluate the impact of improvements on the existing system.
 

In order to provide field data for computer studies, there must

be a significant positive pressure over the entire distribution system

during field tests. There were very little field data gathered in

San Fernando for the existing system that could be used for computer

modelling, therefore, computer stuies on the existing system were
 
not conducted. 

Data on exiating system were based on visual inspection. Assump.

tions on conditions of existing pipes were based on engineering judge.

ment. Portions of the existing system that could be utilized in the 
future were retained and included in the computer studies of the 
future system. 

0. DEFICIENCIES OF THE EXISTING SYSTE 

The present water system and level of service of the FER-WD have 
may serious deficiencies. Low pressure prevails over the entire 
distribution system. Service connections are not metered. The exist.
 
ing deepwell pumping facilities operate ineffioLntly. Leaking pipes

laid in polluted drains are a potential source of contamination. There
 
is lack of blow-off valves to drain the distribution system. Water
 
supply is never treated or disinfected. Most of the hydrants have
 
broken valve stems while others have no valves at all.
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There ie inadequate ooverage of the water distri on system,partioularly in the subdivisions surrowling the present service area* 

Operation and maintemano. equipmentt tools and spare parts are
lacking* There are no plumbing shop, water quality laboratory faoili­
ties, or routine water sampling and testing progr m. 
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PIMO AMEA SURVzr 



CAMP DRESSER & Mo*KE INTERNATIONAL INC. 

ANNE IV-D
 

0: L.. Guti.rz'e, Jr. 

-'Px32" ReP. Abuilaii 

SUBJECT: . Pilot Aa Siir'. of San Fernando Water Distriot 

,ATE: "25 April 1977 

I' 	 General Information 

A. 	 The pilot area t about 2.4 hectar'es, in located vest of the 
mmioipal hall and covers about ij blooks along Abad Santos,
V. Tioniao and Consunji Streets. 

B The pilot area survea includes a total of 127 households 
with a total of 889 oooupants. From these figures, the 
number of persons por household is calculated to be 7.0 
and the dens'ty, 370 persons per heotare. 

II, Surveq Results 

A. 	 Primary and Seoondar7 Users: 

Number of registered households 82 
Number of household borrowers from registered household. 4 
Number of households using private wels 38 
Nhmber of borrowers from private wells .A 

Total number of households 127 

Be 	 Consumption Data As Given In &arvae 

Flat-rate oonoessionaires 	 73 lpd
With private systems 	 66 lped
Borrowers 40 lped 

.	 Willing To Pay For Lzwoved Servioe/o 

Below average a P17.333 oeh" 
Niddl'i W 21.254 
Upper middle a 21.31 13 e"
High inoome 0 24.07 17 



Do Others
 

1. Average number of faucets per household 3.2.
 
2. Number of connected households with wells 6 
3. Number of households with showers 
 60
 
4. Number of households with flush water closet 
 48
5. Number of households with mnu~al water closet 33
6. Number of households with septic tanks 85 

III," Computations
 

A. Total Monthly Production 3,980 oud (@ 16 hours operation) 

-117,400 ouilmo 

3. Nmber of Conneotions (flat-rate) - 1,245
 
Consumption (Conneoted HousehodsI) 
 f 73 ipod
 

C. Total Households n 127
 
Persons/Household 
 - 7 
Total Number of Connected 

Households 
 a 82
 
Household Borrowers from
 

Conneoted Households - .A
 

Total Dependent on System - 86 

Total Househols Conncted * 0 
Total Dependent on System"-
 - 0.95 

Do Total Households Dependent on Vystem 

S- 1,310 Households or 99170 Persons 
0.95
 

Total Borrowers from Connected Households a 1t310 - 1,245 

= 65 Households 
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AWNEX IV?-E
 

HYDRAULIC SURVEY DATA
 



TEST DATA AT PUMP STATION NO. I
 

Q P 
(ilD ) 

0 11.5 
2.43 8.8 
4.18 6.7 
8.40 4-9 
12.66 3.5 
12.66 3.5 
8.58 4-9 
4.40 6.7 
2.65 8a4 
0.42 11.3 
0 11.6 

NL 
(m 

25.8 
26.1 
26.0 
26.0 
26.0 
26.0 
24.2 
25.5 
25.8 
25.6 
25.7 

Mall!d 
Lm 

38.3 
35.9 
33.7 
31.9 
30.5 
30.5 
30.1 
33.2 
35.2 
37.9 
38.3 

41
WIJ Line Voltage

Jhp) Yl 72 

0 215 215 219
1.15 218 215 219
1.85 218 232 232
3.52 219 217 224 
5.08 220 220 221
5.08 232 232 230 
3.40 233 232 230 
1.92 239 235 235 
1.23 228 230 235 
0.21 236 235 235 
0 233 236 236 

-~I 

(volts) 

V~ 
216 
217 
227 
220 
220 
231 
232 
236 
231 
235 
235 

Line Cur'en (aEffI~~ 

i~ ____1 

37 37 34 36
36 37 34 35.7
35.2 37.5 33.5 35.4
35 37-4 34 35-5 
35. 36.7 34-5 35.4 
36.3 37 33.9 35.7 
34.2 36 33.3 34.5 
35.6 35.9 33.5 35 
34.5 37 34.5 35.3 
35 37 35 5.7 
37 37 34-5 36.2 

JMIve 

15.35 
15.29 
15.86 
15-41 
15.37 
16.27 
15.80 
16.30 
16.09 
16.56 
16.79 

vera11J4/ 
iciency 

_(eret 

7.5 
11.7 
22.8 
33.0 
31.2 
21.5 
11.8 
7.6 
1.3 
0 

AuMp4
EffiienO? 

(ec 
0 
84 

13.0 
25.4 
36s7 
34.7 
23.9 
13.1 
8.5 
14 
0 

TDH 

£/WEP = 

V 

-Overall 

P+ PN+ hf 

QZTDH 
76 

V ave x I ame
746 

Effioiency = 

. 1 

px-P 
; 

1 100 

(,,,md) 

A? - 0.85 (au,,medi) 

_ o Overall Effioiency 
Motor Btf y RNot or Efficiency.. 90% (dAmmumei) 

Motor Eficienc 



AI7EX TABLE IV-0-2 

TEST DATA AT PUMP STATION NO. 2 

Overall4/ Puma/ 

F
(m) 

NWL 
(m) 

TDHI 
L. 

1JHPF" Line 
V1 

Voltage 
V _ 

(volts ) 
-v 

Line 
I 

CurJe 
I flL(MgWI 

v hg) 
Efficieno

(presentJ 
Efficiency

(present). 

29.2 100 17.5 20.0 7.68 225 230 230 228 72 84 80 78.7 35.41 21.7 24.1 

28.7 7.0 17.6 26.1 9.86 225 225 230 227 70 84 78 77.3 34.63 28.5 31.6 

27.9 14.1 17.5 33.1 12.15 225 225 230 227 72 86 80 79.3 35.52 34.2 38.0 

27.1 21.1 17.5 40.1 14.30 225 225 230 227 74 88 82 81.3 36.42 39.3 43.6 

26.5 28.2 17.3 47.0 16.39 225 230 230 228 76 88 84 82.6 37.17 44.1 49.0 

25.4 
24.9 
23.6 
22.4 

35.2 
42.2 
49.3 
56.3 

17.2 
17.2 
17.0 
16.8 

53.9 
60.9 
67.8 
74.6 

18.01 
19.95 
21.05 
21.98 

225 
225 
225 
225 

225 
225 
225 
230 

230 
230 
230 
235 

227 
227 
227 
230 

78 
78 
78 
78 

92 
92 
92 
92 

86 
86 
88 
88 

85.3 
85.3 
86 
86 

38.4 
38.21 
38.53 
39.04 

47.1 
52.2 
54.6 
56.3 

52.4 
58.0 
60.7 
62.2 

21.3 63.4 16.7 81.6 22.87 230 230 235 232 80 92 88 86.7 39.70 57.6 64.0 

19.2 
18.0 
15.8 
13.1 
10.3 
7.7 

70.4 
77-4 
84.5 
91.5 
98.6 
105.6 

16.3 
16.1 
15-7 
15.3 
14.9 
14.6 

88.2 
95.0 

101.7 
108.3 
115.0 
121.7 

22.28 
22.50 
21.14 
18.67 
15.58 
12.33 

228 
225 
228 
228 
230 
230 

228 
225 
22& 
228 
230 
230 

231 
230 
232 
232 
235 
225 

229 
227 
229 
229 
232 
228 

76 
74 
72 
70 
66 
62 

90 
88 
86 
84 
78 
78 

84 
84 
80 
78 
74 
72 

83.3 
82 
79.3 
77.3 
72.7 
70.7 

37.65 
36.74 
35.84 
34.93 
33.29 
31.81 

59.2 
61.2 
59.0 
53.4 
46.8 
38.8 

65.8 
68.0 
65.5 
59.4 
52.0 
43.1 

I/TDH2/14HP 
- P + PHL + hfQxTDH where an assumed hf = 1.5 m , Is -uss. 

Vaw xI.raa x Ibwer 
746 

Fatr~ where Pbwer -,factor ii 0.85 ..(asumd) 

-'Overall Efficiency = x 100 

2/ThuOvp Efficiency = OvrallfficiencyMotor Efficiency 
where an assumed motor efficieny of 900 is used. 



AM= TABLE IV-E-3 

TEST DATA AT PUMP STATION NO. 3 

Q 
UpsB) 

P 
Lm-

PL 
(m 

TDOH/ 
Lm-

W 
IMI 

Line Voltage (volta) 
-Y M U 

Line Cu-ent 
11 M2 _ 

(snn 
Ilave 

f / 
(hp) 

Efficiency 
(Deroent) 

Efficienoy 
(percent) 

7.95 
7.30 
6.45 
5.60 
5.00 
3.85 
1.88 
0 

1.8 
3.5 
7.4 
11.6 
14.4 
18.3 
21.1 
28.2 

33.1 
33.0 
31.4 
29.7 
28.2 
26.6 
22.3 
18.9 

35.9 
37.5 
39.8 
42.3 
43.6 
45.9 
44.4 
48.1 

3.76 
3.60 
3.38 
3.12 
2.87 
2.32 
1.10 
0 

215 
214 
215 
215 
215 
215 
215 
215 

205 
205 
205 
205 
207 
205 
205 
205 

215 
212 
210 
210 
212 
211 
212 
212 

212 
210 
210 
210 
211 
210 
211 
211 

25 19.5 
24.5 19 
24 18.5 
23 18.5 
23.5 18 
22.5 17.5 
21 16.5 
20 15.5 

26 
23 
25.5 
25-5 
25.5 
25 
24 
22.5 

23.5 
22.2 
22.7 
22.3 
22.3 
21.7 
20.5 
19.3 

9.83 
9.20 
9.41 
9.24 
9.28 
8.99 
8.54 
8.04 

38.2 
39.1 
35.9 
33.8 
30.9 
25.8 
12.9 
0 

42.5 
43.5 
39.9 
37.5 
34.4 
28.7 
14.3 
0 

2/TDH -P + NFL + hf 
-~~ 2.Wx= TDH 

hf w 1.0om (assmmed) 

76 

Vaave x layx z PP1" 
746 ; P -0.85 (assmed) 

4/0vera1l Ef ioi.oy z 100 

YlUmp Efficiency - Overall Efficiena@NMotor Effioiency ;otor E[ficiency 90% (asmaws) 
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AM= TABLE 17-v..4 

TEST DATA AT FUMP STAT!IJ NO. 4 

P 

( (M) 

P L 

MR 

wDW Line Voltae 

V j_a JU 

(volts) 

V. ave 

Line Crent. 

11 12 1 

( 

1 

) 

ave NO, 

Efiieno 

tr,onent 

Efficiency 

-perent) 

20.1 
19.2 
18.2 
17.0 
16.0 
15.0 
13.9 
12.4 
10.7 
9.1 
7.6 
5.4 
0 

0 
3.5 
7,0 
10.9 
14.8 
17.6 
20.8 
24.6 
28.9 
32,0 
35.6 
39.4 
42.2 

20.6 
21.2 
21.2 
20.8 
20.3 
20.0 
19.3 
18,6 
17.6 
16.7 
15.6 
54.9 
12.4 

21.6 
25.7 
29.2 
32.8 
36.1 
38.6 
41.1 
44.2 
47.5 
49.7 
52.2 
54.9 
55.6 

5.71 
6.49 
6.99 
7.34 
7.60 
7.62 
7-52 
7.21 
6.69 
5.95 
5.22 
3.90 
0 

225 
220 
220 
223 
225 
228 
230 
230 
230 
228 
230 
230 
230 

225 
225 
225 
228 
230 
231 
230 
230 
230 
230 
232 
233 
230 

220 
220 
220 
220 
225 
228 
225 
225 
220 
225 
226 
230 
229 

223 
222 
222 
224 
227 
229 
228 
228 
227 
228 
229 
231 
229 

35.8 
36.5 
36.5 
35 
34.5 
35 
34 
33 
31.5 
29.5 
29 
27 
22.5 

32 35.5 
32 35.5 
32 35.5 
31 34.5 
31 34-5 
31 34 
30 33 
29 32 
28 30 
26 29.5 
14.528 
23.526.5 
20 22.5 

34.4 
34.7 
34.7 
33.5 
33.3 
33.3 
32.3 
31.3 
29.8 
28.3 
27-2 
25.7 
21.7 

15.14 
15.20 
15.20 
14.8 
14.92 
15.05 
14.53 
14.08 
13.35 
12.73 
12.29 
11.72 
9.81 

37.7 
42.7 
46.0 
49.6 
50.9 
50.6 
51.8 
51.2 
50.1 
46.7 
42.5 
33.3 
0 

41.9 
47.4 
51.1 
55.1 
56.6 
56.2 
57-5 
56.9 
55.7 
51;9 
47.2 
37.0 
0 

/TD,. 

2e,/WHP = 

zm,-

P + PWL + h fh 

ex TDP 
76Vve x Iave = x 

- 1.0 

T" 

(a,,,ee)
0 

P - 0.85 (&'"= d) 
746 

ov'erall Efiiency - ZPz100 

EEiiiency 
Overall Efficiencyo 
M/'Pump- ocienyfioenay- 90% (asse) 
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ANM TABLE IV-E-5 

TEST DATA AT PUMP STATION NO. 5 

P Pih TDH/ Pump Speea 

13.2 3-03 19-49 23.52 1170 
12.2 7.04 19.11 27.15 116011.3 10.56 17.93 29.49 11909.9 14.08 17.42 32.50 1215
9.1 17.6o 16.64 35.24 1270
7.0 21.12 15.53 37.65 1320
5.6 28.16 14.68 43.84 1340

4.8 31.68 13.82 46.50 13553.7 35.20 12.37 48.57 14300 42.24 11.94 55.18 1315 

2/TDH - P + PWL + bf where an assumed hf - 1.0 m is used. 
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ANUEX TABLE IV-E-6 

DATA ON HYDRANT FLW T1I-3T NO. I 

Wydrant number 1 2 3 4 
Elevation above aound 37 am 49 om 4 Ground Level 
Time (m) =P E2~(m A() P 

3:10 2.46 2.25 2.53 3.52 0 
3:11 2.11 2.25 2.43 1.27 6.44 
3:12 2.39 2.11 2.25 1627 6.26 
3:13 2.29 2.04 2.25 1.27 6.16 
3:14 2.29 2.08 2.18 1.27 6.16 
3:15 2.29 2.08 2.18 1.27 6.16 
3:16 2.29 2.11 2.18 1.27 6.16 
3:17 2.11 2.08 2.11 1.27 6.16 
3:18 2.11 2.08 1.97 1.27 5.97 
3:19 2.25 2.10 2.08 1.27 5.97 
3:20 2.46 2.18 2.15 1.27 5.97 

ANNEX TABLE IV-E-7 

DATA ON HYDRANT FLOW TEST NO, 2 

Hydrant Number 4 5 6 
Elevation above ground Ground Level 3 60 cm 
Time TMm M(A Ups) 

4:20 3.31 1.55 1.55 0 
4:21 3.03 1.27 0 1.71 
4:22 2.96 1.27 0 1.46 
4:23 2.89 1.41 0 1.40 
4:24 2.89 1.41 0 1.43 
4:25 2.89 1.41 0 0.94 
4:26 2.89 1.41 0 0.82 
4:27 2.89 1.41 0 0.85 

Notes
 

An automatio pressure recorder installed at hydrant No. 7 showed 
a pressure drop of about 0.14 m during the test (from 0.98 to 0.84 M). 
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ANIM X TABLE, IV4-8
 

DATA ON HYDRANT FLOW TEST NO 3
 

Itydrant Number 
Elevation Above Ground 

Time (M 

2:05 

2.06 

2.07 

2:08 

2:09 

2210 

2:11 

2:12 

2:13 

2:14 

2:15 

2:16 

2:17 

2:18 

2.19 

2.20 


Note:
 

8 10 
6 m 110 cm 

-A( PI (in) 9o UE 

5,07 1.23 0 
4.93 0 1.33 
5.07 0 1.43 
5.28 0 1.57 
5.28 0 1.56 
5.00 0 1.65 
5.14 0 1.56 
5.07 0 1.46 
5.07 0 1.53 
5.21 0 1.50 
5.14 0 1.60 
5014 0 1.47 
5.35 0 1.72 
5.63 0 1.66 
5.63 0 1.66 
5.,63 0 175 

'An automatic pressure recorder inst'alled'at Iydrant No. 9 
Showed a pressure,drop of about 0.56 m (from 3.52 m to,2.96 m). 

ANNEX TABLE rV-E-9 

DATA ON HYDRANT FLOW TEST NO. 4 

Rydra t Number 11 12 
Elevation Above Ground 
Tie Gm E.m P1.i0 

4 
m) 

M 
Q.0 . 

3:40 2.82 2.25 0 
3:41 1.97 0 3.00 
3:42 1.97 0 3.16 
3.43 1.97 0 3.41 
3:44 1.97 0 3.41 
3:45 1.97 0 3.24 
3.46 1.97 0 3.00 
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CHAPTER V FEASIBILITY STUDY CRITERIA 

A. EN RAL 

,'The planning, design, economic, and financial criteria used in
 
the water supply feasibility studies have beea derived from studies
 
of local conditions, accepted praotioes, standards and 'e*hods de­
veloped in thn First Ten Provincial Urban Areas Feasibility studies.
 
These criteria, together with the developed basis of cost estimates
 
have been utilized to evaluate and compare the various alternatives
 
identified in the course of the study.
 

In the analysis and evaluation of alternatives, feasibility
 
study criteria need not be as refined as those used in the detailed 
development of the recommended scheme Consistency is, however, 
essential. As long as each alternativt, to be analyzed is judged by 
similar criteria (or rules), the choice of alternatives will be
 
accomplished in a fair and consistent manner.
 

B. 	 PLANNING CRITERIA 

This water supply feasibility study has been guided by the 
following planning criteria (not listed in ordor of importance): 

1. 	Areawide Approach: Planning of facilities has been done
 
on a regional or areawide basic taking into account the
 
preent district service boundaries and the logical ong­
term service areas beyond present district or political
 
boundaries.
 

2. 	Source of Water: Groundwater and surface water have been
 
given equal consideration as potntial sources of water. 
However, based on the first 10 feasibility studies, dis­
infected groundwater derived from deep wells, when avail­
able, is expected generally to be more economical than
 
conventionally treated surface water.
 

2. 	 Self-Sufficienoy: The recommended plan has been developed 
to provide the highest quality of water service within the 
"ability-to-pay" of the consumers. 

4. 	 Conservation: In the selection among alternative plans, 
water, power, chemicals and foreign exchange are considered 
valuable resources which must be conserved to the greateast
 
extent possible.
 

5. 	 Staie Developments The recommended long-range construction 
program has been divided into several stages, each of which 
satisfies the projected requirements for a specific design 
year.
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Start Construction Target 
Sta~e by"Calendar Year Design Year 

' Immediate Improvement 1978 1980 
Phase I-A 1980 X985 
Phase I-B 1986 1990 
Phase I1-A 1991 1995 
Phase II-B 1996 2000 

6. 	 Alternative Plan Soreening and Selection: From an array 
of identified plan alternatives, the recommended plan has 
been selected on the basis of least (prbsent worth) cost 
and other non-eoonomio parameters. The selected plan has 
been tested for economio/finanoial feasibility. 

7. 	 Skilled Manpower Shortage: The recommended plan has re­
cognized, in the short term, the apparent shortage in 
skilledt -ohnioal and ,managerial expertise. Fnphasis 
has been given on the need for district personnel training 
and oertifioation. 

8. 	 Water Quality: The feasibility study has identified present 
and future water quality problems and includes reoommend&­
tions for providing a water supply that is sate, healthful 
and wholesome. 

9. 	 Social Soundness: The successful completion of any project 
must take into account the social acceptability of its 
recommended programs (Appendix S, Volume II). 

C. 	 DESIGN CRITERIA 

The basis of design for these feasibility studies is presented 
in detail in Appendix F, Volume II of this Report. The design ori­
teria are basically similar to those utilized in the First Ten 
Provincial Urban Areas feasibility studies. Minor improvements/ 
modifications have been made as indioat;ed in the ethodology Memo­
randa attached herein in Volume I. 

Water Accountability 

As much as possible, water accountability has been determined 
through field testing find measurement prooedures, augmented by dcta 
gathered in the pilot &rea study surveys (see Methodology Memoranda 
No. 1 and 2). Where field data were not available and the pilot ' 
area study survey results were not oonolusive, the weighted average 
of the water accountability results in the First Ten Provincial 
Areas was used (see Figure V-1). 
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The breakdown of the water aooountability is as follows:
 

Percent of Water Production 

Metered Billing 
Flat-Rate Billing 
Underestimated Plat-Rate Use 
Wastage 
Leakage 
Others 

14.5 
16.8 
10.2 
27.1 
24.5 
6.9 

100.0 

Water Demand Grouping
 

A procedure has bean developed to classify communities in the
 
Philippines into one of 5 groups for purposes of water demand pro­
jections. Available data on population, population growth, housing,

income and other economic and technical parameters are used in the 
classification t with a system of weighting (see Methodology Memorandum 
No. 3). In general, the water demand requirements per capita through 
the perioi 1980-2000 are as follows:
 

Group 1 261 - 273 lpod 
Group 2 220 - 230 lpod
Group 3 193 - 199 lpod 
Group 4 174 - 181 lpod 
Group 5 157 - 165 lpod 

The above ,alues include domestic water needs; allowances for nominal 
commercial, industrial and institutional use; and a decreasing per­
centage of unaccounted-for-wator in time. 

For the analysis of existing conditions, actual metered (or
 
connected) customers and "borrowers" are considered separately

(see Methodology Memorandum No. 2). However, for short- and long­
range planningt it has been assumed that 'borrowers- would even­
tually become metered consumerso Per capita domestic use has been
 
increased each year to account for eooncmio growth within the 
om­
munity. Institutional and commercial water demands have been esti­
mated as a percentage of domestic demand (see Methodology Memorandum
 
No. 3).
 

Demand Variation
 

Maximum daily and peak hourly-dem~ads have been estimated from 
field data and available records. For the basic analysis of the 
water supply faoilities, the following ratios have been used& 
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maximum-day to average-day ratio a 1.2:l 

peak-hour to verage-day ratio a 1.5il - 1.75:1 

D. ECONOMIC AND FINANCIAL CRITERIA 

Discount Rate 

The opportunity cost of capital or discount rate used in this 
feasibility study is 12 percent. The discount rate has been used 
fcr economic screening of the technically viable alternatives (see 
Chapter IX, Methodoloa7 Manual on Water Supply Feasibility Studies, 
Volume I). 

TnflationaLv fTrends 

The national econmny of the Philippines is discussed in Appen­
dix E, Volume II.
 

Projections made in this feasibility study assume a general 
cost escalation rate of 10 percent for tho period 1978 through 1980; 
8 percent for the period 1981-1985; and 6 percent thereafter. The 
cost of maintenance and operation is assumed to escalate at 8 per­
cent per annum. 

Eoanmie Justifioation 

The economic feasibility of this water supply project is based 
on 2 parameters: benefit-oost ratio (B/C) and the internal eoomio 
rate of return (IERR). These parameters are discussed in Chapter XI. 

Financial Criteria 

The finanoial justification of this project is based (n the 
district customerwl ability-to-pay (see Chapters XX and XXI, 
Methodology Manual) and a suggested socialized pricing schemer 
based on increasing unit cost of water with increasing consumption
(see Capter X). 

E. BASIS OF COST ESTIMATES 

Construction cost curves have been developed for inplaoe costs 
of pipelines, deep wells, water tretment plants, pump statione, and 
storage reservoirs. These cost curves have been used for estimating 
the relative cost magnitudes of alternative water supply planse. Es­
oalation factors used in calculating the capital cost of recommended 
improvements in July 1978 prices, as well as the above unit oots, 
are presented in Appendix G Volume II. 
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F. IMPLBMEfATION SCHEDULE 

For purposes of feasibility study and economi/finanoial analyses, 

an implementation schedule has been assumed. Figure V-2 shows the pro­

which covers the planning, design, and implementationbable time-table 
of Phase I-A. It is assumed in these feasibility studies that the 

Program (see Interim Report, February
recommended Immediate Improvement 

Interim Demonstration Pro­1978) is to be fully implemented by the ]WUA 

gram by 1980. 

PHASE I-A PROJECT SCHEDULE 

Final Report Submission March 1978 

Select Final Design Engineer December 1978 

Start Final Design May 1979 
Complete Final Design December 1979 

YMay 1980Start Construction 
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CHAPTER VI POPULATION AND WATER -EIAMD PROJECTIONS 

A. GENERAL 

A necessary step in developing the preliminary deRign of a 
water system is the projection of served population and water 
demand for the delineated service area. These projections signifi­
cantly affect facility layouts and sizes, construction staging and 
cost of the project. The projections for the FER-WD are discussed 
in this chapter. 

B. POPULATION PROJECTIONS 

The population and corresponding growth rates of San Fernando 
from 1948 to 1975 as recorded by the NCSO are shown below and oom­
pared with the growth rates of Pampanga and the Philippines for the 
same period. 

Year Population 
Annual 

G 
Provincial 
( 

National 
,whGowth 

1948,
1960-. 
1970 
1975 

39,549
':56,861
84,9362
98,382 

3.07 (1948-60)
4.02 (1960-.70)
3.12 (1970-75) 

3.33 
3.93 
2.81 

3.10 
3.00 
2.66 

Except for the period 1948-196), the annual population growth
rates for San Fernando were slightly higher than the provincial and
national growth rates. The increase in population growth rate for
1960-1970 was caused primarily by the migration to San Fernando of 
the working populace attracted by the employment opportunities
generated by emerging establishments 'like banks, hospitals, colleges,
manufacturinp, and industrial firms (the Pampanga Sugar Development
Company, the San Miguel Corporation and Pepsi-Cola Bottling Company
are amone the largest industrial firms). The economic growth and 
social progress were enhanced by the peace and order condition of
the town, in contrast to the neighboring towns troubled by insurgent
movement arising from agrarian problems. The decrease in growth
rate for the period 1970-1975 for San Fernando can be correlated to 
the decrease in the provincial and national growth rates for the 
same period. 

Pbpulation projections for the years 1970-2000 for San Fernando 
were also made by the National Economic and Development Authority
(NEDA) and the Commission on Population (POPCO4) and discussed in
Appendix H, Volume II. These projections are as follows: 

VI-1
 



;',on Jo*'Malno ' , % , 

,,* 	 a. ' _.a fa ', , -	 . a. . " i h --- ' . -'" 'a .. 
" '" 

Son Pedro-, ,, I 	 a", 
Do-CSan in .. 'PW.an 

k- ~ ~pa -r ~ " ~ 	 ""~i 'D alis
cap.' oceB- ,,a .a .. .	 - ag axa ~ 

, ." )t ,a 	 ,, 1" * A, ,/ . : 
* 	 V 

t'A 
..	 Ogg, ,.	 ' 

% " ' A'-,a. 
Ak ' ' - . ua~ - - -. ." --	 \ , ~ ',PonipuRaaae0% . .,, 	 _ , l- -. 

\W%
 
-"'." ,-. np a ~ 'o.. _ ' -- ': - ;, -,.,P 


•-- ,. ... 
P nl 

, -, 
f. ,f, .. s w.....--'	 ,r .,aI Iv,9 .u.si 

I ,. _. T.' .. 	 " "" ", ... 

.a 
,
.----- .. ,. .a'r- "" -". . .,-' ' 

ITolqbosiasan: / ' ogi''' ..2' ' - L _ . . _ -i ni -" -r----...-".,.-2 

-- ",,,. .,.,. la. ,.,Del,p~ ~r~~ -?i a .{.'. 
D laor~ a 

t ., -- - [ >- .- .- I : - ,- - , -, ! ' ", " ; . a<-
, .4 _-.j -,. . .. . . - " - , ,~ ,- . a , , ,' 

*. a.. .. . , - 1, . , , D ii a, ta ; , , . 

Ca" - - , , 4 z a' . ,.. " • . . _ a.' ', ,-_,;a , , *. 

. ' . ,a,. ' " ".* - . , , . * rf . 'a' 

aA a.
 

i 	 , '7 a' - - "a.,'-.., -. '" '. ' l o ld -o a..; ­
- - * 	 * . ,' .-- . '41 i 

" ,a* '. . .	 .\a- " , ! - I ,. - . "' , . . . .+ 
.' I ,. ...- ~~.....,*" , ,,- ) .. , ,, 

I 	
*- ) 

If 
- * i , 2 '/as,,-

* 

a-,, 

' -, .. .a I- '- . ,,,a- ,-. .. ' a . a , . L " 1 ,
I ! - a.. i .4 , av. ' . E . " .C ~- .. . ,,.." a...- ' ' . ' I I . , 

1 ".', 	 "aM, L . , " . . _ --., € '' ,' .', a , S..-'--:. -

FEASIILITY STUD( FOR WATER LWUACDM VA". 	 -. 

SUPLY 0 ECOiD TIN UIDAN AREAS La 	 , , e 

Al 



7 

l 
.. ~~ - ~ Ro~LOU,~.9ot~ \ &4 . 

4 
s d ~ 

4 - 4p 4 L~~.JI.#@. *.Santo ­

~ / S 4&S7.~ ~* ~* ~ o .. Jose MOt'j
44 ~~tS. . . nub .uu 

4 

x.I Santo Rosa 

vi> 
kDICamn 

-i 9 .0J --. 

4 , 
1A 7 

~~:. Son Antonio SanVicentOe 4 

- - ~ ~ .. Pgborog .BACOLOR -I -; 1 sy4Tnoe 
Barara e*Sf 



• .,7,
,o
 

i I ** I 

. 4 , ''..#.*.-L ' . 4 

1000 500 0oo. 

.' r","oS",,,,' -," -" '.' T R A~ ~ r " 
SCALIME TR

i 

''ALACor 

"U.... L 2 N J 
SAN FERNANDO 

-. ( 
,N ,
"-' " . .. / 4 :L U AGELES -.
 

0 .,-

'tx SA. CR4..; 

aL 

...
. -. UO. . ,. ,, .. ... 

4 ~SCALE-I 2,500,000 

'41' SERVICE AREAuX- v"980(IMMEDATE) 

4.. . . !ome '. 


0oloPong o
 
~1990 SERVICE AREA 

'~~'~' 

-.,. .* -, , ­

'X ,EICE 2-.-.. AREA 

,4, • .. 4 * ."4.1.,,, 4 

4.4 

I %° • ~ 

G V1 
aF ' 

*nalln PRESENT ADFTR 
SERVICE AREA 

SAN FERNANDO WATER DISTRICT 

V 



tion from rural to urban areas. However, the 
growth rates for the service area have been projected to decrease 
gradually from 1980 to the year 2000. This decrease will be a 
result of the wider acceptance of family planning in San Fernando 
and the saturation of the service area. 

Projected service area populations are shown in Table VI-1 and
 
Figure VI-2 and are summarized as follows:
 

Average 
Population Service Density in 

Total Overall Annual in Service Area Service Area 
Year olation owth Rate( Area (ersons/ha) 

1975 (present) 76,549 26,498 206 129
 
1980(immediate) 93,190 4.01 (1975-1980) 44,620 351 127
 
1990 125,260 3.00 (1980-1990) 86,510 821 105
 
2000 165,210 2.80 (1990-2000) 148,090 1,387 107
 

The analysis shows that the population in the service area will 
increase from 26,498 in 1975 to 148,090 in the year 2000. The total 
population of the poblaoion and other barrios included in the pro­
jected service area will increase from 76,549 in 1975 to 165,210 in 
the year 2000 or more than twice the 1975 population within a span of
25 years. Densities in the service area will average between 105­
129 persons per hectare. Overall annual growth rates in this area 
will decline from 4.01 in 1980 to 2.80 percent in 2000. 

C. PROJECTIONS FOR SERVED POPULATION 

The served population in the FER-WD is projected to increase 
significantly in the next two decades. The increase will be a
 
result of: (1) the intense campaign of the FER-WD to connect and
 
reconnect as many customers as possible; (2) the desire of the resi­
dents in the FER-4D to partake of the benefits of modern piped
system; and (3) the increase in population and in the geographical 
coverage of the FER-WD. 

Table VI-2 shows the breakdown of the served population pro.
jeotions for the poblaoion of San Fernando and the barrios within 
the service area. Figure VI-2 shows that the served population in 
the year 2000 will increase more than six times the 1980 served 
population. The served population in the present service area will 
grow faster than that in the future service area extansions. During
the period 1975-2000, the increase in population would be highest
in the decade 1990-2000. The served population projections are 
summarized as followsi 
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TAI TI-I 

SMVICE ABEL P03LLTI0S PROJEC'1U
 
SAN PF£AD0 V M DI2SIC
 

PrMent Service Arew Iceediate ServCG AM&a 1990 Service Area 2000 Service Areat 
Pepuat ice Population Ini Service Density Pojpiution Ini Service Dersity Populationi n Service Denity Populationi n Service Densitr

197 Sevic Are Aira Persoms/Ar vic Are Are(ba Peru eni/a Sevc ArgA~a Persons/ft Service Area siLfha zerue~s&Ha 
Foblaci,,, 9,077 7,262 48 151 9,030 56 161 11,430 64 179 15,030 73 2C6Sta. Lucia 7,904 4,742 37 128 7,640 55 139 10,950 72 152 13,09D 78 158 
San Pedro 3,569 1,428 11 130 2,250 16 141 3,800 25 152 6,940 52 134

.olores 8,563 860 6 143 2,170 13 167 9,250 142 65 17,070 154 111
J-.d1.- 2,805 1,964 8 246 2,240 10 224 3,870 15 258 4,620 15 308
Del Pilar 8,200 1,230 9 137 4,890 44 111 13,280 98 136 17,680 102 173
San Jose 7,668 1,534 8 192 3,660 15 244 4,970 26 191 13,350 108 124
Sa ,Juan 2,712 814 21 39 1,280 42 30 2,180 103 21 4,090 194 21
Santo Niio 9,520 6,664 58 115 9,630 82 117 12,940 94 138 21,320 108 197
San Nicolas 7,199 - - - 1,830 18 102 7,810 44 178 17,850 78 229Sm AUxtl. 4,366 ­ - . - - 4,790 63 76 8,740 122 72
San Felipe 1,119 -. ... 1,240 78 16 2,070 E8 23
 
:Zmtiam 1,047 - -.... 1,7603 70 25 
San lsiaro 1,925 - ........­ 3,400 107 32 
Del Rosario ... 7.J5 .z -~.. -JAM- .....3 ....2.. 

T.UL" 76,549 26,498 129
206 1 44,620 351 127 86,510 824 105 148,090 1,387 107 

*Includes barrios Sta. Tereslta and Lodes 
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TABLE V7-2 

SERVED POPULATION PROJECTIONS
 
SAN FERNANDO WATIER DISTRICT 

Prese t 1980 
Service Izwediate 1990 2000 
-Area -. Service Area Service anal Service Area 

I. .OBLACION* 

A. Population in Service 
Area 7,262 9,030 11,430 15,030 

B. khmnbr of Servieo 
Connections 

C. Connected Popuation
D. %Connected 

516 
3,612
50% 

730 
4t970 

55% 

1,770 
109630

93%, 

2,570 
14,130

94 

Il. STA. LUCIA 

A. Population in Service 
Area 4,742 7T640 10,950 J 13,090 

B. Number of Service 
Connections 

C. Connected Population 
D. %Connected 

118 
826 

17% 

210 
1,440 
19% 

550 
3,290 

3". 

1,140 
6,280 
48t 

III. SAN EDRO. 

A, Population in Service 
Area 1,428 2,250 3,800 6Y940 

B. Number of Service 
Conneotiona 79 ' 200 560 1,140 

0. Connected PopulationDo % Connected 553'39% 1,36060%'BS 3t340 6,250 

IVo DOLORBES 

A. Population in Service 
Area 860 2,170 9,250 17,070 

Be Number of Service 
Connections 57 210' 9i390 2,790 

C. Connected Population
D. %Connected 

400 
47" 

1,440
66%1 

8030 159360 
906 

,*Includes Stao,Teresita and Lourdes 



TABLE VI-2 (Continued) 

-Present 1980 
Service Immediate 1990 2000 
-A-,ea Service Area Service Area Service Area 

V. JULIANA 

A. Population in Service 
Area 1,964 2,240 3,870 4,620 

B. Number of Service:"donnetions 132 '210 560 730 
C. Connected Population 
Do %Conneoted 

924 
50% 

1,440 
64% 

3,330,,-
86% " 

4,020 
87% 

VI, 	3EL PILAR .
 

A. 	 Population in Service 
Area 1,230 .4t890 .13280 17,680 

B. 	 Number of'Service 
Connections 25 130 890 2,060 

G. 	Connected Population 175 880 5,310 1101 
D. 	 % Connected 14% 18%.,40% 64 

vMer SAN JOSE
 

A. 	 Population in Service .. 
Area 1034 3t660 , M3,, 13,350970

B. 	 Number of Service 1 

Connections 130 300 '700 2,090 
C. 	Conneoted Population 910 2,020 4,220 11,480 

,
D. 	%Connected 59% 55 85% 86% 

VIII. SAN JUAN
 

A* Population in Service 
Area 814 '"1,280 2,180 4,090 

Be Number of Service 
Connections 25 120 320 660 

Co Connected Population 175 800 1,920 .39640 
Do % Connected 21% 63% 88% 89% 

IX. sm. NI O 

A. 	 Population in Service 
Area 6,664 9,630 .12,940 ,21,320 

Be 	 Number of Service 
Conneotions 163 340 1,340 2,790 

C. Connected Population 1,140 2310 8,020 159350 
Do %Connected 17% 24% 62% 72% 
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TABL V.-2 (Continuid) 

Present 1980 
Service Immediate 1990 2000 
Area Service Area Service &-ea Service Area 

X. SAN NICOLAS 
A. Population in Service,

Area 
B. Number of Service 

Connections 
C. Connected Population 
D. ' Connected 

1,830 

45 
320 

17% 

7,810 

560 
3,360 
43% 

17,850 

21210 
12:140 

6% 

XI, SAN AGUSTI11 

A. Population in Service 
Area 

Be Number of Service 
Connections 

C. Connected Population 
Do % Connected 

4,790 

400 
2,390 
50% 

8,740 

1,050 
5,770 

66% 

XXI. SAN FELIPE 

A. Population in Service. 
Area 

B. Number of Service 
Connections 

C. Connected Population 
Do 5 Connected 

1,240 
-

90' 
510 

41%60% 

2,070 

230 
1,240 

XIII. QUEBIAUAN 

A. Population in Service 
Area 

B. Number of Service 
Connections 

C. Connected Population 

1,760 

130 
40% 

XIV. SAN ISIDRO 
A. Population in Service 

Area 
Be Number of Service 

Connection 
C. Connected Population
D. %Connected 

3,400 

280 
1,530 
45% 
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TABIZ, VI-2 (Continued) 

Present 1980 
Service Immediatri 1990 2000 
-Area Seioe Area Service Area Service Area 

XV, EL ROSARIO 

A. 	 Population in--Servioe 
Area 1,080 

Be 	 Number of Service 
Connect ions 70 

C. Connected Population 380 
Do % Connected 35% 

Total Number of 
Connections 1,245 2,495 9,130 19940 

Total Population 26,498 44,620 86,510 148,090 
Total Conneoted 

Served Population 338% 	 63%74 

Popultioi~:16,80 	 54650 19,58 



Projected Served Population in the Percent
 
Year Powlation Service Area Sei._ed
 

1975 (present) 8a715 26,498
 
1980 (immediate) 16,980 44,620 39
 
1990 54,650 86,510 63
 
2000 109,580 148,090 74
 

Table VI-3 shows the year-by-year projections of the served
 
population.
 

D. WATER DEMAND PROJECTIONS
 

The water demand of the FZR--WD has been projected to increase
 
significantly as a result of continuous growth in served popula­
tion. Per capita domestic water use, commercial/industrial/insti­
tutional use, as well as unaccounted-for-water (expressed as 
percent of production) have been estimated for the years 1980, 1990,
and 2000 for the service area. Based on analyses (see Methodology

Memorandum No. 3), FER-41D has been classified under Group II, which
 
has the following water use parameters:
 

198-0 a9- 2000
 

Domestic use, lpcd 120 135 150
 
Commeroial/industrial/insti­

tutional, lpcd 18 23 30
 
Accounted-for-water, lpcd 138 158 180
 
% Unaccounted-for-water 
 4 28 20
 
Total Water Demand, lpcd 230 220 
 225
 

Using the above water demand parameters and the projected

served populations, the water demands for the design years 1 80,

1990 and 2000 are as follows (see Table VI-3 and Figure VI-3):
 

1980 1990 200 
Water demand (lpod) 230 220 225
 
Served population 16,980 54,650 
 109,580

Average daily water demano (cumd) 
 3,910 12,020 24,660

Maximum-day water dema (curd) 
 4,690 14,420 29,590
Peak-hour water demand (cumd) 6,840 21,040 43,150 

The unaccounted-for-water is estimated to diminish from 40
 
percent in 1980 to 20 percent of total water demand by the year

2000. This decrease in unaccounted-for-water will be a result of
 
the water district's efforts to minimize water losses through an
 
extensive leakage and wastage survey and repair program, total 
metering of all connections, and sound management and operation
 
practices.
 

I4 Based on 1.2 times average daily water demand.
 

flased on 1.75 times average daily water demand.
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TABLE VI-3
 

YEAR-BY-YEAR PROJECTIONS OF SERVED POPULATION 

Served 
Year E 2uaton 

1978 10,600 
1979 13,420 
1980 16,980 
1981 19,080 
1982 21,450 
1983 24,110 
1984 27,100 
1985 30,460 
1986 34,240 
1987 38,480 
1988 43,260 
1989 48,620 
1990 54,650 
1991 58,590 
1992 62,810 
1993 67,330 
1994 72,180 
19c5 77,390 
1996 82,960 
1997 88,940 
1998 95,350 
1999 102,220 
2000 109,580 

AND WATER DEMAND 
SAll ERNADO WATER DISTRICT 

Average-Day Maximum-Day Peak-Hour 
Demand (cumd) Demand (cumd) Demand (ownd) 

2,400 2,880 4,200 
3,O50 3,660 5,340 
3,910 4,690 6,840 
4,370 5,240 7,650 
4,890 5,870 8,560 
5,470 6,560 9,570 
6,120 7,340 10,710 
6,850 8,220 11,990 
7,670 9,200 13,420 
8,580 10,300 15,020 
9,600 11,520 16,800 
10,740 12,890 18,800 
12,020 14,420 21,040 
12,920 15,500 22,610 
13,880 16,660 24,290 
14,910 17,900 26,100 
16,020 19,220 28,040 
17,220 20,660 30,130 
18,500 22,200 32,380 
19,880 23,850 34,790 
21,360 25,630 379380 
22,950 27,540 40,160 
24,660 29,590 43,150 
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CHAPTER VII WATER RESOURCES 

A, GNML 

The FER-WD currently obtains all of its water supply from old
 
wells of moderate capacity. The possible sources of additional sup­
ply for San Fe-enando are groundwater and surface water from the Pam­
pangs River and smaller nearby rivers. Water rights to the chosen
 
source must be obtained from the National Water Resources Council 
by FER-WD as expediently as possible. 

B. GROUNDWAM'IR, C 

The FER-WD is located in the southern part of the Central Plain 
of Luzon and the entire present and projected service area lies with­
in the Central Plain, a very productive groundwater region. Wells are
 
in almost all cases used for city, private arl industrial water supply 
but are not currently in use for large-scale irrigation near San Fer­
nando. Most of the wells in the immediate vicinity of the FER-WD con­
sidered for this study are shown in Figure VII-1. Numeros additional
 
distant wells were studied for regional analysis. Relevant Information
 
on trells is shown in Annex Table VII-B-1. The critical ft ,qtor in 
groundwater exploitation is control to avoid overproduction, rather 
than the immediate technical problems of production. Even at present 
production rates, groundwater levels are declining, thereby increasing 
pumping costs and threatening to cause sea water intrusion. 

Geolo a'd oponrd 
The Central Plain of Luzon is the physiographic expression of a 

large structural trough separating the Zambales Mountains to the west 
from the Sierra Madre Rountains to the east and the Caraballo Mountains 
to the north. This trough was depressed below sea level repeatedly 
during Tertiary and Early Quaternary times. The trough was last filled 
to its present extent with material washed down from the mountain slopes 
and deposited in the form of fan and deltaic deposits and, later, flood
 
plain deposits. The deepest well in the Pampanga area is over 280 
meters deep (at Lubao) and penetrates only part of the Quaternary allu­
vium, but the underlying rocks can be inferred from exposures of older 
rooks in the hills and mountains that lie to the north, east and west. 

The basement complex exposed in the Sierra Madre and Zambales 
Mountains consists of basic igneous and metamorphic rocks probably of 
Cretaceous to Early Tertiary Age. Overlying the basement are tuffa­
ceous elastic sedimentary rook3 (shales, siltstones, sandstones, con­
glomerates) of Middle to Late Tertiary Age. Limestones are observed 

"Il-1 



locally. The Tertiary sediments in part are overlain by the 
Quaternary Guadalupe tuff (or other "tuffaoeoue beds of similar 
age) compo-sed of waterlain, angular volcanic debris. These sedi­
ments, in turn, are overlain by the alluvium that fills the de­
pressed plain,
 

The Quaternary alluvium is an intricately interbedded sequence

of clayas, sands and gravels with a small amount of local cementa­
tion, probably a mixturs of fluviatilo, deltaic and beach deposits.
 
Most of the beds are of linited extent. The original complex pat­
tern of deposition and reworhing has resulted in a maze of fingers 
and lenses of clays, sands and gravels that are difficult to trace
 
and predict. Annex Figuros VII-D-1 through VII-B-9, are strati­
graphic logn of yells in the area that illustrate the situation.
 
The stratigraphy as shoim ic simplified because many of the major
 
unito logged are groups of thin L-edn lumped under the name of the 
major constituont. Unfortunately, the terminology used by the dril­
lers in describing the stratigraphic sootion is non-standardized and 
the exact nature and ute-bearinr characteristics of many beds 
cannot be dotorrined frcm the Ioceo Occasional beds of adobe (tuff),

shells and limastcne are encountered in some uells as would be ex­
peotod in a depoziticnal envircnment at the edge of volcanic islands. 
The Quaternary alluirium is nre than 2C0 meters thick in the deepest

well in the Sn Iornando area, Total thickness at San Fernando is
 
probably much greater.
 

Sn Fernando roblscicn is siluwted in the flat Central Plain 
but the alluvial deposits are bounded or interrupted by outcrops of 
older rocks; the Z7='nales Moun'tains about 18 km to the west; the 
Sierra Iadre Uountain- about 30 k'm to 1"!s east; and the isolated vol­
canio pevk of 'Mount Arry.t rnoout 12 I>a to the north (Figure VII-2).
These oldsr rocko w:ore high arcas cticizin- out of the sea (or above 
the plain) in uhich the Quatornary alluvium wes deposited around 
and between them. Tho shore of ,,:nila Day is about 25 km south of 
the poblacion but fishpor'T rnd salt rrsh3s extend very much closer. 
The terrain is so flat and lcw that the sealler rixvers San Fer­near 
nando are frequently salino because of tidal effects and underflow. 

Wellin
 

Wells in the S i Fernando area range from shallow, hand-dug
wells to bored holes over 280 motors deep. Tables VII-I and VII-2 and 
Annex Table VII-B-I are sumnries of pertinent records of those BPW 
wells, municipal wells and one IJIA test wall for which construction 
data, logs, static water levels or pumping data are available. These 
wells, located in San Ferntndo and the surroundinS municipalities, 
were studied to evaluate the aquifer end to derive probable production 
well parameters. 
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TABLE VII-1 

SPECIFIC CAPACIT VERSUS DEPTH 

Depth Range No. of Wells Average Specific Maximum Specifio Minimum Specifio 
,, Lm).. in Sample Capacity_ (Ipm) Capoity (i/M!) Caacity (ips/.) 

0-10 2 2.11
1.20 0.29
 
10-20 22 1.33 
 13.57 0.04 
20-30 29 0.62 3.13 0.03
 
30-40 21 2.53
0.90 0.14 
40-50 40 0.63 
 3.15 0.03
 

500 21 0.47 1.22 0.07
 
60-70 12 0.59 2.35 0.04
 
70-8 4 2.53
1.09 0.30 
80-90 6 1.10 1.75 0.31
 
90-100 2 14.38 26.25 2.52 

100-150 17 3.14 33.60 0.19 
150-200 6 5.25
1.53 0.32
 
200-250 2 1o28 1.84 
 0.71 
250-300 1 0.96 0.96 0.96
 

185 

TABLE VII-2 

SPECIFIC CAPACITY VERSUS CASING DIAMETER 

Smallest
 
Casing No. of Well. Average Spooif.c Maximum Speoifo Minimum Speoif
Diameter'(.m) in at m (1pa8m)S!nle lpCacity 

62 3 0.67 1.27 0.25 
75 1 0.25 0.25 0.25 
100 85 0.68 3.19 0.03 
112 42 1.28 13.57 0.10 
150 28 
 2.85 33.60 0.07
 

200 2 1.44 1.84 1.03
 
250 t 5.25 5.25 5.25 
400 1 0.69 0.69 0.69
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The wells range from 6 to 284 meters deep, are cased with 60­
to 400-umn casing, were constructed by percussion drilling methods, 
and mostly produce from either open-holes or slotted pipe at the 
bottom of the hole. The section tapped is generally not the only, 
or even the best, water-producing formation. These wells are of 
poor c nstruotion and design and, consequently, of low yield and 
low specific capacity* 

Data from a large number of BPW wells and the NIA well are
 
given in Tables VII-I and VII-2 to show the relationships between
 
specific capacity (rate of water production per meter of drawdown)
 
and construction characteristics of depth and casing size. 

There is no statistically significant variation in specific
 
capacity with well depth or casing diameter, However, the 150-mm
 
diameter cased wells have a considerably greater specific capacity
 
than all other groups,except for the 250-mm diameter cased wells
 
where the sample (one well) is too small to be meaningful. The im­
plioation of these data is that the specific capacity, or the 
productivity at a reasonable pumping level, is independent of the 
depth and diameter of the well (except as noted above); and further­
more, that the productivity of almost all these wells is fairly low. 
This is partly a result of poor design where only the bottom of the 
hole is produotiveregardless of depth. The reason for the high 
average specific capacity of the 150-mm cased group is that two ex­
tremely productive ,ells are included in the 28 wells in this 
group, significantly increasing the average. The average figure for 
the remaining wells is not outstanding.
 

The two e:.tremely productive wells are CDM No. 2, about 4 km 
east of San Fernando, and CDM No. 27, about 10 km northeast of San 
Fernando (Annex Figures VII-B-I andVII-.-8). The great contrast between 
the specific capacities of these wells and all other local wells,
 
and the location of these wells, indicate that they produce from
 
an abandoned buried channel of the Pampanga River. This ancient
 
channel obviously is very permeable, but drillers' logs are so poor
 
in descriptive terminology that the permeable strata cannot be recog­
nized in the logs. Such channels may be fairly common but they can­
not be distinguished by surface examination.
 

The almost uniformly poor well performance is taken to indicate 
a fairly poor aquifer in the area. Poor performance of most exist­
inC water supply wells in the Central Luzon Plain is expected because 
of poor well design and construction practices, but in many places 
where other wells are not better than those shown here, the NIA and 
a few qualified commercial drillers have been constructine excellent 
large capacity wells. In the case of Sara Fernando, it appears that 
the aquifer actually is only fair and is truly the limiting factor. 
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The NIA has drilled and tested two 250-meter deep wells 
(CDM-3, Annex Figure VII-B-2) at Barrio de1 Roeario, about 2 km 
northwest of San Fernando poblacion. One well was used as a test 
well, and the other as an observation well. The test well is of 
excellent design and construction, with 107 meters of well screen 
set according to electrical and stratigraphio log data. It pro­
duoed 44.1 Ils durinp test with a draudown of 24 meters3, a specifio
ca .city of i,4 ips/m. T ze overall transmissivity of the aquifer 

was computed at about 240 cumd/m, a figure indicating a fair aquifer 
oapable of supporting wells of moderately large productivity. An­
nox Ttb.e VII--2 lists the pumping toot and recovery data and An­
nex Figapes VII-3-10 through V-T-B-13 are semi.Icgithmic plots of 
recovery and drawdown data with an analysis of aquifer tranemis­
sivity. The somewhat upcurved drawdown plot for the pumping well 
(Annex Figure VTII-B-10) and the greater transmissivities derived 
from the observation well data result from partial penetration ef­
fects in az anicsotropic aquifer and indicate that the specific 
capacity would have been sliCghtly better if the well had been deeper. 

A team of LWUA-CDM engineers ran a series of brief pumping tests 
on all five Fla-WD production wells partly for the purposes of deter­
mining specific capacities and aquifer transmissivities at each well 
site. The pumping test data are presented in Annex Tables VII-B-3 
through VII--B-7 and the semi-log plots of the time-drawdown data are 
presented in Annex Figures VII-B-14 through VII-B-18. Several plots 
show cu-ves that are concave upward indicating partial penetration 
effects, an aquifer improving at a distance, intercepted recharge or 
some combination of these. AssuminC that the later-tme-period data 
are more descriptive of the aquifer as a whole, transmissivities
 
were derived from the data. The results are shown in Table VII-3
 
below.
 

TABLE VII-3 

FER-WD WELL PUMP TEST RESULTS 

PER-WD Well Pumping Rate Specific apacity Transmissivity 

(CDM No.) (12) cum;n 

7 27.0 3.6 199 

6 19.2 1.3 136 

5 7.4 0.3 45 
8 6.4 0.4 27 

4 10.8 1.3 100 
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The specific capacities of these wells are similar to those
 
of almost all the wells described in Annex Table V7I-B-I. The 
transmissivities derived from rate of dxawdown confirm that all but 
one of the FER-WD wells are reasonably efficient, the 150-minute spe­
oific capacities being close to the maximum possible from aquifers 
with the corresponding local transmissivities. However, the speci­
fic capacity of CDM No. 6 should be much greater, considering the in­
dicated transmissivity; and old BPW data, Annex Table VII-B-I, show 
that the specific capacity of this well was more than 3 times great­
er in 1955 than it is today. Obviously, either encrustation of the 
well screen or packing of fine particles around the well bore has 
caused well deterioration. 

It will be possible to construct wells in the San Fernando area 
that are on the average somewhat better than the average BPW well 
described herein by drilling deeper, screening all permeable material 
encountered in the borehole, and minimizing well losses, Howevertex­
cept for the unlikely chance of drilling into a permeable buried 
river channel, the new wells will not be much better because the
 
aquifer transmissivity is limited. For economic studies, an average 
aquifer transmiesivity of 150 cumd/m and an average specific capacity 
of 1.1 lps/m are assumed. Under these conditions, wells of 30 Ips 
production rate would show about 27 meters of drawdown and a pumping 
level of about 37 meters below ground level while static water levels
 
are at existing depths. 

Aquifer 

Within the projected service area of the FER-WD, the Quaternary 
alluvium is a productive artesian aquifer system. The thickness of 
this aquifer is unknown but it appears to encompass most of the allu­
vium which is at least 280 meters thick locally and is assumed to be 
much thicker. This artesian aquifer system may include some older 
underlying beds at depth and may be contiguous with the aquifer sys­
tem in the surrounding hills. 

The aquifer consists of lenses of water-bearing material, ran­
ging from fine sands to gravels, deposited in a complex and random 
pattern and confined by equally complex clay lenses. The well logs 
indicate clayey beds at the surface in essentially all cases, which 
inhibit direct recharge in the San Fernando vicinity.
 

The aquifer is anisotropic and will act as a semi-confined 
aquifer in that early response to pumping will be in the artesian 
aquifer range, that is, with a small storage coefficient; howeverl as 
piezometrio head falls and various sand beds are dewateredpresponse 
will be ;n the unconfined (water table) aquifer range with a very 
much greater storage coefficient. This effect will tend to slow the 
general lowering of the aquifer piezometrio levels (or water table) 
that is already in progress, even with the limited current pumping 
withdrawals. 
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Overall aquifer transmissivity in the San Fernando area is 

estimated to average about 150 to 200 cumd/m, which is much less 
than the transmissivity in most of the Central Plain. An early 
storage coefficient of 0.002 is derived from the only complete pump­

ing test in the San Fqrnando area (Annex Figures VII-B-12 a&VII-&-13), 
but long-term storage coefficients should range between 0.1 and 0.2. 

Recharge, Discharge and Plow of Groundwater 

Recharge to this aquifer is through infiltration from direct 
precipitation and from streams into the exposed permeable beds along 
the edge of the foothills west and north of San Fernando. Initially, 
the recharge water is under water table conditions but becomes con­
fined upon moving below the clay beds, as shoun by historically free­

flowing wells in the San Fernando area. Additional recharge may 
reach the Quaternary alluvium from infiltration of precipitation in 
the mountains and foothills to the west through transfer from older
 
permeable beds where the alluvium abuts these beds along the buried
 
edge of the hills. The sandy doposita of the Pampanga River channel 
probably extend through the surface clays. The current shape of the 
contours of the piezometric surface, Figure VII-2, and the current 
relative elevations of this surface and river levels indicate that 
recharge also now comes from the Pampanga River near San Fernando, 
and a small amount probably comes from the smaller rivers and swamps 
in this area as well. In the past, when groundwater levels were high­
er, groundwater discharge into the local rivers and swamps undoubtedly 
occurred instead of the present-day reversed conditions. 

Before large-scale artificial withdrawal of water (pumping from 
large-capacity wells), the local and regional groundwater balance, was 
in a state of dynamic equilibrium. In the San Fernando area, there 
was little local recharge because of the wftdeopread surfaoe clays 
and the near-surfaoe or above-surface piezo'ietrio levels. There was 
a large natural discharge into the local rivers and swamps where 
groundwater piezometric levels were above ground levels. The remain­
ing groundwater underflow discharged into Manila Bay. Thus the pre­
existing system was essentially one of groundwater underflcw entering 
the San Fernando area from distant recharge sources to the northwest, 
some discharging to the surface locally and the remainder flowing in­
to Manila Bay to the south. 

All well water produced must come from one or more of a limited 
number of sources; groundwater storage, increased recharge, or diverted 
discharge. The natural state is normally one of equilibrium as des­
cribed above with total reoharge equal to total discharge and stable 
groundwater storage. When a well first begins to operate, all the 
pumped water comes from local groundwater storage (immediately sur­
rounding the well) as a result of the decreased pressure in the well 
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caused by pumping*. This zone of decreased pressure (or loeered
 
piezomtric head) spreads radially, from the well 
as stored grounJ­
water flows from the aquifer to the well, and it continues to
 
spread until the area of depressed piezometric levels causes either 
an increase in recharge (local or distant) or a decrease in pro­
established groundwater disoharge (local or distant) equal to the 
pumping rate of the well. When this occurs, a new equilibrium will 
be established with no further depletion of groundwater storage.
If the increased recharge or diverted discharge (or combination
 
thereof) is local, equilibritm will be quickly established with
 
minimal lowering of the piozometrio surface; but if they are distant,

equilibrium will be long delayed resulting in a widespread and large
depression in groundwater levels. If no sources of increased 
reoharge or diverted discharge large enough to equal the pumped
withdrawal rate can be tapped, then the groundwater levels will con­
tinue to drop until the well becomes inoperative or the aquifer is 
depleted. 

In the case of San Fernando, it is obvious that pumped disoharge
in the area has been exceeding any diverted underflow, diverted dis­
charge or induced additional local recharge for many years. As a 
rmsult, groundwater storaee has been increasingly depleted and, con­
sequently, the groundwater piezometrio level has been lowered. 
Table VII-4illustrates the situation locally and near San Fernando
 
?oblaoion.
 

TABLE VII-4 

STATIC WATER LEELS NEAR SAN PFA'R! 1 ) POBLACION 
(Meters Above (+) Or Boloir (-) Gro~vd Level) 

Well "NL - 1i53to 1959 SlL - 1977 

CDH-4 Above gi-ourtif level - 8.5 
CDX-5 - 15- 9.1 
CD14-6 + 2.1 8.2-
CMfl-7 
 -10.7
 
CDO1-8 
 - 9.1 
CD11-11 - 3.4 
ODII-13 - 3.7 
CDM-14 - 0.0 

Averago - 1.0 (approximate) - 9.1 

Thuag the static water level ha3 declined over 8 meters in about 20 
years even at the present rate of pumping. Most of this decline 
probably has oncurred recently. The rate of pumping is expected to 
Licreane steadily in tho coming years as population inoreases and 
industrialp commercial mid agricultural demand likewise increases. 
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The present groundwater piezometric levels in the Central Plain
 
are shown in Figure VII-2. In the San Fernando area, these levels
 
are already below sea level and, as groundwater withdrawals continue 
and increase, these levels will decrease further. 
The major danger

of this trend is that a groundwater gradient has already been es­
tablished from Manila Bay to the San Fernando area. Groundwater
 
flow has undoubtedly reversed its historical path and sea water is
 
flowing into the aquifer from the outcrop area of the aquifer under
 
the sea toward the San Fernando area. The gradient is still gentle

and the undersea 
outcrop area is a long way from San Fernando so that 
many years probably will elapse before salinization effects are noted* 

Manila provides an example of the process involved although the
saline grondwater flow path from Manila Bay is shorter to Manila than 
it is to San Fernando. Originally, groundwater under Manila was non­
saline and static water levels were above sea level. Today, the upper

groundwater is saline to depths of over 150 meters and the static water
 
levels are deeper than 100 meters in places* Wells are now being

drilled so as to produce the water in the aquifer that is still fresh
 
at depths of over 200 meters.
 

The regional situation also is illustrated by the contour map

of the groundwater piezometric surface of the Central 
Luzon Plain 
(Figure VII-2). 
This shows the source of the groundwater underflow to 
the northwest of San Fernando and the ultimate discharge of the ground­
water underflot to Manila Bay south of San Fernando. However, the
 
groundwater gradient becomes so flat middlein the of the Central Luzon
Plain that all of the groundwater flowing from the east, north and 
west cannot be flowing into Manila Bay. Much, if not most, of the 
groundwater underflow into the Pampanga River basin must rise to the 
surface in seeps into the swamps and streams of the southern Central
 
Plain where the artesian head is above the ground surface. All of this 
water is lost by non-benefioiaJ evapo-transpiration and surface runoff 
into the Bay. It should be noted that piezometrio levels shown are 
generally characteristic of the upper part of the aquifer and higher
levels may exist in the lover part of the aquifer in some areas.
 
These levels are derived from data in Annex Table VII-B-1, from other
 
BPW well data, from CDM field observations, and from INIA observation
 
well data.
 

In the vicinity of San Fernando, the piezometrio levelk range
from sea level to more than 10 meters below sea level. Such areas 
were once, when groundwater piezometric levels were higher t areas of 
groundwater seepage and loss into river channels and swamps. They 
now are areas of recharge to the aquifer wherever the surface layers 
are permeable enough to permit infiltration, and thus add somewhat to 
the available groundwater. The major significance of this area of 
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depressed groundwater levels is that it acts as a sink or drain 
and diverts groundwater underflow from north and south of San Fer­
nando into the San Fernando area whare it can be pumyed for muni­
cipal use. Unfortunately, this sink also induces saline recharge 
from the sea.
 

Current recharge to the aquifer is largely restricted to the 
edges where infiltration and transfer from surroundinig areas can 
occur, as has been previously noted. Neither current recharge nor 
future additional recharge induced by pumping can be quantified with 
existing data, but groundwater flow is to the southeast at a gradient 
of about 0.006 in the San Fernando area. The average overall trans­
missivity of the aqui'er in this area is estimated at 150 cumd/m or 
more. According to Darcy's Law of Flow: 

V/m (of aquifer width) w T x 0 x 1000 m/ku 

Where 


Q - Groundwater underflow (oumd) 

T w Aquifer tranamissivity (cumd/m) 

0 - Gradient of the piezometrio surfaoe 

Or: o~o6 - loo- o dkm(mlii­
q/km -,150 cumd/m x 0.006 1000 rn/km w 900 (imntex est/kmum est:ima'te) 

The underflow of groundwater can be used to roughly determine the 
groundwater available for exploitation. The FER-WD average daily 
demand is projected to be about 14,400 oumd in 1990 and 29,600 xmd 
in 2000. To obtain all this water from underflow would requir, di­
verting and capturing all the underflow in a band about 16 km vide by 
the year 1990 and 33 km wide by the year 2000. Less than this com­
puted amount of underflow would have to be captured because induced 
additional recharge, as noted previously, is supplying some of the 
water to be pumped. Although projecting accurate future pumping levels 
would require producing a model based on much more than the available 
data, it is apparent that diverted groundwater underflow and induced 
additional local recharge are not supplying even the current demand 
fZr groundwater in the San Fernando area and the decline in levels 
resulting from depletion of groundwater storare will continue and in­
crease even if the San Fernando area were the only consumer. 

Unfortunately, there are numerous other fairly large towns in 
the region that are expected to grow at the same rate as San Fernando 
and ultimately to consume the same per capita water quantities. The 
total domestict commercial and industrial water requirements will be 
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several times that projected for San Fernando. Groundwater will 
undoubtedly be used to meet these requirements.
 

In addition, the area is short of irrigation water and, con­
sidering the fair underlying aquifer, large-scale groxmdwater irri­
gation may be introduced. Assuming that one motor net (a low esti­
mate) of irrigation water will be required o supplement rainfall,
 
an annual average of about 2,700 cumd of irrigation water would be re­
quired per 100 hectares (one sqkm) of irrigated land. The full year
 
2000 water requirement for FER-WD would be needed to support 1,000
 
hectares (10 sqkm) of irrigated land, If groundwater irrigation is 
not restricted or prohibited, very rapid lowering of the piezometrio 
surface and salinization of the aquifer will occur soon1 making the 
aquifer unfit to supply the local communities long before it would 
otherwise occur. 

With available data, it is not possible to predict groundwater 
levels at various future dates with any certainty; but, as more data 
on aquifer characteristics and response become available, predictions 
should be made based on model studies. One favorable factor is that 
as groundwater piezometrio levels drop below the olayey surface beds, 
the storage coefficient of the aquifer will increase greatly and more 
groundwater will be available from storage, thus slowing the decline in 
groundwater levels. 

The implications are that the PER-WD must obtain firm water 
rights to its long-range requirements from the National Water Resources 
Council and introduce a groundwater monitoring and study program for 
planning purposes. These acquired rights must be protected from en­
croachment by other users. It is unfortunate that in the FER-WD area, 
overproduction of groundwater is inevitable and is already occurring, 
and further, that the overproduction will result not only in higher 
production costs but also in salinization of the groundwater that 
will limit or also destroy its usefulness. Nevertheless, simple eco­
nomic analysis indicates that groundwater is the only practical# econo­
mical water source that the FER-WD and its consumers can afford, all 
other sources being much more expensive. Eventually an alternative 
will have to be developed, but probably not until after the year 2000. 

Well Design and Drilling Programs 

A general design for an efficient production well for San Fer­
nando can be developed from available data. Such a design is illus­
trated in Figure VII-3. For greatest efficiency, in order to avoid 
excessive drawdown and to minimize operating costs, these wells should 
be drilled so as to utilize the full aquifer potential and to minimize 
losses. All stratigraphic zones down to a depth of 300 meters or 
more that are indicated as productive by the electric and stratigraphic 
logS should be screened, because in an anisotropio aquifer such as 
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this, the specific capacity will increase greatly as the peroentage 
of total permeable section screened increases. The use of con­
tinuous wire wrapped screen wilh aid development and reduoe bydrau­
lic head losses. It is antioipated that such wells should produoe
 
30 ips at a average,of about 27 meters of initial drawdown, with
 
the poorest wells at about 40 moters of initial drawdown. This is
 
believed to be conservative and is used for preliminary design and
 
estimation purposes because reliable data aro very limited. The
 
static water level at San Fernando Poblacion is now about 10 meters
 
below ground level, and it is expected to continue declining to in­
definite depths. Therefore, the pumphousing casing should be a mini­
mum of 75 meters long, to accommodate future static water levels plus 
drawdown, and should be as long as possible without restricting the
 
provision of screen opposite permeable formation zones, The wells
 
should be located so as to minimize the cost ard operational complexi­
ty of the distribution system, taking into account that the spacing
 
between wells should be as great as practical (preferably an ave­
rage of I km or more) to minimize drawdowm interference. It should
 
be recognized that few, if any, existing local private well drilling 
firms have the necessary experience, equipment and ability to design 
and construct rotary-drilled wells of good quality without external 
professional supervision.
 

The first wells constructed under the drilling program should be 
carefully tested and the results from them used to modify the design 
of succeeding wells, They should be pumped intensivey for several 
years and the aquifer response monitored. The data can then be used 
ae guides for further development of the well system which probably
 
will consist of 30 lps wells spaced about I to 2 km apart. Wells de­
signed to produce 30 lps may be pumped at a greater rate if the well
 
is unexpectedly god and the local consumption requires greater pro­
duction. However, this preliminary estimate must be revised and
 
phased into the overall groundwater development plar for the San Fer­
nando area. Any future development of groundwator for irrigation must 
be taken into consideration in the design of FER-WD wells* 

Induced Infiltration WellS 

In anticipation of a possible significant overexploitation of the 
deep aquifer, making total reliance on deep wells undesirable, the 
design and use of relatively shallow, induced infiltration wells drilled
 
in the sands and gravels of the local river floodplains were considered
 
If such wells were practical, they could probably produce as much 
water at shallower pumping levels as the deep wells discussed previous­
ly; and, since production would quickly be replaced by induced recharge 
from the rivers, total well field production would be limited only 
by the low flow in the rivers, conflicting rights to this water, and 
the quality of the river water. 
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Such wells are not practical in the San Fernando area for two 
reasonso Firstly, the water of the smaller rivers and of the lower
 
reach of the Pampanga River is frequently saline; and, because such 
wells essentially produce filtered river water, the water produced
 
would be saline. Secondly, all of the rivers are incised in narrow 
channels in the normal sediments or the Central Plain and consequent­
ly, lack the broad, sandy floodplain deposits necessary for the
 
successful operation of induced infiltration wells.
 

XoitriB
 

Basic planning for overall exploitation of groundwater resources 
in the San Fernando area will be based on the limited data currently 
available and those derived from tests of the first production wells. 
However, records of water production from all large-capacity wells 
and of aquifer response to pumping aro necessary to refine the preli­
minary aquifer parameters and to revise the planning as necessary in 
order to avoid the danger of overexploitation or the waste of under­
exploitation. The FPI-WD should monitor the performance of each of 
their production wells and observation wells to provide data and in­
formation for water district uRe and for distribution to other agenoes 
for overall planning and control. In turn, other Central Luzon water 
districts and other groundwater users should monitor their operation
 
and provide appropriate data to FER-WDe
 

Each production well should have facilities for meamuring the 
total Pmounxr of productinn or rate of production, times of operation 
and water levels. Routine mcnthly observations of static and pump­
ine water levels should be recorded and daily records of pumping kept. 
Water samples for bacterial analysis should be collected monthly and 
for chemical analysis, semi-annually. It would also be desirable to 
monitor static water levels in several observation wells located with­
in the area spanned by IER-WD wells but far enough from any well to 
minimize local drawdown effects. Similar routine static water level 
measurements should be taken in numerous observation wells surrounding 
the well field at a distance. 

The data from this monitoring program will provide better aquifer
 
parameters, indicate the magnitude of recharge, give early warning to 
FER-WD of deterioration in water qaaiity, well efficiency or pump per­
formanoe so that remedial action can be taken, and indicate any un­
foreseen decline in regional water levels so that individual well 
yields (which affect local pumping levels) and design and spacing of 
future wells can be adjusted as necessary. For these purposes, copies 
of all FER-WD well monitoring data should be analyzed routinely by 
PER-WD (if it has competent staff for such analysis) or by some asso­
ciated agency competent to perform such analysis. 
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Ban Fernando is located over a fairly good, widespread, relatively 
uniform aquifer that probably can supply all its projected water demainds 
past the year 2000 from deep wells, each producing 30 ips or more. How­
ever t the regional drawdown of groundwater levels resulting from such 
pumping cannot be accurately quantified because available data on 
aquifer parameters and recharge are insufficient. Other data will 
become available from pumping teats of the new production wells and
 
from the monitoring program of production and observation wells. 
Although the exact rate of groundwater level decline is currently un­
predictablep the decline will continue and static water levels will
 
become much deeper than they are today. Eventually, salinization will
 
result and another source will have to be found. The aquifer probably 
will continue to provide water suitable for FER-WD use until beyond 
the year 2000, although some aquifer zones (probably shallow zones) 
may become salinized and deeper zones that are not currently exploited
 
will have to be put into service to provide the required fresh water.
 
Future well design and well field planning must be modified on the
 
basis of the new data to maintain local groundwater production for 
long-term use.
 

Induced infiltration wells in the area are not technologically
 
feasible.
 

If the intensive use of groundwater for irrigation eventually 
occurs in the San Fernando area, overexploitation of the aquifer will 
result, and groundwater salinization will occur much earlier than 
expected. 

C. SURFACE WATER RESOURCES 

A brief economic analysis shows tha surface water is not com­
petitive wth groundwater in the San Fernando area tt present because 
of the high cost of treating and transporting the bhrfaoe water. 
However, in the distant future, groundwater may not be usable because 
of salinization resulting from overpumping unless strict control 
measures are taken. A brief review of potential surface water 
sources is presented.
 

There are a number of small rivers close to San Fernando, in­
cluding the San Fernando River, which run through the poblaoion. 
These rivers essentially are drains for the swamps and low-lying 
lands in the area. The water of these rivers is too saline for 
municipal water supply use and the minimum flows are too low for the 
FER-4D requirements in the year 2000. 
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The major Pampanga River flows about 9 km east of San Fernando
 
Poblaoion with a minimum recorded flow of over 850,000 oumd, almost
 
30 times the FER-WD requirements for the year 2000. The lower
 
reaches of the river are made saline by intrusion of sea water from
 
Manila Bay. A water intake for FER-WD use would have to be located 
upstream of the reach of the salinization effect which probably e­
tends beyond the closest point on the river to San Fernando. It is
 
likely that the water quality of the Pampanga River will deteriorate 
upstream of the sea water intrusion as a result of drainage contami­
nated with increasing quantities of agricultural chemicals and other
 
pollutants; but, it, is unlikely that such contamination will beoome 
serious enough to nQka the water unfit for use if reasonable control
 
is exercised. 

Another possible source of surface water supply is the rivers
 
of the mountains 20 km or more to the west of San Fernando. While
 
it is likely that none of these rivers alone have a minimum flow suf­
ficient to meet the FER-WD requirements for the year 2000, a combina­
tion of them could supply this requirement. These streams are looa­
ted at much higher elevations than San Fernando and so pumping costs
 
would be minimized. However, these streams are widely used for irriga.

tion as illustrated by conditions on the Porao River at Porao Irriga­
tion Dam near Del Carmen, Floridablanca. In 1967, the minimum Porao
 
Riv3r flow was 21,600 cumd a short distance upstream of the dam and
 
6,0jO cumd a short distance downstream of the dam. It appears that 
the only potential water source for FER-WD from the e streams would 
be a oombined irrigation - municipal water supply sotorAo dam projecrts 

D. WATER QUALITY OF POTENTIAL SOURCES
 

Miter samples were taken from many of the sonroesp both ground-.
 
water and surface water, discussed previously. Chemical analyses of
 
these samples were performed to determine the water quality with res.­
peat to potability and treatment requirements. The results of these 
analyses are shown in Tables IV-3 and VII-5, and are briefly discussed 
below.
 

groundwater
 

Since groundwater essentially passes through a filtration pro­
cess while flowing through a granular aquifer (such as in the FER-WD
 
area), and is not exposed to surface pollution, color and turbidity
 
or suspended solids are usually not present. For this reason, unless
 
other deleterious substances (such as excessive hardness, dinsolved
 
gases or dissolved iron) are present, treatment other than disinfet­
ion is generally not required.
 

The results of water analyses of samples taken from the five exist­
ing FER-WD wells are shown in Table IV-5. All of the well waters
 
analyzed fall below the "exoessive" limits of the Philippine National
 

VII-15 



TABLE VII-.5 

WATER QJALITY TEST RESULTS 
POTENTIAL SOURCES 

SAN FERNANLO WATER DISTRICT 

Test Unit Permissible San Fernando River Cailugan River 
Limits San 2erando Bo. Stap Catalina 

Physical
Color 
Turbidity 
Total Dissolved Solids* 
Conductivi7ty 

APHA 

mg/i 
KiUomhos/M 

15 
5 

500 

65*** 
20*1* 

12560*** 
2,400 

20*** 
13** 

61240*1 
9,600 

Chemical 
PH 7-85 735 
Total Alkalinity 

Phenolphthalein
Alkalinity 
Total Hardness 

Calcium 

Magnesium 

Total Iron 

Fluoride 

ii/1
CaCO3 
mC/
CaDO-
m/-
Ca003 

MCAl 
Ca75 

r&/1
Mg 
mi/i
Fe 
V/1 

--

5 

0.3 

320 

0 

321 

54 

45 

0.2 

140 

0­

1,812 

114* 

366*H.* 

0.18 
O 

Chloride 
F 
N/l 

. 
5 

0 0.38 

Sulfate 
Cl 

MCA 
200 613,*1 3,883*1* 

Nitrate S 200 27 207*, 

a10ese 50 17.71 5-54 
Nn 0.1 2.2*** 0 

*Calculated as 65% of conductivity.
**Exceeds permissible limits set by the Philippine National Standards for Drinking Water****Exceeds the excessive limits set by the Philippine National Standards for Drinking Water. 
****Limit inferred from limits of individual metals causing hardness.
 



Standards for Drinking Water, and below the "permissible" limits 
in all respects except for iron content in the Barrio San Pedro well,
 
However, the "permissible" limits are not prohibitive but only serve
 
as guidelines, and in this case where the iron content is not extremely
 
high and where no known complaints about the water have been received
 
the water is acceptable for domestic use without extensive treatment.
 
The water that will be produced from future M -WD is expected to be 
similar to the tested well waters for many years; but with long con­
tinued pumping and a water table already below sea level and conti­
nually declining, at lf.ast some aquifer zones will eventually begin 
to produce salinized water as a result of sea water intrusion.
 

The conductivities of four samples from shallow, handpump wells
 
located very close to the Pampanga River were also measured* The re­
sults are presented in Table VII-6.
 

TABLE VII-6
 

CONDUCTIVITIES OF HANDPUMP WELL WATER
 

Approximate Distance Approximate 
Upstream of River Conductivity Total Dissolved 

Well Mouth of Sample Solids 
Location (km) (mioromhos/ci) . (M ) 

Poblaoion Apalit 24 1,000 650 

Poblacion San Simon 30 750 490
 

San Nicolas 
San Simon 32 500 325 

Poblacion
 
San Luis
 

The deep groundwater in the area has a conductivity of about 400 mioro*­
hos/m as shown in Table IV-3, The high oonductivities of the shallow 
groundwater at Apalit and San Simon indicate considerable saline in­
filtration and, therefore, indicate that saline water intrusion occurs 
in the Pampanga River up to this point for significant periods of times 
The lower salinities upstream indicate that there is little or no saline 
water in the Pampanga River above qan Simon. These results confirm that 
the small rivers in the San Fernando area are very saline and that the 
Pampanga River is generally non-ealine. However* the evidence of saline 
groundwater in shallow wells along the banks of the Pampanga River from 
San Simon south indicates that this river carries saline water in its 
lower reaches at some time of the year, probably low flow t high tide
 
periods. Thus, if the Pampanga River is ever chosen as a surface water
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source for FER-WDt or any other municipal water system, a long-term 
salinity monitoring and study program should be undertaken at the 
proposed intake site before final intake site selection is made. 

The low oonduotivity of tho Candaba Swamp water, in contrast 
to the saline swamps south of San Fernando$ is in agreement with 
the theory that many swamps in the Central Plains refult from L 
combination of poor drainage and groundwater seepage. 
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ANNEX TABLE VII-B-1 

VATER WELL DATA SUXMARY 
SAN FERNANDO WATER DISTRICT 

CDN 
Well 

Imaa 

BPW 
Well 
Rmber U.tii 

Naminal 
Diameter 
() 

Depth in 

Tota 

(rhound 

Cased 

Surface 
Static 
Water 
aei 

in Mieters 
Pumping 
Water 
-Level 

Teat 
Yield 
1i 

Speoifio 
Ca pity 
(iB/m) 

Year 
CC2Dleted 

I 7975 San Matias, Sto. Tamas 150 43.3 -­7.6 - 9.1 0.63 0.42 1955 
2 Bo. Sta.. Rosari , 

3 

4 

NIA 
CL-35-46 
10862 

Sto. Tomas 
Bo. Del Rosariol 

San FbrnanAo 
Bo. San Pedro, FER-V 

San Fernando 

150 
350 
200 

200 

144.8 

250 

218.6 

60 
246 

0 - 1.5 50.4 

-11.0 -35.0 44.1 
Flowing Gro md Level (1958) 
- 8.5 -17.9 11,9 

33.6 

1.84 

1.26 

1970 

1977 

(1977) (1977) (1977) 1958 
5 6288 Capitol Site, Sto. Nifo 

FER-MD, San Fernando 200 171.0 
- 1.5 
- 9.1 

-13.7 
-32.9 

12.6 
7.4 

1.03 
0.31 

6 5769 Dolores, FR--D, - -
(1977) 

+ 2.1 
(1977) (1977) 

12.6 
(19Tr) 

San Fernando 200 220.4 - 8.2 -23.1 19.2 1.29 1953 

7 Poblaciont FER- W (1977)
-10.7 

(1977)
-18.2 

(1977)
27.0 

(1977)
3.61 

8 
San Fernando 

Lourdeas, FER-WD 
(1977) 

- 9.1 
(1977) 

-25.1 
(1977) 
6.4 

(1977) 
0.40 

9 436910 
San Fernando 

Bo. Sazuing. Sn. Fernando112 18.3 
(1977) 

- 4.6 
(1977) 

- 67 
(1977)
05 

(197)
0.24 1969 

10 
11 

426042 
6652 

Sn. 
Bo. 

Agustin, Sn. Fernando 
San Nioolast, 

100 
150 

63.4 - 3.7 - 6.1 0.63 0.26 1961 

San Fernando 100 47.0 - 3.4 - 6.1 0.94 0.35 r954 
12 425921 Bo. 3Ilaon, 

San Fernando 100 18.0 -- 3.0 - 3.7 0.44 0.63 1959 
13 

14 425911 

Capitol Site,
San Fernando 

Dolores, Sn Fernando 150 
83.8 
198.2 - 0 

- 5.5 
-17.4 

3,15 
13.5 

-371.75 
0.78 

1953 
1959 

15 436920 Bo. San Isidro, 
San Fernando 100 18.3 -4.3 - 5-5 0.63 0.52 1969 
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A.'EX TABLE VII-B-1 (Continued) 

Depth in Ground Surface in Meters 
CDX 
Well 

EN 
Well 

Nominal 
Diameter 

Static 
Water 

Pumping 
Water 

lest 
Yield 

Specific 
Capacity Year 

Number Number Locatton (m Total ased Level-- Level (lips) (s/ Completed 

16 43676 Bo. Pangatlan, Mexico 76.2 - 3.0 - 6.1 0.94 0.3 1969 
17 436812 Bo. Anao, Mexico 100.6 - 3.6 1969 
18 537205 Bo. San Patricio, Mexico 112 68.6 - 7.6 - 8.5 0.94 1.04 1972 
19 43699 Bo. San Lorenzo, Mexico 87.5 - 2.1 1969 
20 9715 Sta. Maria, Mexico 150 29.6 - 1.8 - 4.6 0.63 0.22 1955 
21 43696 San Juan, Mexico 85.4 - 2.1 1969 
22 9713 San Pablo, Mexico 150 48.8 - 2.1 - 3.7 0.94 0.59 1955 
23 426151 Bo. St. Rosario (School

Site) Mexico 100 70.1 - 1.2 - 1.8 0.63 1.05 1961 
24 436811 Bo. Anao, Mexico 150 1OO.6 - 2.4 - 6.1 1968 
25 18047 Bo. Sto. Rosario, Mexico 100 65.9 - 1.8 - 2.7 0.63 0.7 1961 
26 43694 San Juan, Mexico 112 33.5 - 3.0 1.26 1969 
27 Bo. Sta. Maria, Mexico 150 98.2 - 0.9 - 2.1 31.5 26.25 1968 
28 43689 Bo. Cawaaan, Mexico 150 91.5 - 0.6 1968 
29 6654 Bo. Sto. Rosario, Mexico 100,150 66.5 0 - 0.4 0.94 2.35 1954 
30 43681 Bo. Anao, Mexico 150 91-5 - 0.9 1968 
31 5743 Poblacion, Mexico 100 106.1 - 2.4 - 1.26 1953 
32 426273 Basai Air Base II, 

Florida Blanca 150 155.5 -13.4 - 4.3 9.45 0.32 1962 
33 15232 Bo. Sto. Nifio, Pagiruan, 

Florida Blanca 112 35.1 -4.6 -' 5.5 "0.76 0.84 1957 
34 15233 Bo. San Jose, 

Florida Blanca 112 14.9 ,- 3.0 0.5 1957 
35 10860 Poblacion, Florida Blano. 250 160.1 - 1.8 - 3.0 6.3 5.25 1957 
36 Bo. Calantas, (School 

Site), Florida Blanca 23.8 - 6.1 - 15.2 0.44 0.05 1969 
37 
38 

15233 
19283 

Bo. M. Jose, Florida Blanca 
Bo. Sta. Monica, F. Blanca 

15.2 
29.0 

- 0-9 
- 4.6 

-
-

3.0 
7.6 

0.63 
0.63 

0,3 
O.21 

1969 
1969 

39 17184 Bo. Monacat, 
Florida Blanca 100 26.5 -10.7 - 19.8 0.44 0.05 1957 

40 5305 Basa Air Base, F. Blanca 106.7 -14.0 - 16.8 5.17 1.85 1951 
41 7974 Bo. Calantas, F. Blanca 21.3 - 9.1 - 10.7 1.07 0.67 1961 
42 5882 Basa Air Base, F. Blanca 400 115.2 - 9.1 - 14.6 3.78 0.69 1954 
43 6793 Town Plaza, F. Blanca 100 19.5 - 3.0 - 10.7 0.32 0.04 1953 
44 7976 Valdez, Florida Blanca 150 16.8 - 6.1 PWL 0.63 1955 
45 7977 Fortuna, Florida Blanca 150 12.2 - 1.5 - 3.6 0.63 0.3 1955 
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A/JEX TABLE VII-B-I (Continued) 

CDM 
Well 

Number 

BPW 
Well 

Number Location 

Nominal 
Diameter 

(M)J 

Depth Prom Ground Surface in Meters 
Static Pumping 
Water Water 

Total Cased level Level 

Test 
Yield 
-UP8 

Specific 
Capacity Year 

Comileted 

68 6634 Bo. Sta. Cuaz, Lubao 100 76.8 + 1.5 0.94 
69 
70 

10858 
19304 

Lubao 
Sta. Barbara, Lubao 

250 
60 

284.1 
73.8 

+ 4 
+ 0.3 

Flowing1954
9-45 
0.32 

Flowing 

1957 

1E 
71 

72 
73 
74 
75 
76 
77 
78 
79 
80 
81 
82 
83 
84 

85 

86 
87 
88 
89 
90 
91 

43635 

426012 
5782 
14593 
426162 
19355 
16818 
16819 
53701 
426011 
426161 
16817 
6639 
14594 

4592 
14592 
16816 
13164 
13163 
17045 

Bo. San Nicolas, Lubao 200 
San Juan, Sta. Ana 100 
San Joaquin, Sta. Ana 100 
Bo. San Isidro, Sta. Ana 100 
Sapang Putut, Sta. Ana 112 
Sn. Roque, Sta. Ana 100 
Be. Sn. Pedro, Sta. Ana 100 
B. Santiago, Sta. Ana 100 
Bo. San Isidro Sta. Aia 200 
NPC, Bo. San Jose, Mexico 100 
Bo. Sta. Maria, Sta. Ana 100 
Sta. Maria, Sta. Aria 100 
Bo. Sta. Maria, Sta. Ana 100 
Bo. San Roque, Sta. Ana 100 
Irrigation Well, Bo. San- 250,

tiago, Sta. Ana 200, 150 
Bo. Sta. Lucia, Sta. Ana 60 
Sta. Lucia, Sta. Ana 112 
Bo. San Joaquin Sta. Ana 100 
Bo. San Isidro, Sta. Rita 112 
San Juan, Sta. Rita 150 
San Juan, Sta. Rita 150 

79.6 
56.4 
48.2 
43.6 
58 
48.8 
68.6 
51.2 
67.1 
117.4 
58 
44.2 
68.6 
50.3 

131.1 
29 
30.5 
48.2 
20.1 
23.8 
73.2 

47.6 
37.5 
54.6 
48.8 
65.5 
50.6 
61 

111.3 
57 

41.2 
48.8 

10.4 
30.5 
46.3 
17.1 
21.3 
59.4 

+ 0.6 
- 1.8 
- 1.2 
- 1.5 
- 1.5 
- 3 
- 3.6 
- 4.9 
- 3.6 
+ 1.1 

2.13 
- 4.6 
-2 
-0.3 

-1.2 

- 2.1 
-2.4 
- 2.1 
- 0.61 
- 1.5 
Flowing 

- 2.7 
- 4.6 
- 3 
- 2.4 
- 4 
- 5.5 
- 5.8 

- 4.6 
- 2.7 
- 7.6 
- 9.1 
- 1.5 

- 2.7 
- 3 
-11.6 

- 2.1 

0.5 
Flowing
0.95 
0.09 
0.63 
0.63 
0.63 
0.94 
0.88 

2.5 
0.4 
0.63 
0.94 
0.94 

0.76 
0.94 
1.1 
0-94 
0.63 
Flowing 

1.06 
0.03 
0.42 
0.7 
0.63 
0.49 
0.98 

0.44 
0.7 
0.21 
0.15 
0.78 

1.27 
1.57 
0.12 

1.05 

1963 
1960 
1953 
1957 
1961 
1970 
1957 
1957 
1970 
1960 
1961 
1969 
1954 
1957 

1968 
1962 
1957 
1957 
1956 
1956 

92 17046 Bo. San Jose, Sta. Rita 2.5 1956100 48.5 43 0 0.3 0.593 436917 Bo. Sta. Monica, Sta. Rita 100 1.67 1958
30.5 28.3 0 
 0.63
94 15225 San Agustin, Sta. Rita 1969
112 39 37.3 -1.5 -1.8 0.76 2.53 195695 15229 Bo, Sn. Basilio Elem. Sch. 112 20 20 -3.6 -3.9 0.5 1.67 1957
 



AIEX TABLE VII-B-1 (Continued)
 

Dx 
Well 

Number 

B 
Well 
Number Location 

Nominal 
Diameter 

(m) 

Depth From Ground Surface in Meters 
Static Pumping 
Water Water 

Total Cased Level Level 

Test 
Yield 
1D) 

Specific 
Capacity 
(im) 

Year 
Comleted 

96 
97 
98 

15226 
15224 
15231 

Bo. San Vicente, Sta. Rita 
*San Isidro Elem. Sch. 
*Bo. Becuran Elem. Sh. 

100 
112 
112 

42.7 
33.8 
17.7 

42.7 
30.5 
17.7 

- 6.4 
- 1.2 
- 3 

- 7.6 
- 1.5 
- 3.6 

0.31 
0.63 
0.5 

0.26 
2.1 
0.83 

1969 
1956 
1957 

99 
100 
101 

15228 
15227 
17047 

*Sta. Monica Elem. Sch. 
*San Juan Primary Sch. 
San Matias, Sta. Rita 

112 
112 
112 

14.6 
19.5 
19.8 

12.8 
18.3 
1.5 

0 
- 1.5 
-0.9 

- 1.5 
- 1.8 
-1.5 

0.31 
0.76 
0.63 

0.21 
2.53 
1.05 

1957 
1957 
1958 

102 
103 
104 

15230 
17044 
17043 

*Dila Dila Co*m. Sch. 
San Francisco, Minaln 
Sta. Catalina, Minalin 

112 
100 
100 

20.4 
94.5 
82 

15.8 
85.4 
76.5 

- 4.6 
+ 0.46 
4.6 

5.5 

- 5.2 

0.31 
0.94 
0.94 

0.34 

1-57 

1957 
1958 
1958 

105 
106 
107 
108 
109 
110 
111 
112 
113 

17042 
10359 
10357 
10358 
10360 

10361 
5808 
42612 

Sto. Rosario, Minalin 
Davre, Minalin 
Bo. Maiango, Minalin 
Bulac, Minalin 
Bitukang Manok, Hinalin 
San Nicolas, Minalin 
?alanan, Ninalin 
San Pedro, Minalin 
Dawe, Minalin 

100 
150 
112 
150 
150 

150 

100 

82 
57 
56.7 
41.5 
54.9 
89.6 
38.1 
6.1 

83.2 

76.8 
56.7 
54.6 
41.5 
54 

35-7 

51.2 

+ 0.3 
0 

- 4.2 
- 2.4 
- 0.3 
0 

- 1.8 
- 009 
+ 0.6 

- 5.5 
- 6.4 
- 4.6 
- 5.5 
- 6.1 
- 5-5 
- 1.8 
- 1.5 

1.9 
0.63 
0.63 
0.63 
0.63 
1.9 
0.63 
1.9 
1.3 

0.11 
0.29 
0.29 
0.12 
0.31 
0.17 
2.11 
0.62 

1957 
1956 
1956 
1956 
1956 
1962 
1956 
1962 
1961 

114 42611 Sta. Catalina, Minalin 100,60 101.5 63.1 + 1.8 Flowing 1961 

115 
116 
117 
118 
119 
120 

43677 
43666 
436711 
43632 
17188 
6640 

Pulong Palasan, Candaba 
Pasing, Candaba 
Bo. Lanang, Candaba 
Pasing, Candaba. 
Gulap, Cand~aba 
Yandili, Candaba 

112 
112 
100 
100 
100 
100 

122.6 
48.8 
57.9 
39.3 
81.7 
7.6 

87.8 
45.7 
57.6 
31.1 
80.8 
6.7 

-10.7 
- 3.0 
- 3.7 
- 4.9 
- 2.4 
- 1.5 

-14.0 
- 4.0 
- 4-9 
- 6.1 
- 3.0 
- 3.7 

o.63 
0.63 
0.63 
0.63 
0.63 
0.76 
0.63 

0.19 
0.63 
0.53 
0.53 
1.27 
0.29 

1967 
1966 
1958 
1963 
1957 
1954 

121 
122 
123 

5998 
77187 
426051 

Poblacion, Candaba 
?arala6ya, Candaba 
Mangga, Candaba 

150 
100 
100 

50.3 
46.3 
42.7 

30.2 
46.0 
36.0 

- 3.0 
- 2.4 
- 4-9 

- 5.5 
- 3.0 
- 5-5 

0.95 
0.76 
0.32 

0.38 
1.27 
0.53 

1954 
1957 
1960 

124 
125 
126 

426132 
5948 
43631 

].andasig, Candaba 100 
Paralaya, Market Site, Oandaba. 
San Juan, San Simon 75 

42.7 
50.3 
50.6 

42.7 

50.6 

- 6.1 
- 4.6 
- 3.0 

-
-
-

9.1 
7.6 
6.1 

0.32 
0.76 
0.76 

0.11 
0.25 
0.25 

1961 
1970 
1963 

*4Ma. RiTa 

VII-B-4 



-0=1E TABLE VII-3-1 (Continued) 

De]2th in Ground Surface in Meters 
CDM 
Well 

Numiber 

BPW 
Well 

M'br Location 

Nominal 
Diameter 

Total Cased 

Static 
Water 
Lvlee 

Pumping
Water 

l 

Test 
Yield 
ips) 

Speoifio
Capacit 

(lpa00Z 7 
Year 

completed 

46 7978 San Jose, Florida 
3lanca 150 13.7 - 2.4 - 4.5 0.63 0.3 1955 

47 537204 Bo. Palmayo (School
Site) Florida Blanca 112 57.9 -15.9 -17.7 0.94 0.52 1972 

48 

49 
50 

426271 

19283 
19281 

Basa Air Base, 
Florida Blanca 

Sta. Monica, F. Blanca 
Valdez, Florida Blanca 

200,150 
100 
100 

126.5 
29.6 
34.1 

-
-
-

6.4 
1.8 
3.4 

-18.3 
- 9.8 
- 4.3 

12.6 
0.38 
0.63 

1.06 
0.05 
0.7 

1962 
1958 
1958 

51 19282 Bo. Se Nicolas.(School 
Site) F. Blanc 100 34.1 - 5.2 - 5.5 0.54 1.8 1958 

52 19277 Sitio Apali; Pabanlag,
Florida Blanca 100 A5.7 -17.1 -17.7 0.32 0.53 1958 

53 

54 
55 
56 
57 
58 
59 
60 

19278 

19275 
19276 
19274 
18011 
18*10 
18012 
8667 

San Nsicolas, 
Florida Blanca 

Cabancalan, F. Blanca 
Fortuna, Florida Blanca 
Valdez, Florida Blanca 
San Jose, Florida lanca 
Soled, Florida Blanca 
Faguirauan, F. Blanca 
Calangaint Lubao 

100 
100 
100 
100 
100 
100 
100 
150 

29.6 
34,1 
29.6 
29.6 
27.4 
34.1 
29.6 
32.8 

- 3.7 
- 0.3 
- 1.8 
- 4 
- 3.7 
- 1.2 
- 2.4 
+ 0.6 

-
-
-
-
-
-
-

5-5 
0.6 
2.1 
6.1 
6.1 
2.4 
3.0 

1.26 
0.76 
0.94 
0.94 
0.74 
1.26 
0.38 
0.32 

0.7 
2.53 
3.13 
0.45 
0.32 
1.05 
0.63 

1958 
1958 
1958 
1958 
1958 
1958 
1958 
1955 

61 
62 

63 
64 

65 

8259 
426153 

426021 
426014 

426251 

Del Carmen, Lubao 
Bo. Rezmedios, Lubao 

Sta. Teresa, Lubao 
School Site, San Vicente 

tabao 
B. Sta. Teresa (School 

150 
112 

100 

100 

26.2 
97.6 

69.5 

53.4 

- 1.2 
+ 0.6 

+ 0.3 

- 0.4 

-

-

-

4.6 

0.3 

Plowing 
0.63 
1.57 

Flowing
0.57 

0.94 

0.18 

0.95 

0.36 

1955 

1962 
1960 

1960 

66 8669 
Site), Lubao 

Sta. Cruz, Lubao 
100 
150 

44-2 
26.2 

- 1.2 
+ 0.9 

- 2.7 0.63 
1.89 

0.42 1962 

67 5640 Arellano St., Lubao 100, 50 57.9 + 0.3 
Flowing 
0.32 

1956 
1953 

Flowing 
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AKI= TABLE; VII-B- (Continued) 

CDN 
Well 

Number 
ell 

Number Location 

Nominal 
Diameter 

_L-M 

DeRth From Qiround 

Toa Cased 

Surfaoe in Meters 
Static Puming 
Water Water 
Level Level 

Thst 
Yield 

____) 

Specifio 
Capaoity 

(ips/) 

Year 

Comrleted 

161 
162 
163 
164 
165 
166 
167 
168 
169 
170 
171 
172 
173 
174 
175 
176 
177 
178 
179 
180 
181 
182 
183 

18009 
14779 
8256 
43691 
14782 
43687 
17192 
18020 
426027 
rC74 
14776 
6702 
20775 
14777 

5752 
5753 
14775 

537301 
426033 
6108 

Tinajero, Bacolor 75 
Sta. Ines, Bacolor 62 
Tinajero, Baoolor 112 
San Nicolas II, Betis, Guagia, 150 
San Antonio, GCkagu 112 
Ebus, Cuagua 100 
Betis, Guagua 112 
San A-uatin, Gagua 100 
San Kiguel, Guauma 100 
Sebitanan, Sexoan 100 
Batang I, Seznoan 100 
San Nicolas, Seimoan 112 
Mallus-mc, SexMoan 
M sumbuan, Se2moan 100 
Batang II, Sexnoan 112 
Malusac, SeMoan 
Sto. Twaas, Sexmoan 100 
Ste. Pomas, Sexmoan 
Sta. Lucia, Se:moan 112 
Batans II, Seaoan 
San Nicolas, Sexmoan 112 
Sapang Kaiavan, ;bwantol 100 
Caingii, Masantol 150 

79.3 
..... 79=3 

77.4 
28.0 
82.3 
13.1 

154.0 
43.3 
43.6 
112.8 
113.1 
51.2 

104.2 
100.6 
69.5 

122.O 
103.7 
26.8 
43.9 

106.7 
64.0 

146.3 
60.4 

69.5 
66.8 
47.3 

51.8 
69.0 

40.2 

36.0 

39.6 
77.7 

7.6 

- 0.9 
- 3.0 
+ 1.2 
- 1.5 
+ 0.3 
- 1.8 
- 1.5 
- 0.8 
- 3.7 
- 0.6 
- 4.6 
- 2.4 
+ 1.8 
- 5.8 
+ 0.9 
+ 0.6 
+ 1.5 
- 0.6 
- 1.8 
+ 0.3 
- 1.5 
+ 3.7 

- 4.3 

-2.7 
- 0.9 
- 2.4 

- 1.5 
- 5.2 
- 1.5 

0 

- 9.1 

-11.6 

-11.6 
- 3-7 

0,63 
0.63 
0-7 
0.63 
1.26 
0.63 

0.76 
0.32 
1.26 
4.60 
0.95 
1.89 
3.15 
0.76 
1.89 
0.95 
0.32 
0.63 
2.84 
0.32 
1.26 

0.48 

0.53 
1.05 
1.05 

1.09 
0.21 
1.40 
1.06 

1.05 

0.22 

0.03 

0.24 
0.15 

1969 
1961 
1957 
1955 
1969 
1957 
1968 
1959 
1969 
1961 
1958 
1957 
1955 
1959 
1957 
1973 
1953 

1957 
1973 
1973 
1960 

184 426273 Poblacion, aseztol 
100 
200 

29.0 
110.0 

- 0.5 2.0 0.63 0.42 1954 

185 
186 
187 
188 
189 

426026 
426035 
17185 
537308 
53741 

Bebe Xatiua, asantol 
Bagang, Kas=ntol 
Paligue, Apali 
Pturok IV, Sucad, Apalit 
FRS-Bri, Sulipan, Apalit 

150 
100 
100 
100 
112 
150 

124.7 
119.8 
158.5 
78.4 
54.9 

157.3 

17.4 
63.1 
58.5 
69.9 
30.5 
30.0 

+ 0.6 
+ 0.6 
+ 0.6 
+ 0,3 
-3.0 
- 3 

3.4 
0 

- 0.6 
0 

- 4.6 
-12.2 

12.6 
0.44 
0.50 
0.76 
0.32 

12.60 

3.15 
0.73 
0.42 
2.53 
0.20 
1.37 

1963 
1960 
1961 
1957 
1974 
1974 

100 15719 
190 537311 Pu.-ok II, Sucad, Apalit 112 48.2 V1 - 5-5 - 70 0.95 0.63 1974 
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2.01--3 VI i-B--i- (C;.n-ihnued-) 

CDR 
Well 

Numnber 

BNd 
Well 

!-timber Location 

Nominal 
Diameter 

(MU 

Depth From COrund Surface 
Static 
Water 

Total Cae ee 

in Meters 
Pumping 
Water 
Level 

Tet 
Yield 
(IDO) 

Speoifio 
Capaoity 
-­ (pam 

Year 
Ccigpeted 

191 
192 
193 
194 

537302 
8128 
537203 
5807 

Cansinata, Apalit 
San Juan II, Apalit 
San Juan, Apalit 
Sucad, Apalit 

112 
150 
112 
100 

47-9 
86.9 

130.2 
114.6 

43.9 
73.5 
114.9 
43-9 

- 4.3 
+ 0.3 
- 1.2 
+ 1.8 

-

-

7.6 

1.5 

0.32 
1.26 
0.95 
1.07 

0.10 

3.17 

1973 
1955 
1972 
1953 

;95 
196 
197 
198 
199 
200 
201 
202 

19255 
8129 
8125 
425921 
6287 
426066 
17048 
426253 

Sulipan, Apalit 
Ala1li, San Vicente, Apalit 
San Juan I, Apalit 
Balaan, sn Fernando 
Kacabebe Elem. Sch. )Macabebe 
San Gabriel, iacabebe 
Bulaon, San Fernando 
Pc.3bulbulu, Porao 

150 
150 
100 
150 
100 
100 
100 

50.3 
54.3 
51.8 
17-7 
99.1 

129.6 
18.3 
48.8 

46.3 
42.6 
17.7 
89.6 

1229 

44.8 

- .9 
- 0.6 
- 0.6 
- 3.0 
0 

+ 0.8 
- 3.0 
-e5.0 

- 3.7 
- 9.1 
- 3*7 
- 1.5 

- 3.T 
-26.2 

0.95 
0.63 
0.44 
3.78 
0.63 
0.32 
0.63 

0.31 
0.07 
0.63 
2.52 

0.46 
0.53 

1970 
1955 
1955 
1959 
1954 
1960 
1958 
1962 

203 

204 
205 
206 
207 
208 
209 
210 
211 
212 
213 
214 
215 
216 

17040 

18059 
426017 
22091 
13156 
13157 
13159 
13160 
13161 
42601 
17183 
13158 
13162 
5559 

Sitio Baidbids Sepung-Balaon
Porao 

PlE.n,3s , Porao 
Cangatba, Porae 
PTiung Mababa, Porma 
agcatian2 Por* 

Rangatian, Porao 
CalzaM=g Bayo, Pbra" 
JalM!g, Prao 
Mitla, Parae 
KAmale, Porac 
Pataa, Paro 
Manibma, Porac 
Sepung Bulam, Porao 
Pio, Porao 

150 

100 
100 
112 
112 
112 
112 
112 
100 
100 
112 
112 
112 

23.5 
36.6 
19.8 
20.1 
18.6 
13.1 
16.2 
25.9 
21.6 
45.4 
28.0 
11.9 
21.3 
24.1 

21.3 

14.7 
20.0 
16.2 
12.2 
13.6 
23.8 
21.6 
45.1 
19.5 
9.9 

20.4 
15.2 

-10.7 
-16.8 
- 0.6 
-14.6 
- 9.4 
- 6.1 
-. 2.4 
-9.8 
- 9.4 
-39.9 
-17-7 
- 5.2 
- 9.8 
-12.8 

-12.2 
-18.3 
- 3.0 
-16.2 
-11.0 
- 7.0 
- 4.0 
-11.3 
-10.1 
-40.5 
-21.3 
- 5.5 
-10.1 

0.9.5 
0.76 
0.63 
0.63 
0.50 
0.50 
0.95 
0.50 
0.63 
0.44 
0.44 
0.8 
0.63 
0.32 

0.63 
0.51 
0.26 
0.39 
0-31 
0.56 
0.59 
0.33 
0.90 
0.73 
0.12 
2.73 
2.10 

1957 
1961 
1961 
1959 
1956 
1956 
1956 
1956 
1956 
1960 
1957 
1956 
1956 
1952 

217 5957 Planass Porao21 55Paas o 150~31.7 10.1, - 9.1 -10.7 0.44 1.10 195,4 
218 
219 
220 
221 
222 
223 

13155 
14784 
10864 
10863 
426032 
426025 

liagcatian, Porao 
Ialong Santol., Parae 
SanAngelo Bu,, Angeles 
Pandan, Angelea 
M.argot, Angeles 
Paloang Caxtod, Angeles 

112 
100 

150 
100 
100 

14.9 
21.3 

213.4 
128.0 
62.5 
13.7 

13&7 
19.8 

76.2 
35.4 
12.2 

-10.7 
- 4.6 
- 37 
- 0.9 
-27.4 
- 37 

-11.3 

-25.9 

-35.1 
- 4-9 

0---9.044 
15.45 

0.32 
0.38 

0.10 
0.71 

0.04 
0.48 

1956 
1957 
1959 
139 
1960 
1960 
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Depth Ftom Qro- d Surface in Meters 
CDl!We11 
uiber 

WellWell 
NT-bemr Location 

Nominal
Diameter 

r Total Cased 

Static 
Water 
Lerel 

Pumping
Water 
Level 

Test 
Yield 

Specific
Capacity 

M)I 
'ear 

Completed 

224 

225 
426111 

1C57 
Balibago, Angeles 
Lourdes, Angeles 

100 

250 
62.5 

106i 
60.4 

51.8 
- 2.7 - 4.6 0.95 0.50 1961 

200 52.2 - 4.3 18.90 1956 
226 5440 Sto. Rosario St., Angeles 200 128.0 67.7 

227 6553 Sapang Bato, Angeles 
150 
150 60.1 

58.8 
16.2 

- 2.4 
-26.8 

- 5.8 
-32.0 

7.56 
0.38 

2.22 
0.07 

1952 
1954 

228 
229 

426032A 
20771 

Margot, Angeles 
Baluga Village, Angeles 

100 
100 
62 

39.6 
28.7 

27.7 
10.1 
25.0 

-29.9 
-18.9 

-32.0 0.50 0.24 1962 

230 
231 

43678 
20241 

Balibao, Angeles 
Clark -ield, Angeles 

100 
150 
200 

57.9 
106.1 

57.9 
21.5 

- 2.4 
-25.9 

-207 
- 5-5 
-30.5 

o.63 
3.78 
8.82 

035 
1.22 
1.92 

1962 
1967 
1957 

150 72.9 
232 6286 Kuliat, Loardes, Angeles 150 

233 4501 Miranda St., Angeles 
100 
200 

103.7 
262.2 

79.9 
135.7 

- 2.4 -25.9 7.56 0.32 1954 

234 
235 
236 
237 
238 
239 
240 
241 
242 
243 
244 

19265 
53712 
426122 
426123 
426152 
9020 
9019 
426121 
9530 
9528 
7020 

Cacutod, Arayat 
Bicas, Arayat 
Cupang, Arayat 
Maamo, Ara3yat 
Aenas, Arayat 
Batasan, Aryat 
Batasan, Arayat 
Cupang, Arayat 
Lumbac, Pulilan, BLlacan 
Inacn, Pulilan, Bulacan 
Tilapayong, Baliwag, Bulacan 

150 
62 

112 
100 
100 
100 
112 
112 
100 

150 

56.7 
44.2 
44.8 
34.4 
40.2 
25.6 
42.7 
50.3 
29.0 
25.9 
24.7 

125.6 
28.4 
34.1 
44.8 
34.4 
36.6 
18.3 
26.2 
46.3 

17.5 

- 7.3 
- 2.4 
- 1.5 
- 3.7 
- 3.0 

0 
- 3.0 
- 4.6 
- 4.6 
- 4.9 

0 
- 0.9 

-12.2 
- 4.9 
- 6.1 
- 6.1 
- 4.6 
- 0.6 
- 4.6 
- 5.2 
-12.2 
- 7.9 
- 4.6 
- 21 

4.73 
0.63 
0.95 
0.63 
0.63 
0.63 
2.21 
1.89 
0.63 
0.63 
0.63 
1.58 

0.96 
0.25 
0.21 
0.26 
0,39 
1.05 
1,38 
3.15 
0.08 
0.21 
0.14 
1.32 

1949 
1961 
1971 
1961 
1961 
1961 
1955 
1955 
1961 
1956 
1956 
1954 

100 
245 11667 Malamig, Sto. Cristo, 

Baliwag, Bulacan 112 12.2 11.0 - 1.14 - 1.21 0.95 13.57 1966 
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ANN=X TABLE VII-B-1 (Continued) 

CD4 BP Nwninal Static Pumping Test Specific 
Well 

Number 
Well 

Number Location 
Diameter 

) Toal Cased 
Water 
Level 

Water 
Level 

Yield 
(1p) 

Capacity 
(Ps/m 

Year 
Comleted 

246 Pepsi Cola Plant, - 7.3 
San Fernando 365.8 -15.5 1966 

247 Pilar Village,
San Fernando 118.9 

(19T7) 

-12.0 9.45 1973 
248 Pilar Village,

San Fernando -10.4 1976 
249 Cosmos Plant, San Fernando -12.2 -16.6 22.05 5.01 1973 
250 
251 
252 
253 

Cosmos Plant, San Fernando 
Central Luzon Gen. Hospital 
PASUDECO, San Fernando 
PASUDECO, San Fernando 

304.9 
304.9 

-12.6 

- 6.2 
- 5.2 

6.30 

37.8 

1975 
1964 
1976 
1976 

254 SFELAPCO, San Fernando 137.2 -12.2 1975 
255 Coca-Cola Plant, San Fernando - 7.6 

- 7.3 6.93-, 1957 

256 Coca-Cola Plant, San Fernando 
(1975) 
- 7.6 
- 7.3 6.93 1965 
(1975) 
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Pupping Time 

0 

0.5 

1 

1.5 

2 

2.5 

3 

3.5 

4,

4.5 
5 

6 

7 

8 

9 


10 

12 

i5 

18 

20 

25 

30 

35 

40 

45 

50 

55 

60 

70 

80 

90 

100 


AN= TA13LE VII-B-2 

CONTANT RATE PUNPING TEST - SAN PENANDO CDX NO& 3
 

Datat 	 Start Pumping 12 February 1977, 12:15 pm 
Start Recovery 14 February 1977, 12S15 pm 
Pmping Rate 44.1 lps
 
Original SWL of
 

Pumping Well 11.0 m
 
Origiuna SWL of
 

Obeervation Well1O.63 m
 

DRAWDOWN 

Pmin&n Well Data Observation Well Date
 
Water Level Drawdown Water Level Drawdomn
 

11,0 0 	 10.63 0
 
19.90 8.90 10.65 0.02 
20.65 9.65 10.61 0.02 {+) 
20.92 9.92 10.63 0
 
21.20 10;20 10.64 0.01 
21.51 10.51 10-64 0.01
 
21.87 10.87 10.64 0.01
 
22.50 11,50 10.65 0.02
 
23.67 12.67 10.66 0.03
 
23.50 12.50 10.67 0.04 
24.12 13.12 10.68 0.05
 
24.35 13.35 10.70 0.07 
24.56 13.56 10.73 0.10
 
25.00 14.00 10.76 0.13 
25.27 14.27 10.78 0.15 
25.43 14.43 10.80 0.17 
25.80 14.80 10.86 0.23
 
26.25 15.25 10.92 0.29
 
26.68 15.68 11.00 0.37
 
26.90 15.90 11.05 0.42 
27.40 16.40 	 1.16 0.53 
27.81 16.82 11.26 0,63
 
28.17 17.17 11.36 0.73
 
28.34 17.34 11.45 0.82
 
28.38 17.38 11.52 0.89
 
28.65 17.65 11.61 0.98
 
28.88 17.88 11.70 1.07 
29.00 18.00 11.84 1.21
 
29.48 18.48 11.92 1.29 
29.77 18.77 12.05 1.42 
29.90 18.90 12.17 1.54
 
30.05 19.05 1226 1.63
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AINEX TABLE VIl-B-2 (Continued) 

Pumping Well Data Observation WLDat. -
Pumping Time Water Level Drawdown Water Level Drawdown 

110 30.16 19.16 12.36 1.73 
120 30.29 19.29 12.46 1.83 
150 30.57 19.57 12.69 2.06 
180 30.80 19.,80 12.89 2.26 
210 31.27 20.27 13.08 2.45 
240- 31.44 20,44 13.25 2.62 
270 31.61 20.61 13.40 2.77 
300 31.75 20.75 13.53 2.90 
330 31.87 20s87 13.66 3.03 
360 31.95 20.95 13.76 3.13 
420 32.14 21.14 14.00 3.37 
480 32.15 21.15 14.15 3.52 
540 32.69 21.69 14.30 3.67 
600 32.96 21.96 14.45 3.82 
660 33.12 22.12 14.55 3.92 
720 33.20 22.20 14.70 4.07 
780 33.26 22.26 14,80 4.17 
840 33.30 22,30 14.90 4.27 
900 33.41 22.41 14.95 4.32 
960 33.52 22.52 15.04 4.41 

1020 33.61 22.61 15o13 4.50 
1080 33,72 22.72 15.19 4.56 
1140 
1200 

33.75 
33.63 

22.75 
22.63 

15.21 
15.31 

4.58 
4.68 

1260 
1320 

33.68 
33.74 

22.68 
22.74 

15.38 
15.43 

4.75 
4.80 

1380 33.76 22.76 15.48 4.85 
1440 
1500 

33.72 
33.78 

22.72 
22.78 

15.52 
15.56 

4.89 
4.93 

1560 33,82 22.82 1560 4.97 
1620 33.92 22.92 15.63 5.00 
1680 33.94 22.94 15.68 5.05 
1740 34.12 23.12 15.73 5.10 
1800 34.21 23.21 15.80 5.17 
1860 34.37 23.37 15.83 5.20 
1920 34.39 23.39 15.85 5.22 
1980 34.43 23.43 15.89 5.26 
2040 34.48 23.48 15.94 5.31 
2100 34.50 23.50 15.98 5.35 
216o 34.54 23.54 16.00 5.37 
2220 34.57 23.57 16.06 5.43 
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AN= TABLE VII-B-2 

PRning Well Data 
Pumping Time Water Level Drawdown 

(min) (M)C m) 

2280 34.59 23-59 
2340 34.60 23.60 
2400 34.67 23.67 
2460 34.72 23.72 
2520 34.82 23.82 
2580 34.89 23.89 
2640 35.08 24.08 
2700 34.95 23.95 
2760 34.95 23.95 
2820 34-94 23.94 
2880 35.00 24.00 

(Continued) 

.Obser qa Well Data 
Water Level Drawdown 

LMm .. (M) 

16.11 5.48 
16.14 5.51
 
16.17 5.55 
16.20 5.57 
16.22 5.59 
16.24 5.61
 
16.28 5.65 
16.32 5.69
 
16.35 5.72
 
16.37 5.74 
16.38 575
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ANNEX TABLE VII-B-2 (Continued) 

RECOVERY 

Time Since Time Sinoe Pumping Well Observation Well 
Pumping Started Recovery Started Recovery Reoovery 

2880 0 0 0 
2881 1 11.31 0.04 
2882 2 12.17 0.05 
2883 3 12.78 0.06 
2884 4 13.28 0.08 
2885 5 13.66 0.10 
2886 6 14.02 0.12 
2887 7 14.32 0.15 
2888 8 14.56 0.17 
2889 9 14.82 0.20 
2890 10 15.03 0.22 
2892 
2895 

12 
15 

15.41 
15.86 

0.26 
0.34 

2900 20 16.46 0.45 
2905 25 16.84 0.57 
2910 30 17.20 0.68 
2920 40 17.74 0.85 
2930 50 18.11 1.02 
2940 60 18.42 1.16 
2950 70 18.67 1.31 
2960 80 18.87 1.41 
2980 100 19.21 1.62 
3000 120 19.48 1.81 
3030 150 19.81 2.03 
3060 180 20.06 2.21 
3120 
3180 

240 
300 

20.45 
20.73 

2.52 
2.77 

3240 
3360 

360 
480 

20.96 
21.29 

2.96 
3.23 

3420 540 21.45 3.35 
3480 600 21.59 3.54 
3600 720 21.80 3.69 
3840 960 22.10 4.02 
3960 1080 22.22 4.12 
4080 1200 22.32 4.19 
4260 1380 22.45 4.34­
4320 1440 22.50 4.40 
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ANX TABLE VII-B-3.
 

CONSTANT RATE PUMPING TEST - CDM WELL NO. 4
 

Data: Start Pumping 21 XV7 1977, 9100 am 
Pumping Rate 9.5 lps 
Original Statio 

Water Level 8.63 m 

DRAWDOWN TEST 

Pumping Time
(min)] 

Water Level Drawdown
L,m (M ) 

Pumping
,M 

Time Water Level
(m) 

Drawdown 
6(,) 

0 8.63 0 22 15.98 7,35 
1 13.87 5.24 24 16.13 750 
2 14.09 5.46 26 16.10 7.47 
3 
4 

14.39 
14.66 

5.76 
6.03 

28 
30 

16.13 
16.16 

7.50 
7.53 

5 
6 

14.88 
15.03 

6.25 
6.40 

32 
34 

16.10 
15.98 

7.47 
7.35 

7 15.12 6.49 36 16.10 7.47 
8 15.12 6.49 38 1616 7.53 
9 15.21 6.58 40 16.22 7.59 

10 15.30 6.67 45 16.25 7.62 
11 15.37 6.74 50 16.31 7.68 
12 15.49 6.86 55 16.34 7.71 
13 15.55 6.92 60 16.43 7.80 
14 15.58 6.95 70 16.62 7o99 
15 15.61 6.98 80 16.37 7.74 
16 15.64 7.01 90 16.37 7.74 
17 15.79 7.16 120 16.1o 7.47 
18 15.79 7.16 150 16.16 7.53 
19 15.85 7.22 
20 15.76 7.13 

I-b-15 



ANEX TABLE VII-B-4 

CONSTANT RATE PUMPING TEST - CDM WELL NO, 5 

Datas 	 Start Pumping 20 May 1977, 1:00 PM 
Pumping Rate 6.3 lps 
Original Statio
 
Water Level 9t22 m
 

DRAWDOWN TEST 

Pumping Time Water Level Drawdown Pumping Time Water Level Drawdown(min)... . I - (m-) (min) (R) LM) 

0 9,22 0 	 22 28.32 19.10
 
1 20.38 11.16 24 28.41 19.19 
2 22.57 13.35 26 28.45 19.23
 
3 24.11 14.89 28 28.53 19.31
 
4 25.10 15.88 30 28.58 19.36
 
5 25.53 16.31 31 28.66 19.44
 
6 25.84 16.62 34 18.71 19.49 
7 26.12 1,6.90 36 28.75 19.53
 
8 26.42 17.20 38 28.77 19.55
 
9 26.80 17.58 40 28.84 19.62 
10 27.08 17.86 45 29.17 19-95 
11 27.21 17.99 50 29.26 20.04 
12 27.31 18.09 55 29.32 20.10 
13 27.59 18.37 60 29.41 20.19
 
14 27.67 18.45 70 29.47 20.25
 
15 27.74 18.52 80 29.50 20.28
 
16 27.80 18.58 90 29.62 20.40
 
17 27.84 18.62 120 29.76 20.54
 
18 27.95 18.73 150 29.93 20.71
 
19 28.05 18.83
 
20 28.20 18.98
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ANNEX TABLE VII-B-5
 

CONSTANT RATE PUMPING TEST - GDN WELL NO. 
 6 

Data: 	 Stert Pumping 24 May 1977, 9:15 am 
Pumping Rate 18.9 ipe 
Original Statio
 

Water Level 8.33 m
 

DRAWDOWN TST 

Pumping Time Water Level Drawdow Pumping Time Water Level Drawdown 

0 8.33 0 
 22 21.55 13.22
 
1 15.50 7.17 
 24 21.59 13.262 16.93 
 8.60 26 21.67 13.34
 
3 17.91 9.58 28 
 21.73 13.40
4 18.62 10.29 30 21.80 13.47
5 19.12 10.97 32 21.90 13.576 19.55 11.22 
 34 21.96 13.637 19.89 11.56 36 22.03 13.70
8 20.19 11.86 
 38 22.07 13.74
9 20.36 12.03 40 22.09 12.76
 

10 20.55 12.22 45 
 22.23 13.90

11 20.63 12.30 
 50 22.32 13.99

12 20.73 12.40 
 55 22.40 14.07

13 20.83 12.50 
 60 22.41 14.08
 
14 20.88 12.55 70 
 22.61 14.28

15 21.04 12.71 
 80 22.70 14.37

16 21.14 12.81 90 
 22.77 14.43

17 21.20 12.87 120 
 22.92 14.59

18 21.29 12.96 
 150 22.97 14.64 
19 21.37 13.04 
20 21.39 13.06 
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ANNEX TABLE VII-B-6 

CONSTANT RATE PUMP3IG TEST - CDM WELL NO. 7 

Data: Start Pmping 25 aRY 1977, 700 pm 
Pumping Rate 25.2 ips
 
Original Statio
 

Water level 10.7 m 

Pumping Time Water Level 
(min) (M()m) 

0 10.71 
1 14.66 

2 14.86 
3 14.84 
4 15.02 

5 15.19 
6 15.24 

7 15.37 

8 15.55 
9 15.6o 


10 15.55 
11 15.69 

12 15.62 
13 15.68 

14 15.73 

15 15.80 

16 15.80 

17 15.84 
18 15.91 
19 15.92 
20 15.93 

DRAWDO1WN 

Drawdown 

0 
3.95 

4.15 
4.13 
4.31 

4.48 
4.53 

4.66 

4.84 
4.89 

4.84 

4.98 

4.91 
4.97 

5.02 

5.09 
5.09 

5.13 
5.20 
5.21
 
5.22
 

TEST 

Pumping Time 
(mM) 

22 

24 

26 
28 
30 

32 
34 

36 

38 
40 

45 

50 

55 

60 

70 

80 

90 

120 
150 

Water Level Drawdown 
(M)) 

16.08 5.37 
16.15 5.44 
16.17 5.46 
16.31 5.60 
16.35 5.64 
16.39 5.68 
16.46 5.75 
16.54 5.83 
16.54 5.83 
16.55 5.84 
16.67 5.96 
16.79 6.08 
16.91 6.20 
17.01 6.30 
17.10 6.39 
17.16 6.45 
17.29 6.58 
17.55 6.84 
17.78 7.07 

VII-B-18
 



ANNEX TABLE VII-B-7 

CONSTANT RATE PUMPING TEST - CDM WELL NO. 8 

Data: 	 Start Pumping 20 May 1977, 9:00 am 
Pamping Rate 6.3 ips 
Original Static 

Water Level 9.15 m 

DRAWDOWN TEST
 

Pumping Time Water Level Drawdown Pumping Time Water Level Drawdown(min) ... .. m) _(m) (0m (m) .. . (m) 

0 9.15 0 	 22 22.03 12.88
 
1 16.39 7.24 24 22.16 13.01
 
2 18.06 8.91 26 22.25 13.10
 
3 18.75 9.60 28 22,,36 13.21 
4 19.28 10.13 30 22.46 13.31

5 	 19.61 10.46 32 22.57 13-42
6 	 20.02 10.87 34 22.68 13.53 
7 20.20 11.05 36 22.77 13.62
 
8 
 20.35 11.20 38 22.84 13.69
 
9 20.55 11.40 40 22.93 13.78
 

10 
 20.73 11.58 45 23.15 14.00 
11 20.86 11.71 50 23.30 14.15 
12 21.00 11.85 55 23.48 14.33
 
13 21.14 11.99 60 23.68 14.53
 
14 21.29 12.14 70 23.90 14.75
 
15 21.43 12.28 80 24.07 14.92
 
16 
 21.49 12.34 90 24.26 15.11 
17 21.63 12.48 105 24.70 15.55 
18 21.70 12.55 120 24.87 15.72 
19 21.82 12.67
 
20 21.86 12.71
 

VII-B-19
 



DESCRIPTIVE DATA GRAPHIC LOG
 

DEPTH CAIG SRTFCIO 
WELL NO. (CDM) 2 M) (FT) CASING STRATIFICATION 

(OTHER) __GROUNDSURFAC 
LOCATION BARRIO STO. ROSARIO - GROUND SURFACE 

C I T Y 
STQ 

____ 

TOMAS 
____ _ 

"R-" 
Z.._ BRO W N 

CLAY 
CL A Y 

PROVINCE PAMPANGA 6"7"-2 

CONST. BY B.P.W. 
DRILLER .... _- - -
STARTED 
COMPLETED - 970 "- -

BLUE SANDY CLAY 
WITH SHELL 

OWNER B.RW. -

STATUS _-_-___ --
CASING DIAMETER 150 MM , - -

" CASING LENGTH 144.8 M .---

DRILLER'S TEST DATA: 

DATE 
 BLUE STICKY CLAY 
STATIC WATER LEVEL GROUND LEVEL 
PUMPING WATER LEVEL 1.5--- ---

TEST PUMP YIELD 50.4 L PS --

SPECIFIC CAPACITY 33.6 LPS/M --

REMARKS: 
 7, 23. SANDY CLAY WITH GRAVEL 
762.1 250 

_- L.-i 
---"4. 4M­

-- ASIILIT S-UD FLUE SANDY CLAY 

-I- ADADGAE-SY.-_D -- U 
WATER QUALITY DATA: -'' 

.- -:-­

"m~i 4a . / . . . 
a'.. '.P(' SAND) AND GRAVEL 

ANN~EX FIGURE VII- B-I 
WELL DATA SHEET,EASBILITY STuDY FOR WATER LWUJIA-CDMlI WELL CD M-2 

SUPPLY OF SECOND TEN URBAN AREAS ~ LIISAN FERNANDO WATER DISTRICT 



DESCRIPTIVE DATA 	 GRAPHIC LOG 

WELLNO.(CDM)- ___ (M) e(FT) CASINO STRATIFICATION 

(OTHER) CL- 35,46
 
LOCATION BARRIO DEL ROSARIO -M- GROUND SURFACE
 
CITY SAN FERNANDO :. P.MICRV WIT
PROVNCE 	 SILTAM PNGABROWN
PROVINCE.. PAM NA 'GRAY SAND LAYERED FINE-MED 
CONST..BY_. Q: dED-COARSE, SOME PUMICE 

DRILLER 	 _.,.___.__ _GRAVEL
 

__SANO PE~aLEPE._.D-.DLE SILTYDRANULES
STARTED 	_ 19 1976 It I .4 WITH SALTYANDCOM PLETED OCTOBER 

OWNER N.I.A. 35 114.8 WHITE PUMICE GRAVEL WITH SAND
 

OWNER N -. SILT AND CLAY WITH GRAVEL
 

STATUS \_( LIGHT GRAY WHEN DRY)

MTAN 	 SILT AND CLAY WITH SOME

CASING DIAMETER 350 MM AND 200 MM SAND, SOME GRAVEL
 

CASING LENGTH- 60 M AND 246 M
 
L268 	 BROWN SILT AND SAND 

GRAY AND GREENS 8LT AND FINE 

2\\ 	 SA_ WIT" MANY SHELS71 
75 244.0 GRAY CLAY OME SILT AND SHELL 

DRILLER'S TEST DATA c. -,,:: SOMESHAD A 
DATE MARCH 1291977 DAEARH"O RAY CLAY, SOME SILT,SOME SHELLS 

STATIC WATER LEVEL 11.0 M 
. . TAN AND GRAY SILT AND FINE-r--a-TPUMPING WATER LEVEL 35.0 M T D S D 

TEST PUMP YIELD 44.1 LPS SAND LAYERED, SOME GRAVEL 

1.84 LPS/M 	 - - SOME ASH LAYERS, SOMESPECIFIC 	 CAPACITY PUMICE 

R E M AR 	K S :~ll U 1 5 rIII11 
tI"IGRY, F NE-ME SAND AND SILT 

CL-46 WAS DRILLED DUE TO COLLAPSE ..
 

IN CL- 35. EACH ARE ABOUT 00-100 M. .-.
 
AWAY IN BARRIO DEL ROSARIO.- GYNE AEA
OY,..,__ 

' 	

GRA FNE- MEO -COA RSE AN D 
77 WITH SOME PEBBLES AND 

j-i te SOME SILT LAYERED WITH 
SILTY FINE-MED-COURSE SAND 
SOME GRAVEL SHELL FRAO,-- .- 1 ; SOME SILT LAYERS SOME 

111.9--~ ASH LAYERS. 

* I~i ";-

WATER QUALITY DATA: 	 *._ ­

:..7 

250 020 

III
 
I 


FIGURE VII-B-2ANNEX 
WELL CDM - 5DATA SHEETWELL

EA S IILIT Y ST U Y FOR WAT E RLW UA 'CDM SAN FERNANDO WATER DISTRICTUPLY OF 	 SCOND TN URBAN ARES 

http:PE._.D-.DL
http:CONST..BY


DESCRIPTIVE DATA GRAPHIC LOG
 

WELL NO. (CDM)
(OTHER) 

LOCATION
CITY 

WELLNO.___DM)EPTH

4ET 
10862 
BARRIO SAN PEDRO 
SAN FERNANDO 

. .. . 
--

CASING STRATIFICATION[(M)______I_
-- GROUND SURFACE 

- _ROWN SUCE 
STICKY CLAY 

PROVINCE 
CONST BY 
DRILLER 
STARTED 
COMPLETED 
OWNER 
STATUS 

CASING DIAMETER 
CASING LENGTH 

PAMPANGA 
B.PW. 

_---'­

1958__ 
SAN FERNANDO- WD 
PRODUCTION WELL 
200 MM 
2118.6 M-''­

67.1 220 

_-'_'--__._ 

--­_--_ 

-__ 

-

- -

BLUE 

BLUE 

STICKY 

SANDY 

CLAY 

CLAY 

DRILLER'S TEST DATA: 

7 . 7 

: 
25 68**' 

1. ~ ~.S 
SAND 

SAND 
SAND 

AND GRAVEL 

DATE 1958 
DATE 158

STATIC WATER LEVEL ABOVE GROINb CEVEL 
PUMPING WATER LEVEL GROND LEVEL 
TEST PUMP YIELD 
SPECIFIC CAPACITY 

0 

I 

121:1 

305 "..0"05..'."" -­-- - '­

-~ 

- . 

SANDSTONE 

BLUE SANDY CLAY 

_____N__' 

BLUE STICKY CLAY 

SAND 

, 

- ' - - BLUE STICKY CLAY 

REMARKS 

1977 TEST DATA: 

4. 

1595 

0 

52 

~ 

--

-

-
BROWN SANDY CLAY 

STATIC WATER LEVEL 
PUMPING WATER LEVEL 
TEST PUMP YIELD 
SPECIFIC CAPACITY 

-8.5 M 
-17.9 M 
11.9 LPS 
1.26 LPS/M 

0--0-" 

-

,5 

BLUE 

BAND 

SANDY CLAY 

:: SANDSTONE 

WATER QUALITY DATA: 

ANNEX FIGURE VII-B-3 
WELL DATA SHEET 

FEASIBILITY STUDY FOR WATE LWUA 
SUPPLY OF SECOND TEN URBAN ,,AREA,LWJ-CDM SAN 

WLL 
FERNANDO 

CDM-4 
WATER DISTRICT 



DESCRIPTIVE DATA 	 GRAPHIC LOG
 

DEPT HI 
(M) (T) CASINO STRATIFICATION 

WELLNO. (COM) 	 5_ 
6260tOThER) 

OAy" CAPITOL T ,TESTO. -I! -O - GROUND SURFACE 

YELLOW CLAY 

____ ___ __ ___ ____ _ $,1_ 	 ___ 20 ­

-- - BLUE CLAY
CONST.SBY 8.P.W.
 
DRILLER s1 . _--.-_ Y
- B NO-A 
STARTED 4.4 ANDY CLAY 

COMPLETED 	 ­.- BLACK CLAY 
OWNER SAN FERNANDO- WD 30.5 100 SNYCA
 

STATUS ---	 PRODUCTION WELL 3.6 120 .... 9ADYLA 

CASING DIAMETER 8 INCHES (200 MM) 0T B--LUE STICKY CLAY 

CASING LENGTH 561 FEET (171.0 M) 

49.4 162 -

DRILLER'S TEST DATA _ BLACK CLAY 
DAl E _63.1 207 -

STATIC WATER LEVEL -1.5 M 
 ADOBE CLAY 

FREE FLOWING 70.1 230 .... SN 
PUMPING WATER LEVEL -13.7 M ME SAND

7 .? 2153 	 " 
TEST PUMP YIELD 12.6 LPS ______o0 
SPECIFIC CAPACITY L03 LPS/M "0 SAND WITH GRAVEL 

0&6.4 
 290 

BLUE STICKY CLAYREIJARKS" 

1977 TEST DATA:
 
STATIC WATER LEVEL -9.1 M 10.7 350 /AO
 

ADOBE
 
PUMPING WATER LEVEL -32.9 M 114.0 S4 WI 
TEST PUMP YIELD 7.4 LPS 0od SAND WITH GRAVEL 
SPECIFIC CAPACITY 0.31 LPS/M 11.9 390 

-- 13LUE STICKY CLAY 

WATER QUALITY-DATA: 	 132.6 435 
ADOBE CLAY
131.7 455 :__.:..__..
8LUE STICKY CLAY141.8 465 ­

144.61 14.47475 -	 SANDSTONE 

SANDY CLAY 
,50.1 495 

.-- BLUE STICKY CLAY 

164.6 440 .......
1662 545 
969.6 557 	 SANDSTONE ­
171.0 561 	 ITHAYEL 

ANNEX FIGURE VII-B-4 
2LL DATA SHEETFEISIBILITY STUDY FOR WATER/IIA €( !'f!A 	 WELL CDM-5SUPPLY OF SEM14C 

OU-, 
TEN URBAN AREAS L-WUA-CDU SAN FERNANDO WATER DISTRICT 



DESCRIPTIVE DATA GRAPHIC LOG 

DEPTH CASIN1 STRATIFICATION 

WELL NO. (CDM) 6 (M) (FT) __CASI ___TRATIFICATION 
(OTHER) 5769 

LOCATION WATERWORKS, DOLORES ,-GROUND SURFACE 

CITY SAN FERNANDO . SANDY CLAY 

PROVINCE PAMPANGA 7.6 25 __ 
CONST. BY B. W.-- -_- YELLOW STICKY CLAY 

DRILLER _ _--- ---
STARTED 30.5 o . S-$AND 
COMPLETED - 1953 .1 125 _, 
OWNER SAN FERNANDO-WD 

- B STICKY CLAYSLUESTATUS PRODUCTION WELL 

CASING DIAMETER 200 MM 595 195 .. UTI 
CASING LENGTH 2 20.4 M . BLUE STICKY CLAY 

CASING L NH6 0 SAND 

I. 6 . - YELLOW STICKY CLAY 
DRILLERIS TEST DATA: II: lin SAND 

DATE 
STATIC WATER LEVEL 2. I M - -- BLUE STICKY CLAY 

PUMPING WATER LEVEL _..____-___ ----
TEST PUMP YIELD 12.6 LPS - -

SPECIFIC CAPACITY _ _2.0 400 - _ ADOBE CLAY 

11.0 420 ADOBE ROCK 
135.7 445 

SANDY ROCK
 

REMARKS: 
152.4 500 "­

1977 TEST DATA: 153.9 500 . SAND WITH GRAVEL 

STATIC WATER LEVEL -8.2 M " "-. .... : SANDSTONE 

PUMPING WATER LEVEL -23.1 M ...-_.:SANDSTONE 
TEST PUMP YIELD 19.2 LPS 
SPECIFIC CAPACITY 1.29 LPS/M . t SADAN RAE 

" ' SAND AND GRAVEL 
I .4 654 1. 

SANDSTONE 

220.4 723 '"' _,_"_ _ __,__ 

WATER QUALITY DATA: 

ANNEX FIGURE VII-B-5
 
WELL DATA SHEET
 

FEASIBILITY STUDY FOR WATER WELL CDM -6 
SUPPLY OF SECOND TEN URBAN AREAS' LWUA" CDM SAN FERNANDO WATER DISTRICTI 



DESCRIPTIVE DATA 


WELL NO. (COM) 14 

(OTHER) 42-59-11 
LOCATION DOLORES 

CITY SAN FERNANDO 
PROVINCE PAMPANGA 
CONST.BYBOWN 


DRILLER 
STARTED 
COMPLETED - 1959 

OWNER B.PW. 
STATUS 

CASING DIAMETER 150 MM 

CASING LENGTH 198.2 M 

DRILLER'S TEST DATA: 

DATE
 
STATIC 	 WATER LEVEL GROUND LEVEL 
PUMPING WATER LEVEL -17. 4 M 

TEST PUMP YIELD 13.5 LPS 

SPECIFIC CAPACITY 0.78 LPS/M 

REMARKS: 


WATER 	 QUALITY DATA: 

DEPTH 

(M) (FT) 

-

6. 2o 
9. 5 

72 

16. 120 

4&3 152 

73.2 240 

.	 20 o 

590 

15.0 410 
19.6 425 

14U 460 

101.4 595 

.198.9 650 

GRAPHIC LOG
 

CASING ST ATIFICATION 

GROUND SURFACE 
_____ONUFC
 

Iml"- B T LR CLAY
 
-- O-0 wL-Y
 

CLAY
 

:TARTED 	 BROWN STICKY CLAY 

BLUE STICKY CLAY 

BROWN 	 STICKY CLAY 

SLUE STICKY CLAY 

SAND 

BLUE STICKY CLAY 

B 

$AND
 
SAND 

BLUE SANDY CLAY 

ol'r STICKY CLAY 

. SSAND 

ANNEX FIGURE VII-B-6 
WELL DATA SHEET
 

WELL CoM -14
FEASIBILITY STUY FOR WATER A 
SUPPLY 	 Oi SECOND TEN URIAN ANIA$ L "UACDM SAN FERNANDO WATER DISTRICT 



DESCRIPTIVE DATA GRAPHIC LOG
 

DEPTH CASING STRATIFICATION 
WELL NO. (CDM) 17 MFT I 

(OTHER) 436812 -- GROUND SURFACE 
LOCATION BARRIO ANAO MEXICO .. 
CITY _______ (OTIPROVIWJCE PAMPANGA
CONST. BY D -- .. _________B.RW.,,oe 
DRILL ER 

.-_OO_--S etu c.A;STARTED __:__"'__.____ ___...___: 

T .SANDCOLEED.. 19. 

OWNER B.P.W . 21.3"70 ,' .
STATUS 

CASING DIAMETER _ _.__ _: M . . S ANDSTONI[;,.-,.:..005 
CASING LENGTH 100.6 M 10, .2-

DRILLER'S TEST DATA: 

47.9 157
 
STATIC WATER LEVEL -3.6 M
 
PUMPING WATER LEVEL , . :.
 
TEST PUMP YIELD "
 
SPECIFIC CAPACITY " SANDSTONE
 

DATE 


REMARKS: 7* * __________ ~ ~~ 

0-.0"05, 
 °4':" 
 SANDSTONE
 

100.6 330 

'II 

WATER QUALITY DATA: 

ANNEX FIGURE VII-B-7 
WELL D= SHEET 

FEASIBILI TY STUDY FOR WATER WELL CDM-17
SUPPLY OFSECOND YN LWUA-CDM SAN FERNANDO WATER DISTRICT 



DESCRIPTIVE DATA GRAPHIC LOG
 

DEPTH I CASING ISTRATIFICATION 
WELL NO. (CDM) 27 (M) (FT) .. I1 

(OTH E R ) - -G R O U NDS U R FA C E 
LOCATION BARRIO SANTA MARIA --- GROUNDSURFACE 
CITY MEXICO -­

- - ROWN CLAYPROVINCE PAMPANGA 
CONST.BY B. W. _ 25­27-


0.1 30 SANDDRILLER 
-7_40B - BLUE CLAYSTARTED 

3 401968
COMPLETED 


OWNER BPW -- - BLUE CLAY WITH SHELL 

STATUS 22 722 -- ---

CASING DIAMETER 150 MM - --
CASING LENGTH 

YELLOW CLAY 

DRILLER'S TEST DATA 

DATE 12 -39.0 


STATIC WATER LEVEL -0.9 M SAND
 

51.5 PS X " ADOBEPUMPING WATER LEVEL -2 I M 44.2 145 *O:_
 

TEST PUMP YIELD 51.5 LPS 154
 

SPECIFIC CAPACITY 26. 25LPS/M' SAND
 
SEIICAAIY50.9 
 Is? * 

ADOBE 

55.5 lot 
,NU SANDSTONE
 

REMARKS; 1 194S .. 

ADOBE
 

66.6 225 ~ '. 

.:,,..., SANDSTONE 

......................... ...... ,. ,..', _____________.._____
 

322.
WATER QUALITY DATA: "90.9 2 .. .. ,...,, 

, , .. : .," SA NDSTONE:: .: ':t 


ANNEX FIGURE VII- B-8 
WELL DATA SHEET 

FEAS'5ILITY STUDY FOR WATER WELL CDM-27 
SUPPLY OF SECOND TEN URBAN AREAS LWUA-CDM SAN FERNANDO WATER DISTRICT 

JL_~~~~ ~~~~~i ii i i l~ i\ 



DESCRIPTIVE DATA GRAPHIC LOG 

WELL NO.CGM) 

(OTHER)
LOCATION 
CITY________ 

PROVINCE 
CONST BY 

DRILLER 

STARTED 

COMPLETED 
OWNER 
STATUS _ILUE 

CASING DIAMETER 

CASING LENGTH 

69(M 

10858 
LUB., 

PAMPANGA 
B.PW. 

1957 

B.P.W. 

250 MM 

284 I M 

_ 

-

DEPTH CASING 
(F)I_________ 

---­

-

25.9 65 

STRATIFICATION 

OU SURFACE 

LUE CLAY 

STICKY CLAY 

72.3 
72.9 

237 
239 SAND 

DRILLER'S TEST DATA: 

DATE 
STATIC WATER LEVEL -4 
PUMPING WATER LEVEL__ 
TEST PUMP YIELD__ 
SPECIFIC CAPACITY 

M 

REMARKS: 

-- -- BLUE STICKY CLAY 

WATER QUALITY DATA:,, 

2415 792 
BROWN SANDY CLAY 

250.0 820 
SAND 

SANDY CLAY 

253.7 832 

274.1 	 99 -

LIGHT BLUE CLAY AND SHELLS 

214.1 932 

ANNEX FIGURE VII-B-9 
WELL DATA SHEET 

FEASIBILITY STUDY FOR WATER 
SUPPLY OF SECOND TEN URBAN AREAS 

IWELLLWUA-MLjIVl SAN FERNANDO CDM- 69WATER DISTRICT 
ii i i i iiiii i i i i l 3 



10 * 
0 

PUMPING RATE = 44.1LPS 
48- HOUR SPECIFIC CAPACITY -I.84LPS/M 

12 
cf, 

I* 14 
w 

0 

0 

z16 

0 

22 

.24 

5 10 

TIME 

ANALYSIS BY JACOB'S MODIFICATION OF 
THE THEIS NON-EQUILIBRIUM FORMULA 

0. 183Q 
a S 

Q 3810 CUMO 
T = 194 CUMD/ M 

FEAS181LITY STUDY FOR WATER A-CDM 
SUPPLY OF SECOND TEN URB N AREAS L A 

OF 
50 

PUMPING 
0 

( MINUTES) 
500 1000 5000 

ANNEX FIGURE VII-B-1O 
ODNSTANT RATE PUMPING TEST 

PUMPING WELL CDM-3 
SAN FERNANDO WATER DISTRICT 



12 

13 	 _ 

PUMPING RATE 44,1 LPS 3810 CUMD 

14 T~4l 

15 NOTE: CURVE TOO AL:URATE FOR RELIABLEc" 
 ANALYSIS 
- I 

i 16 

>- 17 

0 18 -	 "7 
0::
w.,

< 20i 
0j 
<t 21 

ANALYSIS 	BY JACOB'S MOOIFICATION OF
THE THEIS NON-EQUILIBRIUM FORMULA

22 	 O. 83 

Q = 3810 CMD
 
23 T= 179 CUMD/M
 

24 	 1 _ _ _ _ _ _ _1 
5 	 10 50 O0 500 1000 5000 

TIME AFTER PUMPING STOPPED(MINUTES) ANNEX FIGURE VII-B-II 
RECOVERY FROM CONSTANT RATE 

FEAS11BLITY 	 STUDY FOR WATER PUMPING TEST PUMPING WELL CDM-3SUPPLY OF SECOND TER.PUR8AN AREAS LWU A-CDM 	 SAN FERNANDO WATER DISTRICT 



00 0 0 F 0 	 ?oo 29 days 0 020 days 

0 	 1440 
0| 

0 

0 0 

SPUMPING RATE = 44.1 LPS- 3810 CUMD 

OBSERVATION WELL 80 METERS
FROM PUMPING WELL 

V)2 

fXwI-n-	
AS: 2.88 M 

IJLI 

w 

3.83 

a 	 r 

5. 	 ANALYSIS BY JACOB'S MODIFICATI ON OF
 
THE THEIS NON- EQUILIBRIUM FORMULA
 

T =- ~83 S =2.25 Tto 

Q= 5810CUMD r = 80M
 
T= 242 CUMD/M S = 0002
 

6 I .I 	 _ _ _ _ _ _ 

5 10 	 50 00 	 500 1000 5000 

TIME OF PUMPING (MINUTES) 	 ANNEX FIGURE VII-B-12 
CONSTANT RATE PUMPING TEST 

OBSERVATION WELL CDM-3FEASIBILITY STUDY FOR WATER 	 SAN FERNANDO WATER DISTRICT
SUPPLY OF SECOND TEN URBAN AREAS LENADO 	 ARD 



to 
30 

01440 days 0.021 days 

0 
o00 

00 
)1 

00 

0 

0 o 

Ix 
0o 

0J\ 
PUMPING RATE 44.1 LPS =3810 CUMD 
OBSERVATION WELL 80 METERS FROM
PUMIN WELL 

2E 

>- T 
IJ 

0 
0LJ 3 

As M 

w 

ILI 
I-

S4 

5 10 50 100 500 1000 5000 
TIME AFTER PUMPING STOPPED (MINUTES) 

ANALYSIS BY JACOBS 'r10!FICATION OF
 
THE THEIS NON-EQUILi~iUM FORMULA
 

0.183 Q 2 25Tto ANNEX FIGURE VII-B-13 
a S0=3810CUMDr80 r2 0RECOVERY

S-0.2 FROM CONSTANT RATE 
T 238 CUM/M PUMPING TEST-OBSERVATION WELL CDM -3 

FEASIBILITY STUDY FOR WATER SAN FERNANDO WATER DISTRICT 
SUPPLYOII SECOND TEN URBAN AREASIA 



_ 

5 

6) 

6 

5PUMPING 

5 

RATE :9.45LPS150 MINUTE 

SPECIF;C CAPACITY = I 25LPS/M 
I 
0 

1 

z 

00 

00 

000 

5 I0 50 10O 500 

TIME OF PUMPING (MINUTES) 

ANALYSIS BYJACOB'S MOIFICATION OF 
THE THEIS NON-EQUILIBRIUM FORMULA 

0.1830
A S - 86 CUMD 

T~ 100 CUMD/M 

FEASIBILITY STUDY FOR WATR LWUA C 
SUPPLY OF SECOND TEN URBAN ARS LM 

ANNEX FIGURE VII-B-14
CONSTANT RATE PUMPING TEST 

PUMPING WELL CDM-4 
SAN FERNANDO WATER DISTRICT 



12 

13 
PUMPING RATE =6.3 LPS 150MINUTE 

14 

o SPECIFIC CAPACITY-O.30 LPS/M 

cn wn 

I 
I.­

15 
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z 
o17 

S19 

00 

20 

211 

ANALYSIS BY JACOB'S MOOIFICATION OFTHE THEIS NON-EQUILIBRIUM FORMULA 
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AS 
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FEASIBILITY STUDY FOR WATER LWUA--CDM 
SUPPLY OF SECOND TEN URBAN AREAS LWUA-JIY 
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TIME OF PUMPING 

50 
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0 

500 

ANNEX FIGURE VII-1B-15
CONSTANT RATE PUMPING TEST 

PUMPING WELL CDM-5
SAN FERNANDO WATER DISTRICT 



7 

8 
PUMPING RATE- 18.9 LPSSPECIFIC CAPACITY-.29 LPS/M 

9 

L, 
10 

0 13 

14 

0.03
 

1-"
IS 

THES MANT ELLPUMNG TEMT
 
PUMPING WELL CDIM-6FEASI ILITY STUDY FOR WATE LWU -CDM 
 SAN FERNANDO WATER DISTRICTUPPLY OF SECOND TER URGAN AREAS L A 



4.0 0 , 

45 

5.0 

PUMPING RATE x 25.2 LPS 
150 MINUTE 

SPECIFIC CAPACITY= 3 .56LPS/M 

2 

0 

0 6.5 

7.5 

5 10 

TIME OF PUMPING 

50 100 

(MINUTES) 

500 

ANALYSIS BYJACOBS MOFIqCATU'i OF 

THE THEIS NON-EQUILIBRIUM FORMULA 
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FEASILITY STUDY FOR WATER LU -CDA 
SUPPLY OF SECOND TEPURBAN AREAS LWUA-CDM 

ANNEX FIGURE VII-B-17 
COtISTANT RATE PUMPING TEST 

PUMPING WELL CDM-7 
SAN FERNANDO WATER DISTRIC 
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PUMPING RATE- 6.3 LPS 120MINJTE
SPECIFIC CAPACITY-0.40 LPS/M 
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SUPPLY OF SECOND TEJURBAN ARA M 

5 

TIME 
10 

OF PUMPING 
50 

(MINUTES) 
100 500 

ANNEX FIGURE VII - B-18 
CONSTANT RATE PUMPiNG TEST 

PUMPING WELL CDM-8 
SAN FERNANDO WATER DISTRICT 



CIAPTMR VIII ANALYSIS AND EVALUATION OF ALTMNATIVES 

A. GEMRAL
 

This chapter identifies and evaluates the alternatives for source
 
development, treatment facilities, transmission, distribution system

and storage to meet peak-hour demands. Other water omservation and 
augmentation alternatives are also discussed. 

B. WATER SUPPLY SOURCE ALTERNATIVES 

Surface Water Souroes 

The San Fernando River flows through the San Fernando poblacion

and the present water service area from north to south. During the

dry season, the river flow is very low especially upstream from the

San Fernando poblacion. The portion of the river flowing through the
San Fernando core area is badly polluted. Since the water of the 
San Fernando river is badly polluted for municipal water supply use
and the minimum flows are too low for the FER-4D requirements in the
 
year 2000, the San Fernando River is therefore not a potential source 
of water supply. 

The major Pampanga River, above 9ikm east of San Fernando pob­
lacion near the munioipality of San Simon, at Barrio San Juan, has a 
minimum recorded flow of over 850,000 cured, almost 30 times the ER-WD 
requirements for the year 2000. 

The use of surface water from Pampanga River would entail the
 
construction of a diversion structure and complete water treatment
 
works. In addition, two sets of pumps are necessary ­ a sot of low­
lift pumpu to lift raw water to treatment works,and a second set of

hi-h-lift ylmps to pump treated water to the dl stribution system. 

Anotlj'r possible uource of surface water supply is the rivers of

the mountains 20 km or more to the west of San Fernando. A combination 
of these rivers could aupply the FMl-41) requirements for the year 2000,
since none of these rivers have a minimum flow sufficient to meet
this requiremenL. Forthese streams to be used as the water source for
F1R-ND, a combined irr!L4ation-municipal water supply storage dam project
is only prtotical since those streams are widely used for irrigation. 
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Analysis of samples from the PER-WD deep wells shows that the
chemical constituents are within the acceptable limits of the Philip­
pine National Standards for Drinking Water.
 

The deep well in Barrio San Pedro has 0.53 mg/i iron content, ex­ceeding the permissible limit of 0.3 mg/l. Iron in trace amounts isessential for nutrition and drinking water containing iron in unpala­
table and unesthetic concentration would have little effect on the

total daily intake. 
 However, iron and manganese tend to precipitate

as hydroxides and stain laundry and porcelain fixtures. 

The water from the San Fenando River exceeds the permissible

limits for color, turbidity, total dissolved solids, conduotivity,
 
manganese, chlorides and total hardness. 
The water from the Cailugan

River exceeds greatly the permissible limits for color, turbidity,

total dissolved solids, conductivity, total hardness, calcium, magne­
sium, sulfate and nitrate.
 

Water from deepwells within the 1ER-WD, if designed and constructed

with proper safeguards, would not require any treatment. However, inorder to preserve the good quality of water throughout the distribution 
system, disinfection would be necessary at the so,.rces. 
 Disinfection

is discussed in detail in Appendix J, Volume II. For economic and
 
practical reasons (ready availability of the equipment, easy supply and

application, and lasting effectiveness), chlorination is the recommended
 
process of disinfection.
 

D. DISTrIBUTION ALTERNATIVES 

General
 

This section presents the distribiuiion alternatives considered for
the PER-0D. The recommended improvement program for the water system
is discussed in Chapter IX. 

The components of a water distribution system and some of the alter­
natives in planning a system are discussed in Appendix K, Volume II.
The design criteria for the distribution system are given in Appendix

F, Volume II. Appendices P and K were largely developed for the First

Ten Provincial Urban Areas and are applicable to moderate-size communities.

The Second Ten Provincial Urban Areas are generally smaller and the para­
meters presented in Appendices P and K must be applied with discretion. 
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- Analysis of samples from the FER-ND deep wells shows that the
 
chemical constituents are within the acceptable limits of the Philip­
pine National Standards for Drinking Water.
 

The deep well in Barrio San Pedro has 0.53 mg/1 iron content, ex­
ceeding the permissible limit of 0.3 mg/l. Iron in trace amounts is

essential for nutrition and drinking water containing iron in unpala­
table and unesthetic concentration would have 
 little effeot on the

total daily intake. However, iron and manganese tend to precipitate
 
as hydroxides and stain laundry and porcelain fixtures. 

The water from the San Fernando River exceeds the permissible

limits for color, turbidity total dissolved solids, conductivity,

manganese, chlorides and total hardness. 
The water from the Cailugan
,liver exceeds greatly the permissible limits for color, turbidity,

total dissolved solids, conductivitys total hardness, calcium, magne­
sium, salfate and nitrate.
 

Water from deepwells within the FER-WD, if designed and constructed 
with proper safeguards, would not require any treatment. 
However, in
 
order to preserve the good quality of water throughout the distribution 
system, disinfection would be necessary at the sources. 
Disinfection
 
is discussed in detail in Appendix J, Volume II. 
For economic and
 
practical reasons (ready availability of the equipment, easy supply and
 
application, and lasting effectiveness), chlorination is the recommended
 
process of disinfection.
 

D. DISTRIBUTION ALTERNATIVES 

General
 

This section presents the distribution alternatives considered for

the FM-WD. The recommended improvement program for the water system

is dAsoussed in Chapter IX. 

The components of a water distribution system and some of the alter­natives in planning a system are discussed in Appendix K, Volume II. 
The design criteria for the distribution system are given in Appendix
F, Volume II. Appendices F and K were largely developed for the First 
Ten Provincial Urban Areas and are applicable to moderate-size communities. 
The Second Ten Provincial Urban Areas are generally smaller and the para­
meters presented in Appendices F and K must be applied with discretion.
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Particular attention has been given to the requirements of fireflow in the -ER-D.In general, fire flow is applied at various loca­tions in a system coincidentally with maximum-day demands, and thepipelines are sized to convey the required flow at specified head losses.In large communities, the total peak-hour is greater than the maximum­day flow plus fire flow and therefore relatively minor adjustments are-'equired in the pipe system to provide fire flow. In the smaller com­munities, especially small barrios some distance from the poblaoion,the fire flow alone can be 3 or 4 times the total peak-hour demand. 

Providing adequate fire flow to areas where the fire flow may befar greater than the ultimate peak demand is rarely justified economi­oally; but some fire protection should be provided. In this study,
information is given 
on the available fire flow at various location.where the system has been designed for conditions other than fire flows 
The flows used for the design of the various components of thedistribution system for the FER-OD are as follows (see Water Demand Pro­

jectiona, Chapter VI). 

Water demand (lpod) 230 220 225Served population
Average daily water demand 

16,980 54,650 109,580
(cumd) 3,910 12,020 24,660
Maximum-day water demand (cumd) 4,690 14,420 29,590Peak-hour water demand (cumd) 6,840 21,040 43,150 

Pressure Zone
 

The ground elevations within the year 2000 servioe area would rangefrom a low of 5 meters in Barrio San Nicolas to a high of 30 meters InBarrio Del Rosario. An area with such a small variation in ground ele­vations could be served-from one pressure zone with a I1OL of 50 meters.However, the greater part of the service area, including the poblacion,lies at an average elevation of only 6 meters, which could be served at
a lower HOL. Sorving this area from 
a HOL of 34 meters (overflow ele­vation of Dolores storage tank) would mean the utilization of the exist­ing tank and reduction of pumping head over the area with the highest
water demand, and thereby reducing operating costs. However, with 34meters as static H(L the area above the 20-meter contour could not beserved adoquately. 
This area could either be served from a separate
pressure zone or in the same pressure zone by locating two of the wells
at an area above the 20-meter contour. The projected water demand of
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the area above the 20-ineter contour is very small compared to the

total projected demand of the water district. Serving this area 
an 
a separate pressure zone will not have considerable effect on the

total number of wells and 
 storage volume requirements of the area

below the 20-meter contour. Therefore, serving the whole service
 
area in one pressure zone by locating one well at Barrio del Rosario
 
and one well at Barrio San Isidro to serve the area above the 20-meter
 
contour would appear more cost-effective. The capacity of one well

is more than enough to meet 
 the demand of the area above the 20-meter
 
contour. However, two wells are recommended to be constructed in this
 
area because of operational considerations as discussed in the succeeding

section. 
At least one of these wells must be operated at all times

during the day to insure adequate pressure and to avoid large pressure

fluctuations over the area.
 

,Storge Faoilities 

Storage facilities are provided in a distribution system to meethourly fluctuations in demand over the day. The usual requirement for 
operational storage is 15-20 percent of the maximum-day volume, assuming

the source of supply is capable of providing water at a rate equal to
 
maximum-day demand.
 

In the flat areas of Central Luzon, storage is usually provided

by means of an elevated storage tank. This type 
of tank is very costly
in the Philippines because it must be designed to withstand high seismicloadings. An alternative method of meeting demand fluctuations has
been investigated for MR-WD. 

As previously discussed the least-cost source alternative for FER-
WD is pumped groundwater. It is possible to install additional pumping

capacity above the maximum-day demand rate in order to meet of the
part
peak-hour fluctuations and thereby reduce the amount of storage required.
The rationale for providing additional pumping capacity and a curve to
be used in estimating the required storage volume based variouson supply
rates is presented in Methodology Memorandum No. 5. An economic analysis
comparing the costs of providing additional supply or storage for FER-
WD is presented in Table VIII-I. 

Table VIII-i shows that, in the IER-WD, providing additional pumping
capacity to meet hourly fluctuations in demand would be less costly than
providing extra storage volume. It is recommended that additional pumping
capacity be provided in FER-WD and that the volume of storage be minimized. 
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TABLE III-I 

ALTERNATIVE STORAGE VERSUS ADDITIONAL SUPPLY ANALSISI/ 

Alternative 1 Alternative 2 Alternative 3 
(Maximum 
Storage) 

(Intermediate 
Stor , 

(Minimum 
Storw) 

Storage Required 
(Volume,oum)Present Worth Cost (PStorage o 

x 1000)70 
12.53 
3,500 
2,059 

6.0 
1,790 
1,365 

2.57 
760 
292 

Wells 
Operation and Maintenanoed 18 

2,526 
218 

3,456
24 

Total P 4,115 P 4,109 P 3,972 

Distribut ionSystem 

The analysis for the distribution system of San Fernando generallyfollowed the guidelines given in Appendices F and K. Unlike the FirstTen Areas Feasibility Studies, computer analysis for the Second TenProvincial Urban Areas considered pipelines smaller than 200 mm in dia.meter. For a municipality the size of San Fernando, there would be veryfew pipelinea greater than 200 mm in diameter even inTherefore, the minimum pipe 
the year 2000.

size used in the computer analysis is 100 mm. 
The distribution analysis did not include studies of various alter­native pipeline configurations because the location of the pipes iscontrolled by the locations of existing and proposed roadways and the
barrios to be served. 
However, the analysis included alternative locations
 

of wells.
 

!/Analysis includes all facilities to the year 2000. 
-jpercentage of maximum-day demand. 

4-Includes only additional storage to one 38 0-ocum storage tankithe other 380 oum tank would be abandoned because of its poor structural
condition. 

-/Includes differential costs only.
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The location of the wells is partially controlled by the distance

between wells to minimize drawdown interference. Another criterion
 
for well location is the location of the centers of demand. 
Generallyg
it is cost-effective to locate wells near centers of demand to reduce

pipeline sizes in other parts of the distribution system. In locating

wells at centers of demand, the capacity of the wells must be consi­
dered. Hydraulically, the efficient well
most capacity would be equalto the water demand in the area of the well. 
However, it would be more
practical to have wells of about the same capaoity for easier operation
and oontral of the pumping rate as demand fluctuates. 

It appears that the well capacity in San Fernando would be about
31.5 lps (500 gpm). If wells of this capacity were constructed, rela­tively few wells would be required. Having few large-capacity wells 
presents two problems. 
The first is that the overall cost of pipelines

would increase as larger sizes would be needed to supply water to remote
parts of the system. 
The second problem is that, with relatively few
large-capacity wells, flow rates could only be changed in large incre­
ments. During periods of low demand, large pumps
the would have shortcycling times. 
A more efficient method of operation is to have smaller

capacity wells so that the operator can control flow to matchthe thechanges in demand closely. The rate of increase in the yearly waterdemand of FKR-WD is gradual, thus, making medium-capacity wells of about25.2 to 31.5 lps (400 to 500 gpm) more desirable than the high-capacity

velle. Distribution main sizes have been analyzed based on the medium­capacity wells. The locations of wells are shown in Figures IX-1

and IX-4. 
The locations of the proposed wells would have to be couifirmed
after collecting adequate pump testing data during construction of the
initial well. 
The proposed wells should be coordinated with the NIA to
prevent any conflict with the locations of its future irrigation wells.

If future well locations and capacities are significantly different from
those proposed in this study, additional analyses will have to be made
 
to determine sizes of the distribution mains.
 

Fire Protection
 

The distribution system analysis for FERMD included the investi­
gation of available fire protection in the service area for each design
period. 
The fire flow rates for two types of areas - commeroial/
industrial or high-density residential area and single-family residential area-are assumed to be 20 lps and 10 lps, respeotivelyat two adjacenthydrants. (See Appendix K). Available fire flows areasfor where full 
fire protection is not satisfied are presented in this section as per­contaesof those standards of fire protection. Figure VIII-1 shows theextent of the fire service areas in IER-WD for the year 2000 service areao 
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At present, fire protection does not exist in most sections of
San Fernando because there is little or no water pressure most of the

day. In order to provide fire protection, there must be adequate
 
pressure in all water pipelines 24 hours per day.
 

The immedi.te improvement program, which is aimed at providing
adequate domestic service to existing consumers and increasing the

number of consumers to provide a larger financial base to pay for

future improvements, does not 
 include full fire protection. If the 
program were designed to provide full fire protection to the consumers,

the cost of improvements required would become too high for the pro­
gram to be feasible.
 

The distribution improvements recommended under the immediate
 
improvement program, including the existing facilities, would be capable

of providing 70 to 90 percent of the required fire flow to most sections

of San Fernando. However, portions of barrios Dolores and Sta. Lucia
 
which are located at the far end of the service area, would have fire

protection of about 35 percent of required fire flow. 
Some of the exist­ing fire hydrants would require rehabilitation to provide partial fire
 
protection.
 

For design years 1990 and 2000, the recommended improvements would

provide full fire protection for the whole service area since wells
 
spaced at 
I km apart would be operating throughout the service area.To insure fire protection, a general rule is to operate the well nearest
 
the location of fire.
 

The preceding discussion on fire protection relates only to the

capacities of distribution mains. 
 In providing fire protection, an

adequate number of fire hydrants also have to be considered for the variousservice areas. The primary criterion for providing fire hydrants would 
be the degree of development in a specific area. In Chapter IX, a sche­
dule of fire hydrant construction is included, based on the projected de­
velopment in San Fernando.
 

System Operation
 

This section includes various operational aspects of the alternative
distribution systems. 
While there are no distribution alternatives for
San Fernando, there are alternative source locations and source capacities
which could present definite operational problems. 
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As previously discussed, the location and capaoity of the wells can
affect the operation of the system with regard to meeting demands and 
pressure requirements. Computer analyses were conducted on several combi­
nations of demands and number of operating wells. In the analyses, only
operating problems that commonly occur, such as one well being out of ser­
vice or an error in judgment as to which wells should be operating, were 
considered.
 

Unusual operating conditions, such as meeting maximum or peak demands 
at minimum pressures when two or more wells are not in operation, were not 
considered. 
The cost of providing adequate service under all possible

operational conditions would be prohibitive so that only those operating

conditions that would reasonably occur were analyzed.
 

The principal operating problem investigated in San Fernando was when
 
one of the wells has become inoperable. This may occur if one well breaks
 
down or if a well is out of service for routine maintenance. In the area

below the 20-meter contour, peak hour could be met -;ith any one well being

inoperable. However, if only one well is located in the area above the
 
20-meter contoiur and becomes inoperable, minimum pressure even at minimum
 
hor condition could not be attained in this area.
 

Two alternatives were analyzed to determine the most economical way
to solve this operational problem. Alternative 1 is to locate two of the

recommended wells, each of 31.5 lps (500 gpm) capacity, in the area above

the 20-meter contour line and alternative 2 is to construct two smaller

wells equivalent to one 31.5 lps (500 gpm) well in the same areao 
 Table

VIII-2 shows the total construction and present worth costs for the two
alternatives considered. 
The analyses indicate that it is more cost­
effective to construct two of the recommended wells than to construct two
smaller capacity wells equivalent to one 31.5 lps well in the area above

the 20-meter contour line. 
At least one of the two wells located in that 
area must be operated in any part of the day to insure good pressure. 

As itgeneral rule, the distribution system should be operated utilizing

as many wells as possible outside the poblacion to meet water demands*
 
This operational procedure has the effect of maintaining a high HGL in the
outlying areas, while the storage tank maintains an adequate gradeline

within the poblaciono
 

Besides problems of pressure in the system due to well operation, the

schedule of operation has also to be considered. The pump operation sche­
dule is based on the water level within the tank and pressures in various

sections of the system. 
If the tank level drops, a sufficient number of
 
wells would have to be operated to refill the tank. However, the major

problem in thioJ operation schedule is the time available to control the

number of wells in operation as the water level and pressure fluctuate.
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As experience is gained in the operation of wells, a schedule of ope-. 
ration based on normal demand schedules may be devised. Ifa satisfaOtory 
schedule is devised, the system may go unattended for several hours. 

TABLE VIII-2
 

ALTERNATIVE ANALYSIS ON OPERATIONAL PROBLEm/ 

Construction Cost (' z 1000) Present Worth Cost (P x 1000) 
kiterLative A Alternative I Alternative 2Alternative 2 

Walle6/ 968 1,452 59 88
 
Pumping Station 206 315 14 22 
Pipeline 726 440 39 24
 

Total 1,900 2,207 112 134
 

Internal Network 

A general discussion of the internal network for distribution system 
is included in Appendix X, Volume II* The small size of the PER-WD does 
not affect the application of the reoommendations contained in £ppendix K 
since these are the minimum pipeline sizes recommended for any city. 

E. ALTERNATIVES FOR WATER CONSERVATION AND AUGMENTATION 

In San Fernando, groundwater is also used for irrigation and other
 
purposes. There is a possibility for the groundwater source to be over­
pumped, causing a decline in water availability in the area. Steps should 
be taken to conserve water and possibly to augment present sources*
 

There are several alternative measures for conserving water. These 
alternatives depend on sophisticated technology in the case of irter reuse 
and desalting or on governmental policy in the case of land maungemente
Appendix M, Volume II is a discussion of these conservation and augmenta. 
tion alternatives. 

yfaoilities6 common to both alternatives az not inoludedo 
Costing is for one-500 gpm well for alternative 1 and two-250 gp. 

wells for alternative 2. 
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ANNEX TABLE VIII-B-1 

ECONOMIC SERVICE LIFE OF WATER SUPPLY FACILITIES/ 

Economic Service
 
Item Life (Tears)
 

Embankment Damsa
 
Embankment 50
 
Structure 50
 
Equipment 50
 

Water Treatment Plants
 
Structure 50
 
Equipment 15
 

Groundwater Wells 
Well 25
 
Structure 50
 
Equipment 15
 

Transmission Facilities
 
Pipes 50
 
Valves 50
 

Dist.	ibution Facilities
 
Pipes 50
 
Valves 50
 

Internal Network
 
Pipes 50
 
Valves 50
 
Hydrants 50
 

Service Connections
 
Service Pipes 50
 
Water Meters 15
 

Disinfection Faoilities 
Structure 50 (mq7 depend on 
Equipment 15 associated faoillty) 

Storage Facilities
 
Structure 50
 
Equipment (specialized, other 15
 

than pipes and valves)
 

Miscellaneous Structures 	 50 
Miscellaneous Mechanical Equipment 15 

Vehicles 7 

!/The economic service lives presented here have been used 
throughout this report whenever facility replacement or present 
worth 2 9nalysis has been required. 

z/Although the physical life expectancy of certain facilities t
such as dam embankments, is greater than the economic service life 
indicated, the latter more realistically reflects the useful life of 
the facility* 
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